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Abstract 
 
 
The 16
th
 Asian Conference on Electrical Discharge (ACED 2012) Conference will be 
held at Johor Bahru, Johor, Malaysia, from 10
th
 – 12th December, 2012. Past ACED 
conferences have been held in  Xian, China, (2010), Bandung, Indonesia (2008), 
Hokkaido, Japan (2006), Shenzhen, China (2004), Seoul, Korea (2002), Kyoto, Japan 
(2000), Bandung, Indonesia (1998), Bangkok, Thailand (1996), Xian, China (1994), 
Oita, Japan (1993) and Singapore (1992). The purpose of this conference is to 
provide a forum for researchers, scientist and engineers to exchange ideas and 
discuss recent progresses in properties, phenomena and applications of electrical 
discharges. This book is the conference proceeding of the 16th Asian Conference on 
Electrical Discharge (ACED 2012). A number of papers have been accepted for oral 
presentations from different countries mostly from Asia and Australia. In addition 
keynote speeches will also be presented from renowned researchers in the field of 
electrical discharges. This conference proceeding contains the extended abstracts of 
papers presented. 
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Preface 
 
 
On behalf of the organizing committee, I am honoured to welcome all colleagues 
from around the world to attend the 16th Asian Conference on Electrical Discharge 
(ACED 2012) in Johor Bahru, Malaysia on December 10-12, 2012.  
 
The conference is organized by the Institute of High Voltage and High Current 
(IVAT), Universiti Teknologi Malaysia. This is the first time the conference is held 
in Malaysia. The conference will be held at The ZON Regency Hotel, Johor Bahru. It 
will be an opportunity for the international community, academics, scientists, 
engineers and researchers to present their original work, exchange ideas, and discuss 
recent progress in the field of Electrical Discharges in particular, and of High 
Voltage Technology in general. A total of 84 papers from 9 countries (Iran, 
Malaysia, Indonesia, Japan, China, India, Australia, Sweden, UAE) have been 
accepted for the oral presentations. After a further review process, each paper will be 
published in one of the previously identified journals, namely the International 
Journal on Electrical Engineering and Informatics, Journal of Science and 
Technology, Jurnal Teknologi, Jurnal Elektrika, or Elektropika.  
 
Four Invited Talks from distinguished researchers and specialists will be presented in 
the plenary sessions. The conference presentations have been grouped into the 
following main topics: Plasma and Discharges, Electrical Insulation, Partial 
Discharge Phenomena and Measurements, Electromagnetic Fields Measurements, 
Condition Monitoring and Diagnostics, and Overvoltages and Others.  
 
Johor prouds itself as a state which contains the southern-most tip of Asia, located at 
Tanjung Piai, Johor. There are numerous attractions and historical sites in Johor 
Bahru and nearby areas waiting for your visit and discovery. The conference venue is 
also located a short distance away from Singapore.  
 
As the Chairman of ACED 2012, I would like to extend my warm welcome to all 
participants to attend ACED 2012.  
 
I wish you a joyous and rewarding stay in Johor Bahru.  
 
 
 
 
Assoc. Prof. Dr. Zulkurnain Abdul-Malek 
Chairman of ACED 2012 
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A003 
ELECTRICAL CHARACTERISTICS OF POLYVINYL CHLORIDE WITH 
WOLLASTONITE FILLER FOR HIGH VOLTAGE OUTDOOR 
INSULATION MATERIAL 
 
MM Yaacob, A Aman, NA Mazlan, NF Noramat and N Kamaruddin 
Institute of High Voltage and High Current 
Faculty of Electrical Engineering 
Universiti Teknologi Malaysia 
 
Abstract: Outdoor insulation materials are the most important 
factor that needs to be considered in order to design high voltage 
equipment such as lightning arrestors, circuit breaker, line 
isolator, current transformer, capacitive voltage transformer and 
any other primary equipment at substation. A long time ago, 
porcelain was used as the bushing insulator for primary 
equipment and this traditional material has been replaced by 
polymeric types which have lot of benefits compared to 
porcelain type. Porcelain has some limitations which are easily 
broken in handling, heavy weight, and violent failure mode as 
results of an internal dielectric breakdown, complex geometry 
and hydrophilic characteristics. Recently, polymer composite 
material has been widely use as an outdoor insulation material 
due to its advantages such as low surface energy, light weight, 
good pollution performance (hydrophobic) and shorter 
processing time. However, their life expectancy is still unknown 
since the polymeric insulations are relatively new. Thus, to 
develop a better insulation, it is important to determine the 
ageing and electrical properties of the polymeric material. In the 
past research, it was discovered that by using filler which is 
added to the polymer will help to increase the arc tracking 
resistance. In this paper, new filler called Wollastonite (CaSio3) 
is added to the existing Polyvinyl Chloride (PVC) as a new 
polymer insulation material. A seashell (CaCO3) and waste 
glass (SiO2) were selected to produce an artificial wollastonite 
(calcium silicate-CaSiO3) as reinforcement and PVC is used as a 
matrix for this composite. The polymer material will undergo 
ageing process by conducting surface tracking and erosion 
resistance tests in accordance with BSEN 60587:2007. Electrical 
properties of the material such as tangent loss, capacitance, 
insulation resistance and dielectric strength are taken before and 
after the ageing test. Comparisons are made between the PVC 
with filler and PVC without filler based on the experimental 
results. Results from the tests show that the PVC with added 
filler of wollastonite having better electrical properties after 
undergoing the aging or contamination process. The 
development of the new materials can be used in future as high 
voltage insulation which can slow the ageing process and at the 
same time increase the efficiency of the insulators. It is hoped 
that this new material can replace the existing porcelain and 
silicone rubber. The test set-up and sample preparation are 
shown in the following figures.  
 
REFERENCE 
[1] MM Yaacob and A Aman, “Dielectric Properties of Waste Tyre 
Dust-Polypropylene (WTD-PP) for High Voltage 
Application”, Australian Journal of Basic and Applied 
Sciences, 5(9): 1578-1583, 2011. 
 
 
 
Figure 1. Inclined Plane Test Set-up. 
 
 
 
 
Figure 2. Preparation of artificial wollastonite 
 
 
  
 
Figure 3. Preparation of Test Sample 
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A004 
REVIEW OF PARTIAL DISCHARGE SIGNAL MONITORING IN POWER 
TRANSFORMER USING CHROMATIC APPROACH 
 
MM Yaacob and MA AlSaedi  
Institute of High Voltage and High Current 
Faculty of Electrical Engineering 
Universiti Teknologi Malaysia 
 
 
Abstract: High-voltage power equipment is critical and 
costly components. The failure of this equipment without 
warning, results in fires and damage to equipment. Insulation 
breakdown is the main type of power transformer breakdown. 
Partial discharge (PD) is a main cause of insulation breakdown. 
PD are electrical discharges that do not completely bridge; they 
are localized to small area within insulation medium. PD can 
occur when electric field strength exceed the breakdown strength 
of insulation after that the insulation is unable to withstand the 
electrical stress and lead to flashover. Studying and monitoring 
of PD are done to detect insulation problems. Generally; some 
approach can be used to detect partial discharges in high-voltage 
power equipment. Some examples of this method in high-
voltage equipment are acoustic method, optical method, 
electrical method and chemical method. Partial discharge in 
transformer can lead to corrosion in solid insulating materials 
and thus cause a breakdown of concerned operating component 
in the long term. The existing method of PD signal analysis does 
not give the right indication of the equipment condition due to 
disturbances and interferences of noise during detection. 
Therefore it is vital to have a new method of PD signal analysis 
in order to give the correct value of PD signals. This paper 
presents the application of new method of PD signal analysis 
using chromatic technique. In this technique the ultra high 
frequency (UHF) signals emitted from partial discharge 
activities in a high voltage transformer are analysed using the 
chromatic approach. As the frequency band of this UHF sensor 
was 300~1500MHz, envelope detection technique was used to 
extract UHF signals excited from PD sources inside the 
transformer These signals in the UHF identification domain are 
transformed in the form of chromatic maps. These maps  are 
taken from the polar diagrams of chromatic parameters which 
are the hue, H (dominant frequency), saturation, S (effect signal 
bandwidth) and lightness, L (nominal signal strength). The 
colour science with the algorithms H, S, L helped to process the 
output from chromatic processors. The results of MATLAB 
simulations have shown that UHF PD signals can be effectively 
extracted by this method. Preliminary results also show that PD 
signals analysed using the chromatic technique give better 
interpretation as compared to the existing technique. Since this 
technique will give the optimum PD activities in the transformer 
thus being able to monitor the condition precisely. The research 
work will help the power authority in Malaysia in determining 
the condition of the transformer thus saving costs in 
maintenance. The chromatic method and preliminary PD signals 
results are shown in the following figures. 
 
 
 
 
Figure 1. Schematics of chromatic signal processing [1] 
 
 
 
Figure 2. Flow diagram of chromatic processing [1] 
 
 
 
 
Figure 3. PD signal at transformer at Mutiara Rini Substation 
No4 
 
REFERENCE 
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Signals Produced by Electrical Discharges in HV Transformers”, 
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EFFECT OF HIGH VOLTAGE ELECTRIC FIELD (AC) ON PINEAPPLE 
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Abstract: The high voltage electric field processing (EFP) is 
an innovative non-thermal technique that is used for preservation 
purpose of fruits. The main purpose of high voltage electric field 
application in food industry is to prolong the time to preserve 
and to maintain the high quality and natural properties of the 
food. In this study the high voltage electric field is applied for 
preservation purpose of pineapple. We have treated the 
pineapple samples by different strength of Ac high voltage of 
0.67 kV/cm, 1.33 kV/cm and 2.0 kV/cm for 3 hours in each test. 
During the test, all samples were kept in normal condition for 
seven days. Before and after test observations were recorded for 
all samples by visual inspection of color, odors, cover hardness 
and taste. The pH value, conductivity and salinity of all samples 
were also recorded before and after the test. Based on the visual 
inspection results, it was observed that the injection of AC 
electric field of 2.0 kV/cm has produced the best effect on the 
pineapple characteristics as compared to 0.67 kV/cm and 1.33 
kV/cm applied AC electric field. The experimental results are 
encouraging and supportive for the application of the technique 
in fruit preservation.  
 
1. INTRODUCTION 
Nonthermal food preservation methods have generated 
considerable interest in food industry for their potential to offer 
an alternative to the traditional thermal processing methods. One 
of these nonthermal methods is pulses electric field (PEF) 
method. It involves the application of pulse of high voltage to 
our samples, placed between two electrodes at room 
temperature. The applied high voltage results in an electric field 
that causes microbial inactivation. The electric field may be 
applied in the form of exponentially decaying, square wave, 
bipolar, or oscillatory pulses and at ambient, sub-ambient, or 
slightly above-ambient temperature [2]. The PEF technique is a 
non-thermal method of food preservation that uses short bursts 
of electricity for microbial inactivation and causes minimal or no 
detrimental effect on food quality attributes. The PEF technique 
is an emerging electro-food processing technology that has 
become a suitable method for long time food preservation. The 
main advantage of this emerging technology is that it is a dry 
process and the retention of fresh quality attributes are well 
proven during the preservation process of fruit. However, in the 
food industry, non-thermal pasteurization like PEF is a new 
technology which processes the food in such a manner that it 
retains fresh physical, chemical, and nutritional characteristics. 
Since it preserves food without using heat, so food treated in this 
way retain their fresh aroma, taste, and appearance. After the 
treatment, the food is packaged aseptically and stored under 
refrigeration. [2].  
Moreover, PEF technique could also be used for processing 
of liquid, semi-liquid food products and also for solid like 
pineapple fruit. PEF processing technique offers dry processing 
which is capable to retain high quality of food with excellent 
flavor, nutritional value, and shelf-life. The processed food also 
possesses a satisfactory shelf life at ambient temperature [1]. In 
some cases, PEF pasteurized products currently store food using 
refrigeration technique (for example, milk), this is necessary for 
safety (to prevent the growth of spores in low-acid foods). For 
acid foods, refrigeration is not necessary for microbial stability, 
but is used to preserve flavor quality for extended periods of 
time.  
 
2. METHODOLOGY 
The present study was focused on the six parameters i.e. (i) 
life time of pineapple which is the duration related to pineapple 
spoiled processes (ii) the beginning of high voltage impulse test 
(iii) the value of high voltage impulse (iv) pH value of a sample 
before and after experiment (v) salinity taste and odors (vi) 
microscopic examination.  
The schematic diagram of experimental setup is shown in 
Fig. 1. The pineapple samples were placed in a glass chamber 
where three types of pulse electric field 0.67, 1.33 and 2 kV/cm 
were applied for 20 times in each test. During the test all 
samples were kept in normal condition for seven days and the 
observations were recorded. In the Impulse test the best results 
were observed under the applied voltage of 2kV/cm. Before and 
after test all samples were preformed visual inspection of color, 
odors, cover hardness and taste. The pH value, conductivity and 
salinity of all samples were also recorded before and after the 
test.  
The see the micro -detail of change in color and squeezed 
parts microscope (SZM) was used and photographs were 
recorded for comparison. 
The power supply (Messwardler Bau Gmbh Bamberg) made 
in Japan was used which was capable to induce 120 KV/ 50 Hz. 
In this experiment the transformer was able to generate pulse 
electric field with the rate 230V /100 KV, so in primary and 
secondary sides the rates of voltages are 230V and 100000V. 
Also it must be notice that currents rate in this transformer is 
21.7/0.05 A. Two metal parallel plates were used with 15cm 
distance and pineapples were placed in between them.  
Finally, the results were compared & analyzed for measured 
values of pH, conductivity and salinity which are discussed here. 
  
2.4 AC test on Pineapple 
In this test like DC test the study installed the AC circuit by 
the aims of applying the AC voltage and observing the 
effectiveness of AC high voltage on pineapple, also it tried to 
keep pineapples during the longitudinal process. Ac test contains 
of different ranges of voltages like 10, 20 and 30 KV. In this test 
for the purpose of installing the AC circuit at lab, used two 
resistors in 375Ωand 60W and 100KV, 100 ρƒ capacitor also 
used. The temperature in lab was 25.5 c and humidity was 53%.  
 
3. RESULTS AND DISCUSSION 
3.2 AC high voltage result 
During this process three levels of AC high voltages applied 
to nine samples. Each three of pineapples used for 10 KV, 20 
KV and 30 KV in AC high voltages separately. It must be 
mentioned that the period of process was three hours, and the 
same in three voltages.  
 10 
 
3.2.1 Effect of 10 KVAC 
The study applied 10 KV AC on three pineapples in duration 
of three hours. The average of temperature at the lab was 25.5 c; 
also the humidity was 53%. After seven days it is obvious in 
figure 4.1 the samples is not so fresh and the colors of 
pineapples are changed. In addition, the bottom of pineapples 
completely spoiled and mashed. So all the characteristics 
checked by the microscope, and compared with other samples. A 
s it shown in figure 4.3, the spoiled parts of pineapple during 10 
KVAC is obvious.  
 
3.2.2 Effect of 20 KVAC 
This section is related to 20 KV which the study applied on 
three pineapples in period of three hours. The average of 
temperature in this location was 25 c and humidity was 63%. 
After seven days, the study observed that the samples under 20 
KVAC has better condition than the samples under 10 KVAC. 
As it is obvious in blow figure the sample in dark, but not so 
much, also there are not black dots on surface of sample only a 
little changing on color and squeezing on sample after 20 KVAC 
test. The microscope picture illustrates that the edge of the 
sample is darker than center, why the high voltage has effected 
on the edge rather than the center of pineapple.  
 
3.2.3 Effect of 30 KVAC 
The last test is related to 30 KVAC which applied on three 
pineapples in a period of three hours. The temperature in the test 
time was 25.5 c and humidity was 64%. After seven days, while 
observing the results, it found that in 30 KVAC test all samples 
are so fresh. The figure shown a little spoiled on bottom side of 
the sample is observed. The present picture is taken under the 
microscope after seven days, so it shows completely the 
freshness, and stable color of pineapple. Comparing the test 
makes it possible to get that the samples relate to 30 KVAC are 
more freshness than the others tests.  
 
4. CONCLUSIONS 
In this study high voltage field treatment is successfully 
applied to pineapple samples to check the preservation 
characteristics. The results are convincing and show that the 
technique is feasible and has potential of its application for other 
fruits. The experimental results also prove that fruits like 
pineapples could be preserved for longtime by this technique.  
In this experiment the best results were obtained while using 
2 kV/cm impulses as compare to other applied high voltage test. 
It was deduced that after spending seven days the color and taste 
were changed and the samples show squeezed and spoiled parts 
were so small than the other tests. The chemical tests performed 
about the measurement of conductivity, salinity and pH show 
that the 2 kV/cm impulses have better effect on pineapple as 
compare to without high voltage stress fresh samples of 
pineapple.  
It was also explored in this study that the pineapple become 
spoil after the period of seven days and high voltage does not 
have any good effects on spoiled pineapple samples.  
 
REFERENCES 
[1] A.J.Castro, G.V.Barbosa - Canovas and .G.Swanson, "Microbial 
Inactivation of Foods by Pulsed Electric Fields", J.Food Proc. Pres., 
Vol.17, pp.47-73, IEEE (1993). 
[2] M.M. Go´ ngora-Nieto, D.R.Se pu´ lveda, G.V.Bar bosa-Ca´novas 
―Food Processing by Pulsed Electric Fields: Treatment Delivery, 
Inactivation Level, and Regulatory Aspects Washington State 
University, Biological Systems Engineering Department, Pullman, 
WA (U.S.A.), (2002). 
 
 
16th Asian Conference on Electrical Discharge 
10-12 December 2012, The Zon, Johor Bahru, Malaysia 
_______________________________________________________________________________________________________________________________ 
*E-mail : kadowaki.kazunori.mc@ehime-u.ac.jp,Tel : +81-89-927-9797, Fax : +81-89-927-9790 
 
11 
A006 
INFLUENCE OF VERY FAST VOLTAGE-OSCILLATION WITH 
POLARITY REVERSAL ON PARTIAL DISCHARGE INCEPTION 
VOLTAGE FOR TWISTED ENAMELED-WIRES 
 
Kazunori Kadowaki*, Yujiro Takemura 
Ehime University 
Graduate School of Science and Engineering, Bunkyo-cho 3, Matsuyama, Ehime, 790-8577, Japan 
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Abstract: This paper deals with partial discharge 
characteristics of twisted enameled wires subjected to a modified 
inverter-surge. In order to obtain repetitive partial discharge 
inception voltage (RPDIV) in a statistically optimum method, 
we develop an automatic RPDIV measurement system for the 
twisted enamelled wires subjected to the repetitive pulses with 
step-by-step changing in the voltage heights. Two kinds of 
voltage waveforms, very fast polarity-reversed pulse with 
damped oscillation of the order of 100 ns and an impulse-like 
pulses with exponential tail of the order of 100 µs[4], are used. In 
the test for the impulse-like voltage, RPDIV decreases with 
increasing the pulse width. This results agree with that in 
previous reports. However, RPDIV for the polarity-reversed 
pulse with higher frequency oscillation becomes lower than that 
for the same pulse with lower frequency oscillation. The 
difference in the RPDIV characteristics between the voltage 
waveforms will be discussed on the basis of charge dynamics on 
the wire surfaces. 
 
I. INTRODUCTION 
It is very important to improve the reliability and safety of 
power drive systems of hybrid and electric vehicles from the 
practical point of view. One of problems is the degradation of 
motor coil insulation under high voltage pulse with high 
repetition rate. Enameled wires in inverter-fed motors are 
subjected to repetitive transient voltage oscillation on the front 
of square voltage from PWM-inverter-circuit, so called inverter-
surges. In the last decade, partial discharge phenomena caused 
by modified inverter surges were studied by many researchers. 
Impulse-like voltages or squre-like voltages are used as a 
modified inverter surge in many cases [1]-[3]. However, actual 
voltage waveform of the inverter surge is not a simple impulse 
but a very fast damped oscillation with changing its polarity. In 
this study, repetitive partial discharge inception voltages 
(RPDIV) are evaluated by an automatic measurement system for 
two kinds of modified inverter surges, very fast polarity-
reversed pulse with damped oscillation of the order from 10 ns 
to 100 ns and an impulse-like pulses with exponential tail of the 
order from 1 µs to 100 µs [4]. 
 
II. EXPERIMENTAL PROCEDURE 
Twisted-pairs made with Polyamide-imide enamelled 
magnet wire (AIW, Sumitomo Wintec Co.) of 0.82 mm in 
conductor diameter are used as test samples. The twistedpare 
sample is suspended in a desicator filled with dry air. Typical 
waveforms of the applied voltages are shown in Fig.1(a) for the 
impulse-like pulse and in Fig.1(b) for the very fast polarity-
reversed pulse with damped oscillation. 
Statistical data of the partial discharge is automatically stored in 
a computer in RPDIV measurement system shown in Fig.2. To 
determine RPDIV, the voltage pulses with various heights are 
repeatedly applied to the twisted pare sample with a constant 
interval in one cycle of the test. The sequence of repetitive 
application is equivalent to round-robin test on PDIV 
measurement by six laboratories in Japan since 2008 to 2010 [5]. 
 
 
 
 
Figure 1. Voltage waveforms for (a) impulse-like pulse and for 
(b) very fast polarity-reversal pulse. 
 
III. RESULTS AND DISCUSSION 
Relationships between applied voltage Vpp and inception 
probability of partial discharges are shown in Fig.3(a) for 
impulselike pulse and in Fig.3(b) for very fast polarity-reversal 
pulse. PD inception probability at a certain applied voltage for 
one sample is calculated with data of 100 repetitive 
measurements. In this experiment, 10 samples are prepared for 
each test, so that each plot in Figs.3(a) and 3(b) corresponds to 
statistical value with 1000 measurements. RPDIV is defined as a 
critical voltage that PD inception probability exceeds 50 % 
during the stepwise increase of the voltage height. RPDIV for 
the impulse-like pulse is 2270 V for t50=2.9 μs, 2090 V for 
t50=18 μs and 1920 V for t50=160 μs respectively. Results in 
Fig.3(a) indicate that RPDIV decreases with increasing the pulse 
width [6]. The reason for the decrease in RPDIV for the longer 
  
12 
pulse can be explained as follows. Probability of the initial 
electron emission per unit time is constant because this 
phenomenon is based on stochastic mechanism. Therefore, 
propagation probability of an avalanche produced by the initial 
electron must be increased with increasing the pulse width. It 
should be noted, however, RPDIV for the shorter voltage pulse 
with t50=50 ns is lower than those for the other longer voltage 
pulses for the case of the very fast polarity reversal as shown in 
Fig.3(b). RPDIV is 1800 V for t50=50 ns, 1950 V for t50=100 
ns and 1950 V for t50=500 ns respectively. The reason why 
RPDIV for the shorter pulse is lower than those of the others can 
be explained as follows. We statistically measured the time lag 
distribution of the partial discharge. Regardless of the pulse 
width, most partial discharges occurred when the applied voltage 
attained the overshoot point after the first polarity reversal. For 
the case of the 50ns pulse, the overshoot is observed just after 
the polarity reversal is completed. Therefore, most part of 
surface residual charges produced by the dc pre-stress still 
remain on the enamel surface, so that field strength must by 
enhanced by the residual charges. On the other hand, the first 
polarity reversal is followed by a plateau for the longer pulse, so 
that the delay time from the polarity reversal to the overshoot 
becomes long. Some part of the surface charges produced by the 
dc pre-stress must be neutralized during the delay time. 
Therefore, RPDIV for the longer pulse tends to be higher than 
those for the shorter pulse. 
The authors wish to thank Mr. Susumu Kiyohara (Nitto 
Denko Co.) for supplying the samples. 
 
 
 
Figure 2. Schematic view of RPDIV measurement system. 
 
 
 
 
 
 
Figure 3. Relationships between applied voltage Vpp and 
inception probability of partial discharges for (a)impulse-like 
pulse and for (b) very fast polarity-reversal pulse. 
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We have investigated the measurement of electric field 
distribution in liquids using an optical method. In this paper, the 
time series measurement of the electric field distribution in a 
parallel plane electrode system in a liquid containing space 
charges, was carried out at intervals of 1 ms. Using our optical 
measumerement system as shown in Fig.1, we measured the 
light intensity changing by the applied voltage. From the 
obtained light intensity, the electric field strength was calculated 
on the basis of Kerr electrooptical method. The cell was filled 
with propylene carbonate. Propylene carbonate is used as good 
solvent for the electrolytic liquid. In the cell, the parallel plane 
electrode system with gap of 10 mm, was setup. The field 
strength between the gap was measured every 0.8mm. 
When the voltage pulse of width of 800 ms and the height of 
-10 kV was applied to the electrode system, the change of the 
light intensity was measured at each measured position. The 
measurement carried out 60 times at an interval of 1ms. 
Figure 2 shows the electric field distribution between the 
gap. Time t is the elapsed time since the start of the  applied 
voltage. Fitting curves were calculated by an interpolation 
operator. The electric field was small as increasing t because the 
applied voltage was also small with time. This cause would be 
lack of capacity of the power source. In positions near the upper 
electrode, the electric field strength changed specifically. Those 
were clearly smaller than the strength in a static field. Moreover, 
the position that the strength was smallest shifted as increasing t. 
We considered that a layer of charge might be formed in its 
position. 
From the results of Fig. 2, we considered that a layer of 
charge might be formed in its position and that the layer might 
have a density gradient of space charge. If roughly, 
 
 
 
holds, the differential of E would be proportional to space 
charge density. So, Fig.3 shows differential of E that was 
calculated by applying a difference method to these curves in 
Fig. 3. As shown in Fig. 3, in position near the upper electrode, 
the space charge density was gradually larger with time. And 
then, the charge layer seemed to move toward the lower 
electrode. 
 
Figure 1. Optical measurement system 
 
 
 
Figure 2. Electric field distribution 
 
 
 
Figure 3. Space charge distribution.
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Abstract: Electrical treeing is an electric breakdown process 
of considerable technological importance to the electrical power 
industry. It is a complex phenomenon involving several 
processes which depend upon many factors. Electrical treeing 
involves electrical, chemical and mechanical processes. To 
avoid electrical treeing occur, nanofiller are employed to be 
electrical tree inhibitors in polymeric insulating material. 
Recently, silicone rubber (SiR) widely used as insulating 
material because of its high of insulation resistance, thermal 
conductivity, hydrophobic, better gaseous and vapor 
permeability. To enhance the electrical and mechanical 
properties, it is usually mixed with appropriate filler. Polymer 
composite with addition of nano-sized filler attracts much 
attention compare to polymer composite with addition micro-
sized filler because they are expected to have improved 
properties. Recently, material researcher found Organo-
Montmorillonite (OMMT) which is modified version 
Montmorillonite (MMT) as new organic filler. This paper 
discussed potential OMMT/SiR to be a retardant to the initiation 
and growth of electrical treeing occurring in polymeric materials 
for high voltage application. Effect of electrical treeing on 
OMMT/SiR are the main subject to be discussed in this paper. 
 
I. INTRODUCTION 
Electrical tree is one of the main reasons for failure of 
polymeric materials used in high voltage applications. Treeing is 
observed to originate at points where impurities, voids, defects, 
or conducting projections causing excessive electrical field 
stress within small regions of the dielectric. Therefore, 
nanofillers are employed as electrical tree inhibitor in polymeric 
insulating material.  
Nowadays, silicone rubber (SiR) is widely used as an 
insulation material in many electrical apparatuses because of its 
hydrophobic, excellent electrical and manufacture 
characteristics. 
It is blended with filler to enhance the resistance to tracking 
and erosion as well as to provide improved mechanical and 
thermal performance[1-2].  
In this research, a new organic nanofiller will be introduced 
which would increase the hardness of polymer and would inhibit 
the initiation and propagation of electrical treeing.The organic 
nanofiller that will be employed in this research is organo-
montmorillonite (OMMT) which is a new modified 
nanoclay.Previously, microfillers have given wide attentions to 
fundamental material researchers but recently nanofillers have 
found to be better than microfillers in terms of surface area and 
interaction of polymer matrices [3]. Hitherto, the studies of 
mechanical and thermal properties of polymer nanocomposites 
using OMMT as nanofiller are widely conducted, but the 
research on electrical properties due to treeing of this 
nanocomposites is considered new [4-6].  
Therefore, effects of organic nanofiller on the initiation and 
propagation of electrical treeing will be investigated. Test 
samples will be prepared in form of leaf-like specimen [7-9]. 
The tree parameters such as growth rate, tree length, tree 
inception voltage (TIV) will be investigated and measured for 
OMMT/SiR nanocomposites. Thus, this research will discover a 
new material of nanocomposites which can be used in the future 
as a new tree retardant insulating material. 
 
II. MATERIALS AND METHODS 
The silicone rubber that will be used in this study is Sylgard 
184 Silicone Elastomer with dielectric strength is 24kV/mm and 
tensile strength is 6.2 MPa. Tear strength is 2.7kN/m and it is 
low viscosity liquid. The curing agent to be mixed is a 10:1 ratio 
by weight or volume. This material is supplied by Farnell/ 
Element 14. The OMMT (Nanomer 1.42E OMMT) is supplied 
by NanocorInc, USA. The OMMT is montmorillonite clay 
modified with ammonium ions. The OMMT particle surface 
dimensions generally range from 300 to more than 600 nm, 
length/thickness ratio is 200-300 and specific surface area is 750 
m2g.  
 
III. RESULTS AND DISCUSSION 
 
TABLE 1. Tree inception voltage for silicone rubber with 1 % 
wt OMMT 
 
No of Sample 
Silicone Rubber + 1% OMMT 
TIV (kV) 
1 8.5 
2 8.5 
3 9.5 
4 10 
5 10.5 
6 11 
7 11.5 
8 12 
9 12.5 
10 13 
 15 
 
Table 1 shows the tree inception voltage for non-filled 
silicone rubber and filled silicone rubber with 1wt % OMMT 
nanofiller. 
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Abstract: A new method to assess the condition of metal-
oxide surge arresters is presented. The thermal image and third 
harmonic leakage current is used as an indicator. The linear 
relationship between the leakage current and temperature of 
arrester is processed using neural network. The temperature 
profile of arrester, ambient temperature and humadity as input to 
neural network and the peak value of the third harmonic resistive 
current as target. Results are presented the training of neural 
network close to the target and testing result is 98% 
successfully. 
 
I. INTRODUCTION 
There are a variable of technique and method to evaluate the 
condition of zinc oxide (ZnO) surge arrester. The assessment 
technique using leakage current was done by some researcher 
[1-14]. According to some papers, the leakage current of surge 
arrester, especially the third harmonic of total leakage current is 
the good indicator of aging or failure surge arresters [3,8,9, 15].  
Another assessment technique to monitor ZnO arrester 
degradation based on the thermal temperature arises on the 
arrester body. The thermal behaviour of ZnO arrester is an 
important application consideration. Thermal capability of a 
design takes advantage of overvoltage protection capability. The 
thermal capability of ZnO arrester depends on the assembly 
structure of the arrester. If heat generated from the ZnO 
elements due to continuous operating voltages and surges is 
more than the thermal power dissipation of the housing, the 
elements will severe in an aged condition and fail of performing 
their protective function. 
The thermal change curve of the ZnO arrester shown in 
figure.1. In the region below the temperature limit, t1, the level 
of heat generation of the ZnO arrester block is lower than the 
level of heat dissipation. The temperature decreases gradually, 
finally reaching a stable condition as shown in curve B. On the 
contrary, when the temperature of the ZnO arrester block 
reaches a level of higher than the temperature limit t2, the level 
of heat generation becomes higher than the level of heat 
dissipation and degradation occurs as shown by curve A at the 
end, ultimately resulting in thermal runaway [16]. 
 
 
 
Figure 1. Thermal runaway phenomenon on ZnO surge arrester 
The monitoring of surge arrester using thermal image 
technique and analyzed hot spot have conducted by several 
researchers [2, 4, 10, 17, 18]. The methodology to extract 
information to enable the detection and diagnosis of faults in 
surge arresters uses a digital image processing algorithm [4]. 
Most study just using the hotpot temperature of arrester and 
based of this hotspot the condition of arrester is known.  
This paper proposes ZnO surge arrester condition based 
monitoring (CBM) using correlation between the third harmonic 
resistive leakage current and thermal image. The main idea of 
CBM of ZnO surge arrester is to predict and prevent a ZnO 
surge arrester from failure or damage in order to minimize 
maintenance cost.  
 
II. RESEARCH METHODOLOGY 
In this study artificial neural network (ANN) back 
propagation (BP) type is used. The BP algorithm is a kind of 
supervised learning algorithm. The BPNN contains three layers. 
These are input, hidden, and output layers as shown in figure 2. 
During the training phase, the training data such as humidity, 
ambient temperature, maximum and minimum temperature of 
arrester and temperature whole body of arrester are fed into to 
the input layer. The data is propagated to the hidden layer and 
then to the output layer. This system has one output layer that is 
third harmonic of resistive leakage current. This is called the 
forward pass of the back propagation algorithm. In forward pass, 
each node in hidden layer gets input from all the nodes from 
input layer, which are multiplied with appropriate weights and 
then summed. The output of the hidden node is the non-linear 
transformation of this resulting sum. Similarly each node in 
output layer gets input from all the nodes from hidden layer, 
which are multiplied with appropriate weights and then summed. 
The output of this node is the non-linear transformation of the 
resulting sum.  
The output values of the output layer are compared with the 
target output values. The target output values are those that 
attempt to teach the network. The error between actual output 
values and target output values is calculated and propagated 
back toward hidden layer. This is called the backward pass of 
the back propagation algorithm. The error is used to update the 
connection strengths between nodes, weight matrices between 
input-hidden layers and hidden-output layers are updated. 
During the testing phase, no learning takes place, meaning all 
weight matrices are not changed. Each test vector is fed into the 
input layer. The feed forward of the testing data is similar to the 
feed forward of the training data.  
In this study, the input data of neural network is designed for 
more than one thousand data set. The computer ability for 
running huge data became a problem. 
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Figure2. Back Propagation Neural Network Configuration 
 
III. RESULTS AND DISCUSSION 
Neural network was running using about 500 set of data. The 
data consist of temperature along arrester body which obtains 
from arrester thermal profile. The result is shown in figure 3 
presented the training of neural network close to the target and 
testing result is 98% successfully. 
 
 
 
Figure 3. Training and testing result of some set of arrester data 
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Abstract: We observe streak images of dc pre-breakdown 
light images in silicone-oil (10cSt and 10000cSt) / low density 
polyethylene (30μm in thickness) insulation composite under 
needle/sphere electrode by using a 20 meter long image guide 
scope and a streak camera. In the case of insulation composite 
with 10cSt of silicone-oil, breakdown light propagates from the 
needle side under the both voltage polarity. However, in the 
10000cSt case, breakdown light propagates from the film side 
under the negative voltage polarity. 
 
I. INTRODUCTION 
Insulators exist as gas, liquid or solid form. Every type has 
their own special characteristic. The combination of those 
insulators i.e. liquid and solid can be regarded as a good move as 
the liquid has the ability to recover while solid has high-voltage 
withstand. However, this was proved to be wrong. Narasaki and 
Kudo previously reported that the breakdown voltage of liquid / 
solid(thin film) composite insulation under dc stress was reduced 
as compared to that in neat oil case(1). In order to understand 
this phenomenon physically, we develop a photographic 
observation system by using a light delay path (a 20m long 
image guide scope, note as IGS) and image intensifier with high 
speed gate. The intensified breakdown light image was captured 
by a video camera with frame rate of 60fps. By using this 
system, photograhic observation on liquid/solid composite 
insulation system was carried out.  
In this paper, another improvement of the observation 
system was carried out. Image intensifier with high speed gate 
and video camera was replaced by a streak camera. In the 
previous system, we were only able to capture either a pre-
breakdown light image (at film or at either one of the electrodes) 
or a complete breakdown light image (light bridges between the 
gaps). However, by using a streak camera, transition process 
from pre-breakdown to complete breakdown can be observed. 
 
II. MATERIALS AND METHODS 
 
 
 
Figure 1. Observation system 
 
Low-density polyethyelene with thickness of 30μm (Japan 
Polychem LF440HB, is noted as LDPE) and Silicone Oil 
(MOMENTIVE Performance Material) with viscosity of 10cSt 
(TSF451-10) and 10000cSt (TSF451-1M) are used as samples. 
A needle (with 10μm tip of radius) and a stainless steel sphere 
(10mm of diameter) is used as high voltage and ground electrode 
respectively. The LDPE film is placed on sphere electrode and 
the surrounding space is filled with silicone oil. 
Experiment is explained as follows. After the sample cell is 
placed on experiment stage, voltage is applied by ramp speed of 
0.1, 0.5 and 1.0kV/s until breakdown occurs. High voltage with 
negative and positive polarities are used. Once breakdown 
occurs, breakdown light will pass through 2 route ; 1) IGS and 
2) to camera trigger. The breakdown light image is delayed for 
100ns (travelling speed inside IGS 2.0×108 m/s). During this 
time, camera should be triggered. The arrival time of breakdown 
light image to the camera and the time of camera triggering 
signal should be syncronized in order to capture a streak image. 
The streak camera (Optronis GmBH SC-10, time resolution 2ps) 
sweep speed is set to 500ps/mm so that a streak image of 10ns 
can be obtained (phosphor screen size is 20mm). The 
observation system is shown in fig. 1. The observation system is 
explained in detail elsewhere(2). Sample number in each 
conditions is limitied to 5. 
 
III. RESULTS AND DISCUSSION 
Figure 2 shows the obtained streak images under all conditions 
with streamer propagation velocity and silicone oil 
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Figure 2. Obtained streak images, (a) positive polarity voltage 
with 10cSt oil, (b) negative polarity voltage with 10cSt oil, (c) 
positive polarity voltage with 10000cSt oil, (d) negative polarity 
voltage with 10000cSt oil. 
 
viscosity is also noted in the image. Different in voltage ramp 
speed did not give a significant change in the initiation place of 
breakdown in all the samples. Streamer propagation velocity is 
higher under positive voltage application in both viscosity of the 
silicone oil. From figs. 2(a), 2(b) and 2(c) it was understood that 
breakdown initiated from needle electrode. Combination of 
positive polarity voltage and low viscosity factors yielded a fast 
streamer as shown in fig. 2(a).  
However in fig. 2(d) breakdown was initiated at film. This 
phenomenon can be explained as follows. Application of 
negative polarity voltage release negative charges (assumably 
electron) from needle electrode. The charges travel across the oil 
bulk and accumulate in the film surface. The acumulated charges 
increase by time and upon reaching critical point, film 
breakdown occurs. On the other hand, this phenomenon was not 
observed in silicon oil (10000cSt) / LDPE under positive 
polarity voltage.  
We assumed that the different in ramp voltage speed could 
show a significant change in breakdown initiation position. Slow 
ramp speed should initiate breakdown at film (as the charges 
have longer travelling time to counter electrode and accumulate 
at film) while fast ramp speed will show more breakdown 
initiation at needle electrode. However this assumption was 
ignored by the fact that breakdown initiates at needle electrode 
regardless the ramp speed in most cases. The existence of space 
charge under dc voltage application in an undeniable fact. 
However there is still no sufficient explanation on their role in 
dc breakdown phenomenon either in solid or liquid insulation. 
Therefore, study on this matter is still of important as it applies 
in many composite insulation system and useful for high voltage 
system designer in order to produce a better system. 
 
IV. CONCLUSION 
This study which use silicone oil / LDPE composite insulation is 
concluded as follows :  
1. Breakdown initiates from needle electrode in most cases 
except in sample with 10000cSt viscosity of silicone oil 
under dc negative polarity voltgae application. 
2. Streamer with speed of 250 km/s is recorded in sample 
with 10cSt viscosity of silicone oil under positive polarity 
voltage application. Streamer with speed of 110 km/s is 
recorded in sample with 10000cSt viscosity of silicone oil 
under negative polarity voltage application.  
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Abstract: In this study, the effect of time front of lightning 
channel base current on the vertical electric field due to lightning 
channel are considered while the ground conductivity conditions 
are set for both perfect ant non-perfect cases. Therefore, the 
behavior of field peaks versus time front changes under different 
values of ground conductivity are considered and the results are 
discussed.  
 
I. INTRODUCTION 
Several studied have been done to evauate electromagnetic 
fields assosiated with lightning channel at perfect and non-
perfect ground counductivity cases while the ground 
counductivity can be effective on the peak and the rise time of 
electromagnetic fields[1-3].On the other hand,the rise time of 
return stroke current is more effective on the first peaks of 
electromagnetic fields while it has direcctly relationshipe with 
radiation component of electromagnetic fields[4].Therefore,In 
this study,the effect of current rise time on the vertical electric 
field at different conditions of ground counductivity will be 
considered and the resualts will be discussed accordingly. The 
basic assumptions in this study are as follow;  
 
1. The lightning channel is as a vertical channel without any 
branches.  
2. The ground surface is assumed to be flat.  
 
II. RERURN STROKE CURRENT 
In this study,the DU current function (improvement of 
Dieonorfer and Uman on the Heidler current function) is used 
for simulation of channel base current while the current function 
is expressed by equation (1) and the typical current parameters 
are listed at Table.1 as follow[5]; 
 
(1) 
 
Where 
i01,i02 are the amplitudes of the channel base current,  
Г11,Г12 are the front time constants,  
Г21,Г22 are the decay- time constants,  
n1,n2 are the exponents (2~10), 
 
 
 
Table.1. The typical current parameters for the DU current 
function[6] 
 
101 
(kA) 
102 
(kA) 
Γ   
(μs) 
Γ   
(μs) 
Γ   
(μs) 
Γ   
(μs) 
n1 n2 
19.5 12 1 2 8 30 2 2 
 
Furthermore,the MTLE (Modified Transmission line with 
Exponential Decay model) current model is applied for 
simulation of currents behaviour at different heights along 
lightning channel whereas it is expressed by equation (2) as 
follow[1]; 
 
(2) 
 
where  
z’ is the instantaneous height along lightning channel ,  
λ is the decay constant which allows the current to reduce its  
amplitude with height.  
v is the return stroke current velocity along lightning channel  
In this study the typical velues of v and λ are set at 1⨉108 m/s 
and 1500m, respectivelly.  
 
III. THE ELECTROMAGNETIC FIELDS 
The vertical electric field assosiated with lightning channel 
will be considered by using 2nd FDTD method[6]. Also,the 
ground counductivity effect on the vertical electric field will be 
considered by using Cooray expressions directly in the time 
domain[4].  
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Abstract: Determining the incipient faults in high voltage 
apparatus is important because failure without warning can 
result in damage to adjacent equipment, personnel injures, 
customer dissatisfaction and disruption to economic activity. 
The failure of several high voltage instrument transformers 
during in-service prompted Tenaga Nasional Berhad (TNB) to 
identify more effective diagnostic tool to predict insulation 
breakdowns. The viability of partial discharge (PD) 
measurements in the field on instrument transformers is 
investigated. This paper presents the results of partial discharge 
tests that have been carried out under laboratory experiments 
and field measurement on high voltage instrument transformers.  
 
I. INTRODUCTION 
During in-service high voltage instrument transformers are 
exposed to different kinds of stresses namely; electrical, thermal, 
mechanical and environmental stresses that can cause 
deterioration of insulation system (oil/paper) and associated with 
partial discharges (PD) activity. Catastrophic failures of 
instrument transformers may result in damages to adjacent 
equipment, personnel injures and represents highly replacement 
costs. TNB has over 20650 instrument transformers installed in 
532 transmission substations operating at 132kV, 275kV and 
500kV. The routine method used by TNB to verify the condition 
of in-service instrument transformers is off-line power factor (or 
dissipation factor) and capacitance measurement. However, the 
cost incurred to evaluate each instrument transformer off-line 
when considering the large amount of units installed on each 
substation. Dissolved gas analysis (DGA) is not recommended 
due to the limited amount of oil contained in the instrument 
transformer. From year 2001 to 2008, over 30 failures of in-
service high voltage instrument transformers were recorded in 
TNB substation. On-line partial discharge detection technique 
was currently used by TNB to assess deterioration of insulation 
in instrument transformers.  
In this paper, the partial discharge phenomena in instrument 
transformer is studied by analysis the PD data from small scale 
test objects, instrument transformer tested in the lab and 
instrument transformer installed at site. Preliminary results 
demonstrated that partial discharge analysis can provide useful 
information about the condition of instrument transformer thus 
allowing better management of installed instrument transformer 
in large transmission grid.  
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Abstract: Methyl bromide has been used as agricultural 
chemicals. However, the use of the methyl bromide will be 
prohibited by 2015. Then ozone is expected as a substitute for 
methyl bromide. Therefore, we develop an ozone development 
system suitable for soil sterilization, and study the ozone 
generation characteristic. In our ozone generation system, ozone 
is generated by the dielectric barrier discharge. The inner 
electrode of the cylindrical ozone reactor is screw type electrode 
of stainless steel. The outer electrode is a copper plate which 
wrapped around the dielectric quartz glass tube. This time in 
order to change the electric field at the tip of a screw electrode, 
we changed screw thread intervals of the inner screw electrode 
on ozone generation properties. So, we report that investigations 
about influences of screw thread intervals of the inner screw 
electrode on ozone generation properties. As results, since the 
maximum electric field at the tip of the inner screw thread 
electrode is different, high ozone concentration is generated by 
using with larger interval of the inner screw thread electrode. 
 
I. INTRODUCTION 
Against the global environmental problem such as the global 
warming, we are regulated strictly in order to prevent it. Also in 
the agricultural sector, that is not an exception. Methyl bromide 
(CH3Br) is widely used as agricultural chemical to sterilize the 
soil. However, use of methyl bromide will be prohibited by 2015 
because it brings on destruction of the ozone layer [1]. Then 
ozone is expected as a substitute for methyl bromide. Ozone has 
strong oxidation ability and no residual toxicity. And ozone can 
generate from oxygen in the air. High ozone concentration and 
high ozone generation efficiency are required for the ozone 
generation system which is suitable to the soil sterilization. 
Therefore, we have been developing an ozone generation system 
which is suitable to the soil sterilization, and studying ozone 
generation characteristics. From our previous research, we have 
found that ozone concentration depends on the width of the outer 
electrode, dividing of the outer electrode, the flow rate of the 
source gas and the applied voltage [2]-[4]. This time in order to 
change the electric field at the tip of a screw electrode, we 
changed screw thread intervals of the inner screw electrode on 
ozone generation properties. So, we report about the influence of 
the screw electrode interval and the electric field. 
 
II. EXPERIMENTAL METHOD 
In our ozone generation system, ozone is generated by the 
dielectric barrier discharge. Fig.1 shows detail of ozone reactor. 
The inner electrode of the cylindrical ozone reactor is the screw-
type electrode of stainless steel. The diameter of the inner 
electrode of the cylindrical ozone reactor is 12mm. The outer 
electrode is a copper plate which wrapped around the dielectric 
quartz glass tube. The diameter of the outer electrode is 16mm. 
The discharge is generated easily because of high electric field at 
tips of the screw. Fig. 2 shows different screw electrodes of the 
screw thread interval (1.00mm or 1.75mm) used in this 
experiment. This time in order to change the electric field of the 
tip of a screw electrode, we used two screw electrode of 
different screw thread intervals. To prevent that ozone is broken 
down by heat, we make a hole in the inside of the inner screw 
electrode and let water flow inward. A diameter of the hole is 
6mm. The dielectric barrier discharge is generated in the gap of 
1mm between the inner electrode and the dielectric quartz glass 
tube. The diameter of inner side of the dielectric quartz glass 
tube is 14mm. A source gas (artificial air or air) flows between 
the inner electrode and the dielectric quartz glass tube. A flow 
rate of the source gas is adjusted by a flow meter in the range of 
0.1 -1.0L/min.. An AC power source of low frequency (60Hz) is 
used. The applied voltage (0 – 15 kV) is supplied by using a 
neon transformer. 
Ozone concentrations were measured by an ozone monitor. 
During the ozone generation, waveforms of the applied voltage 
and the discharge current were measured and recorded by a 
digitizing oscilloscope through a high voltage probe and a 
resistor (50Ω). The discharge power was calculated from the Q-
V Lissajous figure obtained by using a capacitor of 0.47μF.  
In this research, to investigate the influence of the interval of 
the inner screw electrode on ozone generation properties, we 
used experimental conditions as follows; screw thread intervals 
(1.00 mm or 1.75mm) of inner screw electrodes, source gases 
(artificial air or air), applied voltages (0-15 kV) and flow rates of 
source gases (0.1L/ min., 0.5L/min. or 1.0L/min.). In this paper, 
we will discuss ozone generation characteristics in the case of 
the flow rate of 0.1L/min. and outer electrode width of 11cm. 
 
 
 
Figure 1. Detail of ozone reactor. 
 
 
 
Figure 2. Different screw electrodes of the screw thread interval 
(1.00mm or 1.75mm). 
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III. RESULTS AND DISCUSSION 
Fig.3 shows relation of discharge power and ozone 
concentration in flow rate 0.1L/min. and the width of the outer 
electrode of 11cm. This Fig. 3 shows that ozone concentration 
increases for discharge power increase. But, it is able to 
ascertain that the rate of increase of ozone concentration is 
decreasing as electric discharge electric power becomes high. If 
electric discharge electric power becomes high, it will be 
thought that decomposition of the ozone by the electronic 
collision started.  
Next, the intervals of a pitch compare 1.00 mm and 1.75 
mm. The table 1 shows the ozone generation characteristic 
which changed with the difference in a screw thread interval of 
screw electrode by using the artificial air. In the case of using 
the artificial air, if the ozone concentration obtained by the 
difference in the interval of the screw thread electrode compare, 
that is ozone concentration of about 1.15 times in comparison 
with a screw electrode which is the interval of 1.75mm and 
1.00mm. The table 2 shows the ozone generation characteristic 
which changed with the difference in a screw thread interval of 
screw electrode by using the air. In the case of using the air, if 
the ozone concentration obtained by the difference in the 
interval of the screw thread electrode compare, that is ozone 
concentration of about 1.28 times in comparison with a screw 
electrode which is the interval of 1.75mm and 1.00mm. If the 
screw thread interval becomes too narrow, it is thought that 
electric field at the screw thread tip is relaxed. Hence, it is 
thought that the ozone concentration became low 
 
 
 
Figure 3. Relation of discharge power and ozone concentration 
in flow rate 0.1 L/min. and the width of the outer electrode 
11cm. 
 
Table 1. The ozone generation characteristic by artificial air 
 
Screw Thread 
Interval Of 
Screw Electrode 
(mm) 
Ozone 
concentration 
(g/m3) 
Discharge 
electric power 
(W) 
1.00 20.0 4.6 
1.75 22.9 4.6 
 
Table 2. The ozone generation characteristic by air 
 
Screw Thread 
Interval Of 
Screw Electrode 
(mm) 
Ozone 
concentration 
(g/m3) 
Discharge 
electric power 
(W) 
1.00 8.0 4.8 
1.75 10.3 4.7 
 
Fainally, we describe about comparing the artificial air and the 
air. The ozone concentration that was obtained by the interval of 
1.75mm is about 2.22 times in comparison with the source gas 
of the artificial air and the air. Moreover, the ozone 
concentration that was obtained by the interval of 1.00mm is 
about 2.49 times in comparison with the source gas of the 
artificial air and the air. Since the rate of increase of ozone 
concentration is almost the same in about 2.22 times and 2.49 
times even if source gas changes, screw thread interval of screw 
electrode is thought not dependent on source gas. 
 
IV. CONCLUSION 
We studied ozone generation characteristics of the ozone 
reactor with the screw-type electrode by changing screw thread 
intervals of the inner screw electrode (1.75mm or 1.00mm), 
using the width of the outer electrode (11cm) and changing 
source gases (artificial air or air). Results obtained in this work 
are summarized as follows.  
(1) Ozone concentration generated by the screw thread interval 
of 1.75mm was higher than ozone concentration generated 
by the screw thread interval of 1.00mm.  
(2) Maximum ozone concentration is 22.9 g/m3 with conditions 
of 0.1L/min., the width of outer electrodes of 11cm, the 
screw thread intervals of 1.75mm. 
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Abstract: The methyl bromide of a soil disinfectant will be 
prohibited from using except for an indispensable use by 2015. 
Then, we pay attention to ozone as a means of the soil 
sterilization replaced with a methyl bromide. Our ozone reactor 
has cylindrical shape, the screw electrode is used for the inner 
side electrode, and ozone was generated by dielectric barrier 
discharge. We investigated the influence of ozone generation 
characteristic of the screw electrode ozonizer by changing of 
outer electrodes, applied voltages, and flow rates of source gas 
(oxygen). In the soil sterilization experiment, the existence or 
non-existence of the bactericidal effect by ozone of ozone 
concentration 30, 20 and 10g/m3 was examined. 
 
I. INTRODUCTION 
The regulation is performed on a worldwide scale to global 
environment problems such as ozone layer destruction. The 
methyl bromide of the soil disinfectant will be prohibited from 
using except for an indispensable use by 2015[1]. Then, we pay 
attention to ozone as a means of the soil sterilization replaced 
with a methyl bromide. Ozone has a bactericidal action by the 
strong oxidization power, and there are no worries about residual 
toxicity since it is decomposed with progress of time to oxygen. 
Moreover, by using an ozonizer, since there is an advantage of 
being able to supply from the air and the electricity, the use to 
soil sterilization is beginning to be expected [2]. We have been 
developing an ozone generation system which is suitable to the 
soil sterilization and studying soil sterilization with the ozone [3]. 
Moreover, it turns out that it is important to sterilize filamentous 
bacteria in the soil sterilization by the ozone. 
This time, we investigated the influence on the ozone 
development characteristic when we used the outer electrode of 
3cm or divided outer electrode of 1cm×3. And we also 
investigated the influence of the space of divided electrodes.  
Moreover, when actually using ozone, it is necessary to consider 
that ozone has influence on an organic matter, an inorganic 
substance, a microbe, agricultural products, etc. in soil. But, it is 
difficult to solve these influences immediately at present. In this 
research, we investigated ozone concentration required for soil 
sterilization. 
 
II. EXPERIMENTALMETHODS 
Our ozone generator has cylindrical shape, the screw 
electrode (JIS screw, M12) of stainless steel is used for the 
inside electrode and copper plates wound around the outside of 
the dielectric (silica glass tube) is used for the outside electrode. 
Source gas (Oxygen) flows in the gap (1mm) between the screw 
electrode and the dielectric, ozone is generated by the dielectric 
barrier discharges (DBD). The electric discharge is made easily 
because electric fields of near the tip of the screw become strong 
by using a screw electrode. The applied voltage is supplied by 
using the neon transformer (Daihen, NA-1015P-H) which can be 
handled easily in the actual field. The oxygen of flow rate is 
adjusted by using the gas flowmeter (Koflok, RK-1200). The 
ozone concentration is measured by an ozone monitor (Ebara, 
EG-2001A). We made experiments under different conditions of 
applied voltages (5.3 – 15kV) and flow rates (0.1, 0.5, 
1.0L/min.) of the oxygen. At the time of ozone generation, the 
waveform of applied voltage and the discharge current 
waveform were observed by the digital oscilloscope (Iwatsu, 
HV-P60). Discharge power is calculated from the Q – V 
Lissajous figure obtained by using the capacitor (0.47μF). Also, 
the ozone generation efficiency was calculated. Fig. 1 shows 
divided outer electrodes. In the ozone generation experiment, in 
order to investigate the influence of the space of divided 
electrodes, the outer electrode of 3cm, the outer electrodes of 
1cm×3 (electrode spaces of 1cm) and outer electrodes of 1cm×3 
(electrode spaces of 4cm) were used. 
Next, soil sterilization experiment is explained. The ozone 
gas generated by the ozone reactor is poured from the underside 
of ozone injector to the upside. Ozone which didn’t react with 
the soil is decomposed by using the activated carbon and 
excreted to the air. Also, the bottom of ozone injector is covered 
with the mesh of stainless (thickness 0.2mm, 70mesh) as a 
partition. By covering with the soil so that the whole of mesh 
will hide and let the thickness of the soil be 1mm, the deviation 
of the soil reacted with ozone is decreased. Applying ozone to 
soil is continued for 8 hours. Also, we shake the ozone injector 
every 30 min. so that 
 
 
 
(a) Electrode spaces of 1cm 
 
 
 
(b) Electrode spaces of 4cm 
 
Figure 1. Divided outer electrodes 
 
ozone can react with the soil evenly. The stump culture medium 
(atect, PT1025) and the incubator (Isuzu, SSR-115) were used 
for culture of the bacillus contained in the soil. The sterilized 
soil and unsterilized soil are attached respectively to stump 
culture medium. These are put into the incubator which preset 
temperature is 36 degrees, and are cultured for 24 hours. To 
make comparison of the culture results of the both soils, we 
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observe the occurrence time and place of colonies and the kind 
(circle shape or filament shape) of colonies.  
Then we examined for the existence or nonexistence of 
bactericidal effects against the bacillus in the soil by generated 
ozone. In this research, in order to ascertain the lowest limit of 
the ozone concentration, which can sterilize the soil by the 
generated ozone, soil sterilizations were tried with the ozone 
concentration of 30g/m3, 20g/m3
 
and 10g/m3. 
 
III. RESULTS OF EXPERIMENTS  
Fig. 2 shows relations between the applied voltage and the 
ozone concentration. Maximum values of the ozone 
concentration were 34.6g/m3
 
in case of the outer elect rode of 
3cm, 45.8g/m3 in case of the outer electrode of 1cm×3 (electrode 
spaces of 1cm), and 55.4g/m3 in case of the outer electrode of 
1cm×3 (electrode spaces of 4cm). The ozone concentration was 
about 1.3 times in comparison with the outer electrode of 3cm 
and 1cm×3 (electrode spaces of 1cm), and was about 1.6 times 
in comparison with the outer electrode of 3cm and 1cm×3 
(electrode spaces of 4cm). In our screw electrode ozonizer, 
surface corona discharge occurred from the both ends of outer 
electrodes, and there were functioning as effective outer 
electrodes. From these phenomena, we could increase the 
volume of the discharge space by dividing the electrode. 
Because O2 were more exposed to DBD. In this way, we guess 
that high concentration ozone was generated. 
Next, soil sterilization experiment is explained. Fig. 3 shows 
colonies generating situation (At 24 hours after the culture 
started). In case of non-sterilization, at 24 hours culture (Fig. 3 
(a)), circular colonies and filamentous colonies generated from 
all soils. In cases of sterilization by the ozone concentration of 
30g/m3
 
(Fig. 3 (b)), circular colonies and filamentous colonies 
were not generated. It turned out that bacteria in the soil were 
completely sterilized by the ozone concentration of 30g/m3. In 
cases of sterilization by the ozone concentration of 20g/m3, 
circular colonies had generated from part of soils, but 
filamentous colonies were not generated from all soils. It turned 
out that bacteria which form filamentous colonies were 
completely sterilized by the ozone concentration of 20g/m3.  
 
 
 
 
Figure 2. Relations between the applied voltage and the ozone 
concentration with different outer electrodes. 
 
 
Figure 3. Colonies generating situation (At 24 hours after the 
culture started) 
 
In cases of sterilization by the ozone concentration of 
10g/m3, there were both cases; soils were sterilized and soils 
were not sterilized. When sterilized (Fig. 3 (c)), the same result 
with the ozone concentration of 20g/m3
 was obtained. And when 
it was not sterilized (Fig. 3 (d)), circular colonies and 
filamentous colonies were generated from all soils. But it found 
that colonies were relatively small as compared with non-
sterilization. These results indicate that there was the variance of 
bactericidal effects to bacteria during the sterilization by the 
ozone concentration of 10g/m3, the probability of the 
sterilization was about 50%. In the soil, bacteria may form 
spores. Spores are difficult to sterilize. From this reason, we 
guess that there are bacteria which are not sterilized by the 
ozone concentration of 10 g/m3. 
 
IV. CONCLUSION  
Results obtained by this research are summarized as follows.  
(1) By dividing outer electrodes and extending electrode spaces, 
high concentration ozone has been generated relatively 
efficiently.  
(2) Bacteria in the soil were completely sterilized by the ozone 
concentration of 30g/m3.  
(3) Ozone concentrations of at least 10~20g/m3
 
are required in 
the soil sterilization by the ozone.  
 
REFERENCES 
[1] Ministry of Foreign Affairs notification, “Montreal Protocol on 
Substances that Deplete the Ozone Layer”, No.243, p.8 (2008). (in 
Japanese)  
[2] K. Ebihara, H. Stryczewska, T. Ikegami, F. Mitsugi, J. Pawlat, ”On-
site ozone treatment for agricultural soil and related applications”, 
Prizeglad Elektrotechniczny (Electrical Review), ISSN 0033-2097, 
R. 87 NR, pp. 148-152 (2011).  
[3] B. Ueda, T. Fujishima and T. Yamashita, “Generation of High 
Concentration Ozone Using Dielectric Barrier Discharge with 
Divided Outer Electrode”, Proceedings of the 15th Asian 
Conference on Electrical Discharge, Paper ID A77, pp.243-246 
(2010).  
16th Asian Conference on Electrical Discharge 
10-12 December 2012, The Zon, Johor Bahru, Malaysia 
____________________________________________________________________________________
*N.A. Othman, Faculty of Electrical Engineering, Universiti Teknologi Malaysia, 81310 Skudai, Johor, fendi@fke.utm.my, 07-5535697 
 
26 
A015 
COMPARATIVE STUDY ON SPACE CHARGE DISTRIBUTION 
MEASUREMENTS USING PEA AND PWP METHODS ON HIGH 
VOLTAGE INSULATION. 
 
N. A. Othman , M. A. M. Piah, Z. Adzis, 
Faculty of Electrical Engineering, University Teknologi Malaysia (UTM), Malaysia 
nazlin7@live.utm.my, fendi@fke.utm.my, zuraimy@fke.utm.my 
 
 Keywords: ageing, space charge, PWP, PEA 
 
Abstract: Space charge measurement has been extensively 
researched in recent years and has become a common method of 
investigating solid insulator properties. Comprehension of space 
charge build-up in solid insulator is crucial to determine how 
aging occurs, thus enabling the prediction of insulator lifetime. 
Pressure Wave Propagation (PWP) and Pulsed Electro-Acoustic 
(PEA) are non-destructive dielectric testing methods to 
determine the space charge distribution within the insulation. 
This paper presents the review and comparison of results from 
several published papers on application of PWP and PEA 
methods to investigate space charge accumulation.  
 
I.INTRODUCTION 
Space charge measurement has become a major concern of 
the electrical industry to investigate solid insulating material 
under high electric field. The presence of space charge greatly 
influences the electric field distribution within the material. The 
formation of space charge results in enhancement of local 
electric fields which may lead to breakdown of insulation under 
nominal voltage. 
Many methods have been developed for probing space 
charge distribution in solid dielectrics. The most common 
method is by detecting the acoustic waves, as applied in PWP 
and PEA methods [1], developed in Europe in late 70’s and in 
Japan during the 80’s [2].  
In PWP [3, 4], an acoustic wave is usually generated 
externally either by a laser or piezoelectric transducer. This can 
be done by impinging the laser pulse on an absorbing target 
adjacent to the sample, where the piezoelectric transducer was 
acoustically coupled. Hence, methods such as Laser Induced 
Pressure Pulse (LIPP) and Piezoelectric Induced Pressure Pulse 
(PIPP) are developed. Both methods have the same principle of 
space charge measurement but different principles in the 
generation of acoustic waves.  
As opposed to PWP, an acoustic wave is internally 
generated in the PEA method [3, 4]. The generation of acoustic 
wave in PEA is usually done by applying a voltage pulse to the 
sample which exerts a force on the existing charges. 
 
II. MATERIALS AND METHODS 
A schematic diagram explaining the principles of PWP 
method is shown in Figure 1. An acoustic wave is generated 
when a pulsed electric field, ep(t) is applied to a piezoelectric 
transducer. The charges in the sample are moved (perturbed) in 
turn as the generated acoustic waves propagate through the 
sample at the velocity of sound. This movement slightly 
modifies the internal electric field and causes a change of 
surface charge on the electrodes. The time (domain) signal of 
displacement current indicates the charge distribution within the 
sample. The charge distribution is obtained by measuring the 
displacement current between the electrodes [1, 4, 5, 7, 9]. 
 
 
Figure 1. PWP space charge measurement [9] 
  
The principles of PEA may be considered as the inversion of 
the PWP method since the relationship between the two methods 
resembles a mirror image. A schematic diagram of the theory of 
PEA method is explained using Figure 2. A perturbation force 
on each charge will be induced when a pulsed electric field, ep(t) 
is applied to a sample containing space charge. This force causes 
the charge to move slightly. The sudden movement of the 
charges launches an acoustic wave that is proportional to the 
charge distribution in the sample. These waves are detected by a 
piezoelectric transducer attached to the electrode, which 
converts the acoustic signal to an electric signal. The amplitude 
of the signal is related to charge density, and the delay indicates 
distance from the electrodes [1, 2, 4, 5, 7-9]. A piezoelectric 
sensor is usually made with polyvinylidene fluoride (PVDF) or 
lithium niobate (LiNbO3). 
 
 
 
Figure 2. Principle of the PEA method [9] 
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III. RESULTS AND DISCUSSION 
Figure 3 shows an example of charge, electric field and 
potential distribution waveform represented by red line (q), blue 
line (E) and green line (P) respectively. These three profiles are 
obtained when a DC bias voltage is applied to a polystyrene 
sheet [5] which does not contain internal charge. Since the 
sample contains no space charge, only the induced charges on 
the electrode were observed. The electric field distribution E(z) 
is obtained by integrating the charge profile, while the 
integration of E(z) provides the distribution of electric potential. 
 
 
 
Figure 3. Example of profile obtained by PEA [5] 
 
The resolution of the measurement system can be obtained 
from the widths of the peak and valley of the space charge 
density waveform. The peak and valley is actually representing 
the induced surface charges on the electrode. The system is said 
to have a high resolution when the widths between the peak and 
valley is narrower. It can be seen from the charge distribution 
profile in Figure 3 that there is no other peak or valley appearing 
in between them since the sample does not include any space 
charge.  
The occurrence of space charge within an insulation material 
would introduce an early ageing effect which will lead to 
eventual failure. The presence of space charge can be 
investigated by PWP or PEA method. Researchers in [4] have 
designed a system based on the PWP method, allowing 
measurements at up to 3.2 kHz without signal averaging. A 
special piezoelectric transducer for pressure pulses generation 
and a storage unit have been developed for that purpose. A 
portable space charge measurement system using PEA method 
had been developed in [10] employs a new voltage waveform 
generator. The output signal shows the space charge distribution 
directly, without the need for deconvolution. Since the space 
charge profiles change with time, researchers in [11] have 
developed space charge measurement system using PEA method 
that can measure the space charge profiles for every 10μs in 
order to observe the transient behaviour of the system. This 
system utilizes the latest digitising oscilloscope model and a 
semiconductor switch to achieve high repetition rate PEA 
system.  
Between these two methods, PEA has received much interest 
by researchers throughout the world as can be seen by many 
papers published recently. Hence, many research are conducted 
in the development of PEA including portable and mountable 
PEA, three-H PEA (high voltage, high repetition rate and high 
spatial resolution) and 3D space charge profile mapping [2, 3]. 
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Abstract: The intrusion routes of lightning flashes and their 
surges into green power generation systems are divided as 
follows: The first is the route from air to ground, the second is 
the route from air to river or sea, and the third is the route from 
ground or water to building walls made of mortar or reinforced 
concrete. For all the routes, it is important to investigate the 
discharge impedance from the view point of the lightning power 
distribution. We demonstrate a simple method for determining 
discharge impedance in the liquid region by analyzing periodic, 
attenuated discharge waveforms with high-frequency 
components. We report the experimental results related to 
discharge impedance to lightning impulse discharges in the tap-
water gap; (1) the discharge waveforms indicate the periodic 
attenuated ones for one period and the voltage waveforms 
indicate amplitude distortions; (2) the analyzed discharge 
resistance ranges from 0.05 to 10 Ω for positive and negative 
discharges; (3) the regressions of discharge inductance ranges 
from 4.0 to 100 μΗ and 2.0 to 100 μΗ for positive and negative 
discharges, respectively. 
 
I. INTRODUCTION 
It is important to protect green energy facilities such as 
photovoltaic or wind power generation systems that are near 
river basins, on the coast, or offshore against lightning flashes 
and their surges [1, 2]. Partial discharges due to coronas or 
surges can damage the power conditioner of the power 
generation systems including the electrical and electronic 
devices by the intrusion of lightning surges via space, ground, 
and river or sea. From the view point of controlling electrical 
damage to electric facilities due to lightning-power 
concentration, it is important to investigate the impedance in the 
corona or streamer discharge regions.  
Existing methods such as the triple probe (TP) method [3, 4] 
and laser Thomson scattering (LTS) [5, 6] are unsuitable for the 
impulse discharges because the TP and LTS methods need the 
conditions of non-electric field and a fixed discharge path, 
respectively.  
Our proposed method [7] has the following advantages: 
First, it does not require knowledge of both the electron 
temperature and plasma density so that Spitzer’s expression can 
be used for the resistivity [8]. Second, it can provide a unique 
solution for dc, ac, or impulse discharge attenuated waveforms. 
Finally, it determines simultaneously all elements assumed in 
the series circuit, and can give the time dependence of the 
impedance. 
In this paper, we present the dependence of the impedance 
on time after the occurrence of the lightning impulse discharge 
with the standard lightning impulse generator in the water gap. 
 
II. EXPERIMENTS 
Our standard lightning impulse generator (SLIG, 1.2/50 μs 
waveforms) is classified as a Marx circuit type with triple 
capacitor stage. The SLIG has a series circuit [7] consisting of 
passive circuit elements: a capacitor, inductor, and output 
resistor. It usually outputs a lightning voltage waveform with 
either positive or negative polarity. However, the SLIG also 
outputs a bipolar voltage waveform by satisfying the oscillation 
condition in a transient circuit when its output resistance is 
connected in parallel to a small resistance. Therefore, the 
oscillating waveforms of the voltage and current during the 
discharge may contain useful information for determining the 
discharge impedance. To determine the discharge impedance in 
the water gap, the impulse discharges were performed under 
oscillating conditions.  
The liquid gap between the rod (φ 3.0 mm x 50 mm) and 
plate (φ 200 mm x 200 mm) electrodes made of SUS304 is 
consisted of the tap-water as shown in Fig. 1. The liquid gap (dw) 
filling in the tap-water with the conductivity of 198 mS/m is dw
 
= 
100 mm. A set of voltage and current values was measured by a 
digital storage oscilloscope (DSO). The discharge voltage was 
measured by a high-voltage probe (HVP) using a resistor-divider 
with an ratio of 1/5000 and a response time of less than 1 ns. 
The discharge current was measured by a high response current 
probe (HRCP) including the Rogowski coil with an attenuation 
ratio of 1/100 and a response time of 3.3 ns. 
 
 
 
Figure 1. Schematic diagram of impulse discharge system. 
 
III. EXPERIMENTAL RESULTS AND DISCUSSION 
The conditioned discharge waveforms of the voltage (Vd) 
and current (Id) are shown in Figs. 2 (a) and (b) for positive and 
negative discharges, respectively. These waveforms were 
determined with the synchronous averaging method using six 
raw voltage and current waveforms. As a result, smoothed 
discharge waveforms appeared, and the voltage waveforms 
indicated different amplitude distortions in both the positive and 
negative discharges compared to those of the current waveforms. 
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We confirmed that the period (T) of the voltage and current 
waveforms was approximately equal to 40 μs (corresponding 
frequency of f = 25 kHz). We also concluded that the discharge 
voltage period in the composite gap is 3 μs shorter than the case 
of the air gap reported in [7] and the duration of the discharge 
waveforms is 57 % of that in the case of the air gap. 
 
(a) positive rod discharge 
 
 
(b) negative rod discharge 
 
 
 
Figure 2. Conditioned waveforms of (a) positive and (b) 
negative discharges. 
 
Our circuit model for the discharge impedance can be treated 
as a serial-connected circuit between a resistor and inductor 
during the discharges. The existence of the resistance was 
detected from the oscillating and attenuating waveforms, as 
shown in Figs. 2 (a) and (b). When the time lag between the 
voltage and current waveforms was carefully examined, we 
found that the current waveforms in the positive and negative 
discharges commonly had a delay time of around 3 μs against 
the voltage waveform. Thus, the discharge currents also may 
include an inductive component.  
In general, the discharge impedance can be obtained by 
successively solving the simultaneous voltage equations [7] in 
the equivalent circuit. When the discharge period is 
approximately given by the average one between Vd
 
and Id
 
in our 
case, the calculation was performed for 60 μs, which covered 
more than one cycle of the voltage and current value set. 
The results and smoothing solid lines of inductance are 
shown in Figs. 3 (a) and (b) as a function of time for the positive 
and negative discharges, respectively. The resistance and 
inductance are represented by R and L, respectively, and the 
solid line is a regression of the inductance. From these results, R 
gradually increased over time but displayed curved regions, and 
as the R value at the bottom of the curved region is slightly 
lower than the other points, this suggests the existence of 
electron acceleration (EA). The EA was maintained for a 
duration that is 6 times greater than the 2 μs of the air gap 
reported in [7]. The L value, however, largely oscillated before 
synchronizing with the current period different from the constant 
values in the air gap. The values for each circuit element and the 
series impedance with respect to time can be summarized as R = 
0.05–10 Ω, L = 4.0–100 μΗ for the smoothing curve, and Z = 
0.63–19 Ω for the positive discharge; and R = 0.05–10 Ω, L = 
2.0–100 μΗ for the smoothing curve, and Z = 0.32–19 Ω for the 
negative discharge. 
 
 
 
 
IV. CONCLUSIONS 
We investigated experimentally the impedance to lightning 
impulse discharge in the liquid gap with the tap-water. The 
impedance depending on time after the discharges ranges are Z = 
0.63–19 Ω for positive discharge and Z = 0.32–19 Ω for negative 
discharge. The electron acceleration in the short composite gap 
was maintained for ~12 μs longer than that for the air gap.  
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Abstract: To detect all the SF6 decomposition products and 
investigate their concomitance laws, FTIR is used in on-line 
monitoring the whole gas formation process in SF6 tank under 
AC corona discharge. The transported charge in experimental is 
controled from 0 to 10 C (mean discharge current intensity: 
20μA and 40μA), and gas pressure that range from 0.1MPa to 
0.4MPa. The main gas by-products detected are SO2, H2S, HF, 
SO2F2, SOF2
 
and SOF4. The results indicate that gas pressure 
have complicated effect on the gas decomposition products for 
current of 20μA. The yields of SO2F2, SOF4
 
are independent of 
gas pressure while SOF2
 
is affected by gas pressure signally. The 
levels of SO2F2
 
and SOF4
 
are proportional to the charge 
transported, but SOF2
 
grows linearly with charge transported 
initially and then reach equilibrium concentration. To explain 
the study result, we established a plasma model and mainly use 
cross section data to simulate the electron density and electron 
energy under different gas pressure in order to get the yields of 
initial products, such as SF5, SF4
 
and SF2. The diversity of main 
gas by-products can be explained by different yields of initial 
products with chemical reaction followed, and gas pressure’s 
role played in the process of SF6
 
decomposition under AC 
corona discharge is discussed. 
 
I. INTRODUCTION 
Gas insulated substations (GIS) which are insulated by sulfur 
hexafluoride (SF6) as arc extinguishing dielectric are widely 
applied today due to its excellent performances, i.e., small floor 
area, reliable operation. Currently monitoring the activities of 
partial discharge in SF6
 
is treated as an effective method to 
evaluate the insulation condition of GIS, but how to distinguish 
real discharge with on-site noise is main dilemma of PD 
detection. So some kinds of incipient faults could not be found 
by PD measurement, which may lead to early low-energy 
discharges such as corona or partial discharge due to the 
conductor surface burrs left in GIS during transportation and 
installation.  
Pure SF6
 
gas is a colorless, odorless, nontoxic and 
noncombustible inert gas. Some former research results indicate 
that the stable gaseous by-products formed under corona or 
partial discharge are SF4, SO2F2, SOF2, SOF4, SO2, HF, etc. 
Considerable investigation of the types and contents of SF6
 
gas 
decomposition products under corona discharge in different 
energy, voltage type, current intensity, gas pressure was carried 
out by Van Brunt, Chu F Y and other researchers[1-3]. In 
particular, A zonal plasma chemical model was proposed to 
account for the observed decomposition of SF6
 
subjected to a 
negative, point-to-plane corona discharge by Van Brunt[3], 
which can provide a reference and guidance to explore SF6
 
gas 
decomposition mechanism under AC corona discharge. From 
their work, SOF2
 
was the dominant species formed in the 
decomposition products under corona discharge; and if pure SF6
 
was contaminated by oxygen and moisture, the main stable gas 
by-products were SOF2, SO2F2
 
and SOF4; a modification of the 
surface state of the electrodes had a significant influence on 
value of corona current intensity and reactions of SF6
 
decomposition products. In recent years, some researchers began 
to establish different SF6
 
plasma model or change the condition 
of the model in order to get more ingormation about initial 
products and surface reactions[4]. Their works helped us 
understand the SF6
 
decomposition mechanism in first part and 
they explained the phenomenon in electro-discharge of SF6, 
however, their work had little connection with final products like 
SOF2, SO2F2
 
and SOF4
 
so it was hard to get the relationship 
between decomposition products and plasma model. The 
research on SF6
 
decomposition characteristics under AC corona 
discharge is not deep enough to gain a clear understanding of the 
decomposition mechanism.  
The emphasis in this paper was on the gas pressure’s effect 
on the contents of SF6
 
gas decomposition products under 50Hz 
AC corona discharge. We made a combination analyze of both 
initial products and final decomposition products so we make a 
more clear explaination of the role gas pressure played during 
the different process in SF6
 
decomposition. Influence of gas 
pressure on decomposition products under different 
condition(electrode material, charge transported, mean current) 
had also been tested to further prove our results. According to 
phenomenon and conclusions of tests, the general decomposition 
mechanism of SF6
 
gas under AC corona discharge is discussed. 
 
II. MATERIALS AND METHODS 
A. Gas reaction cell  
To investigate gas by-products under corona discharge, a 
stainless steel discharge cell of which the diameter was 20cm 
and the height was 30cm was constructed, as shown in Figure 1. 
In order to replace electrodes, clean the gas chamber and 
observe discharge phenomenon conveniently, a hinge door 
sealed by seal ring is designed in which a pane of quartz glass 
with thickness of 13mm was embedded. The 50Hz ac corona 
discharge was generated between point-to-plane electrodes with 
a gap spacing of 5mm at room temperature. The needle point 
(radius of curvature 0.5mm) was made of stainless steel or 
copper and was replaced for each test. The plane electrode was 
made of stainless steel or brass. The holder of the electrodes was 
made of copper. 
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Figure 1. Schematic of discharge cell.  
 
1: High voltage bushing; 2: point electrode; 3: Plane electrode. 
4: quartz glass; 5: hinge door; 6: intake valve; 7: exhaust valve; 
8: sample valve; 9: copper holder.  
 
B. Decomposition products measurement  
The detection equipment of SF6
 
gas decomposition products 
was an FTIR spectrometer from Shimadzu (Japan) equipped 
with a KBr-5 interferometer shutters and a DLATGS detector.  
 
III. RESULTS AND DISCUSSION  
(a)The yields of SO2F2, SOF4
 
seemed independent of gas 
pressure while SOF2
 
was affected by gas pressure signally. 
The levels of SO2F2
 
and SOF4
 
were proportional to the 
charge transported, but SOF2
 
grew linearly with charge 
transported initially and then reached equilibrium 
concentration  
(b) With the gas pressure rise, the development and amplitude of 
external current would be restricted and electron energy was 
lower, so among the initial dissociation products, the yield of 
SF4
 
was higher than small fragments like SF2
 
in high 
pressure for its higher cross section data.  
(c) The yields of final dissociation products SOF4, SOF2
 
and 
SO2F2
 
in different gas pressure mainly relied on chemical 
reaction after ion-surface reaction which produced raw 
materials like SF4
 
and SF2
 
happened close to electrode.  
(d) The reason that gas pressure mainly effects the level of SOF2
 
may be that the equilibrium between moisture absorbed by 
metal electrodes and surface inside the chamber was 
changed for different level of gas pressure, while impurity 
oxygen spread in the chamber which was not related to gas 
pressure and the formation of SO2F2
 
and SOF4
 
mainly 
depends on oxygen. Thus, the levels of SO2F2
 
and SOF4
 
are 
independent of gas pressure. 
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Abstract: Oil-paper insulation is widely used in main power 
equipment, and its condition determines the usage lifetime, 
especially for power transformers. It is already known that the 
heat transfer efficiency of transformer oil could be effectively 
improved by adding suitable nanoparticles, which also would 
affect the oil’s electrical properties and breakdown strength. In 
this paper, different kinds of nanoparticles were dispersed steady 
in transformer oil through ultrasonic treatment. In order to 
identify the influence of nanopaticles on electric characteristics, 
dissipation factor (tanδ), electrical conductivity and relative 
dielectric constant were measured. Further more, the AC and 
impulse breakdown strength of transformer oil-based nanofluids 
and mineral oil were measured, respectively. The results show 
that the AC breakdown voltage of transformer oil with suitable 
nanoparticles is close to ordinary oil, while the impulse 
breakdown vlotage has a great improvement under extremly 
non-homogeneous electric field, and the PD inception voltage 
increases at the same time. It is also founded that nanoparticles 
may induce the increasment of dissipation factor and electrical 
conductivity. 
 
I. INTRODUCTION 
The insulation system of power equipment is required to 
have better performance with growing energy needs and extreme 
reliability demands. Oil-paper insulation is widely used in main 
power equipment, i.e., power transformer, electrical cable, and 
its condition largely determines usage lifetime. In oil-paper 
insulation system, oil plays a dual role of cooling and insulation, 
and its heat dissipation and dielectric properties have great 
influence on the reliability of transformer in the long-term 
operation. In 1990s nanoparticles were added into transformer 
oil to enhance the heat transfer within itself. Segal et al. found 
that nanofluids can increase the withstand voltage under positive 
lightning impulse. The PD inception voltage increase up to 
130% as compared to transformer oil [1]. J. George Hwang et al. 
thought that electron charging of nanoparticles can convert fast 
electrons from field ionization to slow negatively charged 
particles and decrease the positive streamer velocity[2].  
In principle, nanofluids is a colloidal suspension of particles 
(average size is in the range of a few nanometers, two to three 
orders of magnitude smaller than micrometer) in transformer oil. 
From a conventional point of view, additional particles in 
transformer oil is detrimental to dielectric strength. It is a 
traditional way to purify the oil to a maximum degree as high as 
possible. It must be noted, however, that except for enhancement 
of heat transfor, nanofluids at its optimum composition has some 
special electric characters and improvement in dielectric 
strength.  
This paper mainly concerns the breakdown characteristics of 
transformer oil-based nanofluids and mineral oil in different 
kinds of eletric field. In addition, the basic electrical characters 
of nanofluids: dielectric dissipation factor, electrical 
conductivity and relative dielectric constant were also measured. 
 
II. MATERIALS AND METHODS 
A. Nanofluids preparation  
All the experiments presented in this paper were performed 
using 25# transformer oil as carrier oil, and ZnO, TiO2, SiO2
 
were chosen as nanoparticles (average size is 50 nm) without 
surface modification. Four kinds of nanofluids were contained in 
this paper whose volumn fractions are 0.025%, 0.05%, 0.1% and 
0.2%, respectively.  
 
B. Breakdown strength measurements  
The AC breakdown voltage at power frequency was tested 
according to IEC 60156 standard using Mingsheng MS2673-IIB 
insulating liquids breakdown voltage tester. The impulse 
withstand voltage was measured as the illustration below, in 
accordance with IEC 60897 standard. Except for the needle to 
sphere electrode, this experiment also introduced needle to 
needle electrode to simulate extremly non-homogeneous electric 
field. 
 
 
 
Figure 1. Illustration of impulse voltage measurement 
 
III. RESULTS AND DISCUSSION 
(a) At the optimium composition, transformer oil-based 2 
nanofluids has the AC(50Hz) breakdown voltage close to 
that of the carrier oil, however the impulse breakdown 
strength is much higher, especially for the positive impulse.  
(b) The PD inception voltage of nanofluids increased more than 
20% compared with that of the ordinary oil.  
(c) The streamer acrossing electrode gap under positive impulse 
was faster than the negative impulse.  
(d) The transformer oil-based nanofluids had better properties 
than ordinary oil including impulse withstand voltage, PD 
inception voltage and suppressing streamer development.  
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(e) Nanoparticles added into transformer oil may cause the 
increase of dissipation factor and electrical conductivity to 
varying degrees, which was not expected by researchers. 
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Abstract: Homogenous dielectric barrier discharge 
(DBD) in atmospheric-pressure air was first 
generated in as larger as 3 mm air gap between two 
plane-parallel electrodes of 50 mm in diameter each 
covered by a specific ceramic plate with a thickness 
of 1.5~3.25 mm, which was not reported in previous 
literatures. The discharge free of filaments was 
confirmed to be a homogenous Townsend discharge 
by electrical measurement and fast photograph. By 
subtracting the displacement current from the total 
current, there was one current peak per half cycle of 
the applied sinusoidal voltage, as was typical for 
homogeneous DBD. The current peak was 1 mA in 
amplitude and about 85 μs in FWHM (full width at 
half magnitude). Side-view photographs with 10 ns 
exposure time taken at the peak of the current pulse 
showed that there were no filaments in the discharge 
gap. A luminous layer close to the instantaneous 
anode was observed, indicating the homogeneous 
DBD was a Townsend discharge. When choosing a 
ceramic thinner than 1.5 mm, some filaments 
randomly appeared in the gap, as was called a 
mixed mode of homogenous and filamentary DBD. 
This was because in DBD the dielectric capacitance 
played an important role in the limitation of the 
discharge current. A smaller capacitance would help 
to avoid an electron avalanche overdeveloping to a 
streamer. When a stable Townsend discharge was 
maintained, the breakdown voltage was determined 
to be only 8.3 kV, much lower than the static 
breakdown voltage of 11.2 kV for the same air gap 
of 3 mm in length. The formation of Townsend 
discharge was attributed to the uniqueness of the 
shallow traps on the surface of the specific ceramic 
plate and the common effect of the current 
limitation by dielectric.  
 
I. INTRODUCTION 
Dielectric barrier discharge (DBD) in air at 
atmospheric pressure normally occurs in a large number 
of short-lived and narrow current filaments that are 
randomly distributed in time and space over the dielectric 
surface [1]. Non-thermal plasma produced by 
homogeneous DBD in air is most attractve for the 
industrial applications. However, the realization of 
homogeneous DBD is usually much more difficult in air 
than in noble gases and other gases. Air is an 
electronegative gas consisting of oxygen, nitrogen and 
water vapour. The oxygen molecules in air efficiently 
quench nitrogen metastable species and tend to induce 
electron attachments in air discharges, so the DBD 
atmospheric-pressure air usually exhibits a filamentary 
mode. In recent years, the generation of homogeneous 
DBD in atmospheric air is one of the most remarkable 
research works in the plasma field. For obtaining a 
homogeneous DBD in atmospheric air, many methods 
and special barrier materials have been explored. [2–13]. 
Ráheǐ J found within the frequency range 1~15 kHz, 
discharge gaps smaller than 1.5mm a diffuse discharge 
could be obtained in air at at atmospheric pressure[2-3]. 
Garamoon A A and El-zeer D M found a uniform 
discharge can be obtained with a frequency 50 Hz and a 
gap distance 1.1mm[4]. Up to now, there was no report 
of a homogeneous DBD in atmospheric-pressure air with 
a gap distance larger than 2mm in high frequency.  
In this paper we firstly report a homogenous DBD in as 
larger as 3 mm air gap at atmosphric pressure. 
Experimental setup, the generation and diagnostics of the 
discharge were introduced, and the discussion focus on 
the effect of the ceramic.  
 
II. MATERIALS AND METHODS 
The arrangement of the experimental was similar to 
our previous works[6]. Ceramic plates with various 
thicknesses between 0.5~3.25mm were chosen as the 
dielectric barriers. The air gap d is fixed at 3mm. A 
sinusoidal high voltage with a frequency that could be 
continuously changed from 1k~10 kHz was applied to 
the electrodes. An intensified-CCD- camera was used to 
take the discharge photographs with an exposure time 
down to 10 ns.  
 
III. RESULTS AND DISCUSSION 
3.1 Generation of the homogeneous DBD in air  
It showed that when the barrier thickness was smaller 
than 1.5mm, a mixed mode of diffuse and filamentary 
discharge was found and the current shown many short-
pulse per half cycle of the applied voltage. For example, 
when the barrier thickness was 0.5mm , the filamentary 
discharge is very intensity and its current pulse is 
unorderly. With the barrier thickness increasing, the 
filaments began to decreasing. When the barrier 
thickness was greater than 1.5mm, the filaments 
disappeared and a stable homogeneous discharge was 
produced. It was characterized by one current pulse per 
half cycle of the applied voltage.  
 
3.2 The characteristic of the homogeneous DBD  
In order to investigating the discharge characteristic 
of the homogeneous discharge, the time resolution 
photograph was measured by ICCD with a gap distance 
3mm and ceramic plate thickness 2.285mm, In order to 
obtain bigger current the applied frequency f is 1.32kHz. 
the typtical waveform was shown in Figure 1. Side-view 
photographs with 10 ns exposure time taken at the time 
about the peak of the current pulse showed that there 
were no filaments in the discharge gap. A luminous layer 
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close to the instantaneous anode was observed, indicating 
the homogeneous DBD was a Townsend discharge, as 
shown in Figure 2. 
 
 
 
Figure 1. Applied voltage(Va) and total current(I) 
 
 
Figure 3. Calculated discharge current Id and gap votlage 
Vgas 
 
By subtracting the displacement current from the 
total current, the discharge current and gap voltage was 
calculted. It was shown in Figure 3. It appears one 
current peak per half cycle of the applied sinusoidal 
voltage, which was typical for homogeneous DBD. The 
current peak was 1 mA in amplitude and about 85 μs in 
FWHM (full width at half magnitude). The breakdown 
voltage was determined to be only 8.3 kV, much lower 
than the static breakdown voltage of 11.2 kV for the 
same air gap of 3 mm in length.  
The results prove a stable homogeneous discharge in 
air at atmospheric pressure was a Townsend discharge. It 
was suggested that the unique feature of the shallow traps 
on the surface of the specific ceramic plate and the 
common effect of the current limitation by dielectric 
barrier play important roles in the formation of 
theTownsend discharge. The details of the mechanism 
for the Townsend discharge were still under 
investigation.  
 
3.3 The influence of ceramic plate  
The Townsend discharge can only be produced under 
the condition that both electrodes were covered by a 
specific ceramic plate with a thickness of about 2 mm. If 
the ceramic plate was too thin, the discharge would 
transit to filamentary discharge. If the ceramic plate was 
too thick, the Townsend discharge would be too weak to 
observe. The formation of Townsend discharge in air was 
attributed to that the release of the shallowly trapped 
electrons on the surface of the dielectric covering the 
cathode provide the discharge with a limited amount of 
the seed electrons, which leaded to an extraordinary 
extinction of the Townsend discharge and made the glow 
discharge not to be reached. Next work was to do some 
diagnostic of the ceramic.  
 
IV CONCLUSIONS 
Homogenous Townsend dielectric barrier discharge 
(DBD) in atmospheric-pressure air was generated in 3 
mm air gap. Ceramic plates as the barrier material had 
great impact on generating homogenous Townsend DBD. 
Next work was to do on the ceramic and the mechanism 
for the Townsend discharge .  
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Abstract: There has been increasing public concern about 
biological interactions and the potentisl health effects of low 
frequency electric and magnetic fields. Recently, the ICNIRP 
has published new guidlines. The aim in this paper is to 
demonstrate induced currents and electric fields in human body 
by ELF external electric fields, using numerical human models 
of anatomically-realistic human body, and to compare those 
results with the basic restrictions of the new gauidlines.  
 
I. INTRODUCTION 
There has been increasing public concern about biological 
interactions and the potential health effects of low-frequency 
electric and magnetic fields (LF-EMFs). Human exposure to the 
LFEMFs results in induction of the electric fields and the 
resultant current densities in a body. The International 
Commission on Non-Ionizing Radiation Protection (ICNIRP) 
has published new guidelines for LF-EMFs [1], in which the 
physical quantity of the basic restrictions has been changed into 
internal electric fields from current densities. The aim in this 
paper is to demonstrate induced currents and electric fields in 
human body by ELF external electric fields, using numerical 
human models of anatomically-realistic human body, and to 
compare those results with the basic restrictions of the new 
ICNIRP guidelines.  
 
II. MATERIALS AND METHODS 
The induced electric fields in the voxelized human model, 
exposed to ELF external electric fields, are calculated using a 
two-stage approach, based on the scalar potential finite 
difference (SPFD) method. This method is originally for the 
low-frequency induction by magnetic fields but has been 
improved for electric field exposures. First, an electric field 
calculation solution for the whole computational domain 
including both a coarse voxel model and the air region is 
performed. Then, the resulting scalar potential is extracted from 
the results and interpolated onto a surface of the bounding box 
of a finer voxel model. The interpolated potential on the surface 
of the coarse voxel model serves as the electrode potentials for 
post-processing calculation in the bounding box of the finer 
voxel model [2].  
Two realistic human models of an adult male (Duke) and a 
young male (Luis), comprised of 77 tissues or organs are used 
for the numerical calculation[3]. There are some sets of the 
models consisting of an array of cubic voxels in the same size 
bounding box. Of the set, voxel size of 5 mm and 2 mm are used 
in this study; the former and the latter models are for preliminary 
and post-processing, respectively. 
 
III. RESULTS AND DISCUSSION 
Two typical exposure scenarios are considered with the 
human model in external electric fields: one is a human body 
standing barefoot on the ground and the other is a human body 
standing in a free space. For the two scwnarios, an ambient 
electric field of 1 kV/m at 60 Hz is vertically aplied.  
From the distribution of the induced electric fields on the 
coronal plane inside the adult male model, the induced fields can 
be found to be wholly higher for the grounded than for the 
isolated, as expected. Especially, at the feet for the grounded, the 
induced fields are very high as the induced currents converge on 
the feet. Table 1 indicates the current passing through each part 
of the body for the different scenarios of the two human models. 
For both models, the currents through the arm, where is most 
likely to perceive to electricity,for the grounded are five to six 
times higher than those for the isolated, as well as for the ankles. 
Electric fields induced in the human models are compared with 
the basic restrictions published in the new ICNIRP guidelines. 
The induced fields for the central nervous system tissues in the 
head of the body do not exceed the basic restrictions. 
 
Table 1. Currents in μA through each part of the human body 
exposed to E-field of 1 kV/m at 60 Hz. 
 Luis Duke 
Grounded Isolated Grounded Isolated 
neck 4.69 2.66 4.86 2.77 
left upper 
arm 
1.35 0.29 1.59 0.26 
right upper 
arm 
1.28 0.22 1.68 0.27 
abdomen 12.77 5.54 14.56 6.09 
left ankle 16.08 1.61 6.50 1.62 
right ankle 0.07 1.54 11.73 1.64 
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Abstract: Degradation due to ageing is a major concern for 
the life span of high voltage insulators. In maintaining the 
insulation system’s performance, it is crucial to monitor the 
insulator condition as it contributes to the whole system’s 
efficiency and safety. Many diagnostic methods have been 
introduced, and in use for condition monitoring the insulation. 
They analyze measurements in either frequency or time domain. 
Condition-based monitoring (CBM) is in growing interest lately, 
compared to time-based monitoring due to the increasing 
population of aged insulators being utilized in existing power 
systems. Time-based monitoring has then been integrated with 
CBM. CBM’s ability to enhance reliability, improve safety and 
reduce hazard of a system has been recognized by many 
researchers and utilities. This paper presents the study and 
comparison of two time domain CBM techniques namely the 
polarization and depolarization current (PDC) measurement and 
return voltage measurement (RVM). The findings of previous 
researches on determining the insulator’s moisture content and 
conductivity by both methods will be reviewed in detail. The 
study concludes which method is better suitable for applications 
on “solid and liquid” type insulators. 
 
I. INTRODUCTION 
Condition-based monitoring also known as condition based 
maintenance (CBM) differs from the time-based monitoring 
(TBM), whereby CBM enables prediction of required 
maintenance. It is conducted due to the degrading insulation 
condition of high voltage equipments under continuous high 
voltage stress. The predictive maintenance is performed after 
one or more indicators show degraded condition of the 
equipment’s insulation. Popular methods in assessing the 
condition of the insulation include polarization and 
depolarization current (PDC) measurement as well as return 
voltage measurement (RVM). Time domain measurements 
based on polarization/depolarization current (PDC) 
measurement and return voltage measurement (RVM). The time 
domain measurements based on PDC and RVM has gained 
significant importance over the last ten years. Coupled with 
computer-aided technique, which is capable to record and 
process large amounts of data has improved the possibilities of 
analyzing the insulation’s condition in both methods.  
The ageing status and moisture content of the insulation can 
be determined from measurements of PDC and RVM [1]. 
Findings from the previous research around the world will be 
discussed in this paper. The focus is on PDC method as an 
alternative to the conventional RVM method. 
 
II. METHODOLOGY 
This paper reviewed two condition-based monitoring 
methods: PDC and RVM. PDC is measured in the current while 
voltage been measured in RVM. Both methods have specific 
parameters to be identified such as charging/discharging time 
and test voltage. The paper is focusing on application of both 
methods in diagnosing solid and liquid type of insulator. These 
parameters then been investigated on the effects of moisture 
content and the conductivity level.  
 
III. MATERIALS AND METHODS 
The principle of measurement in PDC is based on the 
application of a DC voltage across a test object for a period of 
time, in which current will flow from the polarization process in 
the test object with different time constants. This current 
depends on the insulation material and its conductivity. This 
current is called as polarization current. Next, the voltage is 
removed and the test object is short-circuited. The activation 
from the previous polarization process now gives rise to the 
discharging current in the opposite direction. This process in 
which the current flows in the relaxing state is called 
depolarization current [2-5, 9]. 
 
 
 
Figure1: Basic PDC measuring Circuit 
 
 
Figure 2. Waveform of polarization and depolarization currents 
 
The basic principle RVM is charging the sample for a long 
period of time, tc. Then, the sample is isolated from the HV 
source and short-circuited for a shorter period of time, td. Then 
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the short circuit is disconnected, and the charge bounded by the 
polarization process will turn into free charges. This return 
voltage appearing between the electrodes is then measured to 
assess the insulation’s condition via the maximum spectra of 
recovery voltage and the recorded charging time [1, 6- 8]. 
 
 
 
Figure 3. Principle of return voltage measurement 
 
Moisture content for paper can be obtained independently 
using RVM and PDC measurement while for oil based insulator, 
the results can only be obtained from PDC tests [1]. The 
researchers in [1] thus introduced an expert system (ES) for the 
system operations and insulation diagnosis. ES which is a ruled 
based artificial intelligence technique has been applied by the 
several researchers. ES aims at assisting the user to make 
unambiguous, reliable and quick decision in insulation condition 
assessment of the transformers using PDC and RVM techniques 
[1].  
 
IV. RESULTS AND DISCUSSION 
Ageing and degradation of high voltage equipment can be 
determined by the conductivity and moisture content of the 
insulation. These two parameters can be identified using PDC 
and RVM. The polarization conductivity is proportional to the 
initial slope of the return voltage for the transformer’s insulation. 
Conductivity is a good indicator for determining the moisture 
content in the insulator. The same goes to the PDC method 
where the higher current at the initial part of the measurement 
make the insulator is not in the good condition. Further, among 
the RV parameters, central time constant was found to be most 
sensitive to ageing and moisture, but the oil and paper insulation 
cannot be evaluated separately. However PDC analysis is able to 
analyze the oil and paper insulation, separately. The simple and 
reliable method of analysis in assessing the insulation system 
makes PDC measurement more advantageous than RVM. 
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Abstract: Switching method in Polarization and 
Depolarization (PDC) measurement technique is an interesting 
area to look at, especially in terms of its behavior over the time 
based monitoring. Pervious researches on PDC measurement 
technique did not take into account the effect of switching 
method in process of PDC measurement technique. Most of the 
researcher used conventional HV relays that act as a switching 
component. This paper studies the behavior of PDC 
measurement results and its relationship with the types of 
switching methods used. It is due to the research’s hypothesis 
which is different switching method may produce slightly 
difference of PDC measurement results. Determination of which 
is the best switching method that suit with this technique can be 
made when comparing the PDC measurement results and 
through this path, which result is more similar with the reference 
is consider as the best switching method. Two different 
switching methods will be considered in this research, which is 
HV relays and series-connected of 600V, 30A, Insulated Gate 
Bipolar Transistor (IGBT). 
 
I. INTRODUCTION 
Polarization and depolarization current (PDC) measurement 
is the time domain measurement in assessing the condition of the 
high voltage equipment likewise the return voltage measurement 
(RVM) methods. Time domain measurements based on 
polarization/depolarization current (PDC) measurement and 
return voltage measurement (RVM) has gained significant 
importance over the last ten years [1]. Amongst these two 
dielectric diagnosis techniques, the resemblances can be 
perceived in terms of its circuit in which switching circuit is 
involved. Figure 1 shows the similarities of these two different 
circuits. 
 
 
 
Figure 1. The resemblances between (a) PDC circuit and (b) 
RVM circuit (shows in dash circle) 
 
II. METHODOLOGY 
Switching Method: High Voltage (HV) Relay  
This switching method is commonly used by the previous 
researchers and also in industrial application. The advancement 
in relay technology makes a very drastic implication in 
switching world and simultaneously, the monopoly legacy in 
high voltage switching field has been made by relays. There are 
many types of relays that can be found in the market and 
different types of relay are made with specific application. For 
example, if the rating operation voltage of relays is 5kVdc, 
means it cannot be used for higher voltage than that and if the 
relays are for ‘make and brake’ load or SPDT (Single Pole 
Double Throw) means it suitable to be used as a switch between 
two terminals. Figure 2 shows basic principle of electromagnetic 
relay. 
 
 
 
Figure 2. Directional relay of the electromagnetic- 
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Figure 3. The test setup for PDC measurement before and after 
improvisation 
 
Figure 3 above shows the test setup for PDC measurement 
and the circuit has been develop to suit with the purpose of PDC 
measurement technique. Some improvisation has been done to it 
specifically in protection system even though the numbers of 
HV relay increase from 1 unit to 2 units. S1 and S2 are the 
switching component and it represents the SPDT type of HV 
relay. S2 which act as a protection circuit is arranged and 
controlled in such a way that all transient currents bypass the 
electrometer. A 2 kΩ resistor is used to avoid instantaneous high 
current through the electrometer during a possible low 
impedance faulty connection [3]. As a result, the polarization 
current can be measured with no introduced of harm to the 
electrometer. 
 
Switching Method: Series-connected IGBTs 
In this method, the difference that can be perceived from 
previous method is only on its switching component and others 
are the same. Today, there are various power semiconductor 
devices in the market since power semiconductor device 
technology has been continually developed far to get higher 
voltage/current ratings, lower conduction/switching losses, and 
easier drive. Among various power devices, the Insulated Gate 
Bipolar Transistor (IGBT) is becoming the best selection from 
low-to high-power applications because it has advantages which 
include high voltage/current rating, fast switching, and easy 
drive capabilities [4]. In this research, the IGBT used has 
600V/30A rating. Figure 4 shows the exact circuit of the series-
connected IGBTs that replace HV relay. 
 
 
 
Figure 4. Series-connected IGBT with auxiliary circuit 
 
The main problem that will be confronted is voltage 
unbalance for each device. Because of differences in IGBT-
parameters and gate-drive-circuits, a method for voltage-
balancing is needed to ensure, that each element overtakes the 
correct amount of collector-emitter voltage in the dynamic and 
static phases. Only with balanced voltages is an economical 
realization of applications with series connected IGBTs possible 
[5].  
To overcome the unbalance voltage problem on each device, 
an auxiliary circuit technique has been introduced. This circuit, 
which consists of two small capacitors, three small resistors, and 
one small diode, is attached to each device and provides an 
active gate control effect [4]. If without any presence of voltage 
balancing techniques, the risk that needs to be taken is 
destruction of the elements due to voltage and power dissipation 
stress [5]. 
 
III. RESULT AND DISCUSSION  
From both switching method that has been explained above, 
the expected result for HV relay is it will act perfectly like a 
switch as the existence of relay is for switching purpose only 
and automatically controlled by the LabVIEW software via NI 
USB-6211 (multifunction DAQ). For series-connected IGBTs, 
unbalance voltage problem on each device will be solved with a 
presence of auxiliary circuit and it can perform perfectly as a 
switch which can handle a voltage up to 1kV. Determination of 
the best switching method is depending on the PDC 
measurement result. By comparing the acquired result with the 
reference result, it may lead this research to achieve its 
objective. 
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Abstract: In the past few years some facilities of gas 
insulated substation(GIS) still occurs failures even after passing 
partial discharge test under power frequency voltage according 
to the actual operational cases in China, more effective method 
is in urgent needs. For this reason, whether the PD takes place or 
not under more kinds of strict conditions has been treated as a 
new possible proposal, i.e., amplitude, waveform, frequency, 
etc. In this paper, the measurement and analysis of PD under 
impulse voltage in GIS is investigated, and some PD 
characteristic is also presented. Different artificial defect models 
are placed into a sealed tank filled with SF6, and a MARX 
generator is used to produce high-voltage impulse waveform. 
Since PD measurement based on pulse current method is 
incapable of receiving high frequency signal and preventing 
interference, a high sensitivity and good shielding performance 
of photomultiplier tubes is used to recognize the PD spectrum 
and optical pulses. Studies have shown that spectrums of partial 
discharge in GIS under oscillating impulse voltage distribute 
mainly from 350nm to 850nm, and are often influenced by the 
electrode spacing and voltage levels. Additionally, waves in time 
domain of the light pulse and electric pulse have a good 
synchronization; the time-frequency spectrum obtained by signal 
transformation could describe the frequency characteristics of 
optical pulse in detail. 
 
I. INTRODUCTION 
Due to the reliability and compactness of GIS, it has been 
widely used in power system. For various reasons in China, i.e., 
design, manufacture, transportation and installation, the failure 
rate of GIS is highest. Because the partial discharge is an 
important method for GIS, PD measurement has applicability as 
a diagnostic tool. But some facilities still occur failures even 
after passing PD test under power frequency voltage according 
to the actual operational cases in the past few years.  
So far some studies in the world have showed that the streamer 
and leader discharges are more likely to appear in the needle-
plate type defects in GIS when the defects are under the impulse 
voltage with short-wave head and the rapid oscillating voltage, 
[1,2,3]. The CIGRE organizations proved by experiments that 
it’s more helpful for diagnosing some faults and defects i.e., 
surface defects, conducting particle defects, in GIS to conduct 
PD tests under impulse voltage than under power frequency 
voltage. However, the partial discharge pulse in GIS under 
impulse voltage of short wave head is extremely weak and 
influenced by electromagnetic interference, and the pulse current 
method is difficult to meet the measurement needs. As a non-
electrical measuring method, the optical method can effectively 
suppress electromagnetic interference, provide strong evidences 
of the presence of partial discharge signal, and create a new 
thought to study partial discharge mechanism in depth. Recently, 
some scholars have been using high-sensitivity photomultiplier 
tube to analyse the partial discharge signals in GIS under 
impulse voltage and have got some conclusions [4,5,6].  
This paper researches and analyses spectrums of partial 
discharge, time-frequency spectrums of optical pulses in GIS 
under impulse voltage by using a high sensitive and low noise 
photomultiplier tube. The waves in time domain of the light 
pulse and electric pulse are also compared. 
 
II. MATERIALS AND METHODS 
Figure 1 shows a comprehensive partial discharge 
measurement system based on optical and electrical sensors. In 
order to accurately observe the waveform of a single pulse of 
partial discharge signal, a Lecory64Mx-B oscilloscope, whose 
sampling rate is 10GS/s and bandwidth is 600MHz, was used. 
The PMT(photomultiplier tube) has a wavelength range from 
185nm to 900nm, and its pulse response time is 2.2ns. The lower 
cut-off frequency and upper cut-off frequency of the Rogowski 
coil is respectively 60kHz and 140MHz. The Rogowski coil and 
PMT are placed in two metal shielding boxes to shield the 
interference of external electromagnetic signals. 
 
 
 
Figure 1. Partial discharge detection system of GIS defect model 
under impulse voltage 
 
 III. RESULTS AND DISCUSSION  
(a) Spectrums of partial discharge in GIS under oscillating 
impulse voltage distribute mainly from 350nm to 850nm, but 
are influenced by many factors i.e., electrode spacing, 
voltage levels, defect type, etc.  
(b) Results of experiments in this research show that waves in 
time domain of the light pulse and electric pulse have a good 
synchronization. However, characteristics of the light pulse 
and that of the electric pulse are different, which may be 
caused by differences between circuit structure of PMT and 
that of Rogowski coil.  
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(c) The time-frequency spectrums of optical pulses obtained by 
signal transformation in this research accurately describe the 
frequency characteristics of optical signal of PD, reflect the 
signal changes in time-frequency plane, which provides 
references for pattern recognition of partial discharge in GIS. 
 
 
 
Figure 2. Partial discharge pulse waveform of rod-plane defect 
under oscillatory impulse voltage (Oscillatory frequency f=159 
kHz, Applied voltage Um=48.59kV) 
 
 
 
 
Figure 3. Frequency spectrum of partial discharge pulse of rod-
plane defect under oscillatory impulse voltage 
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Abstract: The measurement sensitivity of Shack-Hartmann 
type laser wavefront senor was improved by the implementation 
of microlens arrays with a long focal length of 238mm in order 
to measure 2-dimentional electron density distributions in an arc 
channel in an extinguishing phase. The sensitive sensor was 
applied to pulsed arcs in 3-mm air gap between rod-to-rod 
tungsten electrodes with a diameter of 1mm. Electron densities 
in the arc discharges with currents of several amperes were 
lower around the gap centre than near the anode and cathode.  
 
I. INTRODUCTION 
Optical measurement of 2-dimmentional electron density 
distributions in extinguishing arc channels is a promising 
method for developing highly reliable gas circuit breakers. 
However, arc discharges in an extinguishing phase do not 
always take the same discharge path. Moreover, the 
measurement sensitivity of standard optical system with 
potential of acquiring 2-dimmentional electron density 
distributions by only a single measurement is limited to 
relatively high electron densities above 1023m-3. Here, microlens 
arrays with a long focal length of 238mm were investigated and 
implemented to Shack-Hartmann type laser wavefront sensor to 
improve the measurement sensitivity by one order of magnitude. 
This paper describes electron density distributions over 
atmospheric arc channels in an extinguishing phase with low 
currents of several amperes. The experimental results obtained 
by a single measurement using a sensitive Shack-Hartmann 
sensor demonstrate the feasibility of fully understanding the 
unstable extinguishing process of atmospheric arcs.  
 
II. RESULTS AND DISCUSSION 
Figure 1. shows voltage and current waveforms of 
atmospheric arc discharges. The peak value and damping time 
constant of arc currents were 0.8kA and 25μs, respectively. The 
time when breakdowns occurred was defined as t=0s. 
Measuremnets of electron density distributionws were carried 
out at t=130μs. The arc current at t=130μs was below 10A.  
Figure. 2 shows the overall electron density distributions at 
t=130μs. The order of electron densities over the arc channels 
ranged 1022
 
to 1023m-3. The minimum detectable electron density 
and measurement error of the sensor were 3×1023m-3and 
2×1023m-3, respectively.  
The electron densities in an extinguishing phase shown in 
Figure. 2 were lower around the gap centre than near the anode 
and cathode. The higher electron densities around the anode are 
thought to be due to contamination of metallic vapour from an 
anode. On the other hand, one of the most reasonable supports 
for higher electron densities around the cathode is the electron 
emission from the cathode due to the collision of positively 
charged ions. 
 
 
 
 
Figure 2. Overall electron density distribution at t=130μs 
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In order to measure electric field strength, Kerr 
electrooptical method is very usful. The phase retardation due to 
Kerr effect is generally measured as the chage of a light intensity 
by an optical system with optical wedges. Therefore, since the 
change of the light intensity changes priodically to a given field 
strength, there are some cases that the field strength can not 
decieded in a relatively large kerr constant. 
We have investigated the measurement of electric field 
vector distributions in liquids by Kerr optical method. Recently, 
time series analysis of the electric field distribution was carried 
out. Then, in some cases, the strength was larger or smaller than 
a static value caluclated from an electrode system and an applied 
volatage. therefore, in orde to carried out experiments under 
various experimental conditions, it is neccesary to develop a 
system for measurement of more larger strength. So, we studied 
about the measurement of the high electric field strength. 
A-system shown in Fig. 1 was our ordinary measurement 
system for the measuremenr of the electric field strength. Figure 
2 shows theoretically the change of the light intensity 
corresponding to the field strength for A-system. As a sample 
liquid, Propylene carbonate (C4H6O3, Kerr constant was about 
1*10-12 m/V2) was used. If, for example, the ratio was -0.4, the 
electric field strength is either 15 kV/cm or 22 kV/cm but it 
cannot be decided. The optical system called B-system, which 
consisted of only a polarizer and an analyzer, was added to A-
system, as shown in fig.1. The ratio of light intensity obtained by 
B-system was shown in Fig.3. The ratio obtained by B-system 
changes very little when the electric field strength was less than 
10kV/cm. For more than 10kV/cm, the ratio increased linearly 
with the field strength. 
Consequently, from the ratio measured by A-system and B-
system, the electric field strength was decided by the following 
procedure. 
If the ratio obtained by A-system was negative value, the 
electric field strength was less than about 27kV/cm. And if the 
electric field strength calculated from the ratio by B-system was 
more than 15kv/cm, it was the measurement value. If the electric 
field strength by B-system was less than 15kv/cm, the field 
strength measured by A-system was the measurement value. If 
the ratio obtained by A-system was positive, the decision of the 
electric field strength would require to carrying out further case 
analysis. 
 
 
 
Figure 1. Optical system for measurement of high electric field 
strength 
 
 
 
Figure 2. Ratio of light intensity obtained by A-system 
 
 
 
Figure 3. Ratio of light intensity obtained by B-system 
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Abstract: After the first recording of luminous phenomena 
above cloud tops, obtained in 1989 by Franz et al. [1], the low-
luminosity transient optical phenomena is classified into three 
general types and they are: red sprites, blue starters and blue jets, 
elves. They all take place in the region between the cloud tops 
and the lower ionosphere. To understand these phenomena it is 
important to find out their speed of propagation. In 1995 
Wescott et al. [2] reported a newly documented type of optical 
emission, so called “Blue jets”, that appear to propagate upwards 
from the tops of thunderstorms at speeds of about 100 km/s. 
Later in 1996 Wescott et al. [3] reported a new stratospheric 
phenomenon associated with thunderstorms, which they have 
called “blue starters” and they found that the velocity of blue 
starters varies from 27 km/s up to 218 km/s. Stanley et al. [4] 
found that the initial development of sprites appears to be 
dominated by corona streamers with velocities in excess of 107 
m/s. 
In this paper the propagation speed of a laboratory discharge 
at low pressure is reported. The experiment was conducted at 
pressures ranging from 120 torr down to 10 torr, which 
correspond to an altitude from about 18 km up to 33 km above 
earth surface. This region is where blue jets and the lower part of 
the red sprites have been observed. The discharge was produced 
by applying a pulse voltage to a small electrode at one end of a 
long tube that contained unionized air at low pressures. The 
discharge tube consists of two metal electrodes placed 365 mm 
apart in a glass tube of 40 mm diameter. Total length of the tube 
is 650 mm. The glass tube is capable of sustaining a pressure of 
at least 3·10-2 mbar. The electrodes were 16 mm thick, and of 
40 mm diameter with 6 mm diameter holes in the center. By 
recording the optical emission generated by the discharge the 
propagation speed was calculated. 
A cable generator is used to produce an impulse voltage that 
is applied to the electrodes in the discharge tube, by means of a 
mechanical switchbox. The switchbox is made of copper with a 
large copper plane attached to it. The copper plane is attached to 
the grounded table at which the experiment is performed. The 
cable generator consists of a Hipotronics high voltage DC power 
supply (max 50 kV), connected through a 500 MΩ resistance to 
a 60 m long RG-8 coaxial cable with 50 Ω characteristic 
impedance. The coaxial cable is charged to the desired voltage 
in a certain time determined by the time constant of the circuit, 
with C=100 pF/m for the RG-8 cable and R=500 MΩ for the 
charging resistor. By manually triggering the mechanical switch 
in an isolated switchbox, the cable is discharged. The output 
from the cable is an impulse,mwhich looks different depending 
on the load to which it is discharged. In the case of a matched 
load, the output will be a square impulse. In the case of a 
mismatched load, multiple reflections will take place, slowly 
decreasing the output to zero [5]. A typical output with rise time 
170 μs and 1300 μs duration is shown in Figure 1. The cable was 
terminated with 500 MΩ resistances at the end. A vacuum pump 
is used to create low pressure in the tube, monitored by a Balzers 
manometer. Two optical fibers connected to photomultipliers are 
placed near the anode and cathode, detecting light from the 
discharge. At the cathode, a Pearson current probe model 2878 
with 5 ns rise time, max 400 A, measures the cathode current. 
The applied voltage pulse is measured using a Tektronix 
P6015A high voltage probe with 75 MHz bandwidth, 100MΩ 
impedance, 1000x attenuation and 40 Kv impulse maximum, at 
the anode. A four-channel LeCroy LC574AL oscilloscope (max 
1GS/s) powered by a UPS, placed in a grounded metal cabinet, 
records current, voltage and light signals simultaneously. The 
signal cables from voltage and current probes have been covered 
with an extra grounded shield to minimize noise. Voltage, 
current and optical signal cables are connected to the cabinet via 
contacts. 
In experiments at higher pressure range the cable generator 
and the switch box were replaced by Marx generator and a 
standard lightning impulse voltage with 1.2 μs rise time and a 50 
μs decay time was applied. Once the experimental set-up is 
assembled, the operation is fairly straightforward. The vacuum-
pump is used to create a stable desired pressure. The 
oscilloscope is set to simultaneously record current and light 
signals. The channel recording light from the fiber at the anode 
is set as trigger. Appropriate trigger level was chosen to -60 mV 
or -100 mV (Marx generator case). Time window was set to 100 
μs or 500 μs (Marx generator case), at a sampling rate of 1 GS/s. 
Immediately after discharging the generators visible optical 
emission appears in the tube. At very low voltages in some 
experiments there were no visual light for human eyes but the 
optical fiber could detect signal. During the experiments, the 
room temperature varied between 17 to 220C and the relative 
humidity varied between 17 to 44%. 
Figure 2 shows the optical signals measured at anode (blue 
signal) and at cathode (red signal). The result show that the 
propagation speed depends on applied voltage and pressure. 
Table 1 shows result from the experiments conducted with 
lightning impulse voltage. The speed gets faster for higher 
applied voltage. It also increases almost linearly with decreasing 
pressure. The preliminary results also show that discharges with 
low-luminosity have an average speed of about 3·106 m/s. This 
speed for prebreakdown optical phenomena exceeds more than 
1·107 m/s for faster applied impulses with higher applied 
voltage. The result found here agrees with a similar study by 
Winn [6].  
 
 
Figure 1. The applied impulse voltage. 
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Figure 2. The measured optical signals, blue at anode and red at 
cathode. 
 
Table 1. Estimated propagation speed under different pressures. 
Standard lightning impulse was applied with amplitudes 180 kV 
and 300 kV 
 
Nr. 
Pressure, 
torr 
Estimated speed, 
m/s for 180 kV 
Estimated speed, 
m/s for 300 kV 
1 120 12·106 17·106 
2 100 17·106 19·106 
3 80 18·106 22·106 
4 60 20·106 25·106 
5 40 30·106 33·106 
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Abstract: This study shows the experimental analysis of 
streamer-to-leader transition in SF6/N2 gas mixture. The 
streamer to leader transition process were observed with a streak 
camera and a framing camera. In the gas mixture, a 'leader 
precursor' was clearly observed in the transition from a streamer 
to leader. The transient change in the potential distribution along 
a surface leader propagating in the gas mixture was also 
measured with a pockels measuring system. The electric field 
and charge distributions were calculated from the measured 
potential profile. The electric field and charge distributions were 
compared with ICCD images. These results indicate that 
streamer-to-leader transition can be explained by the precursor 
model. 
 
I. INTRODUCTION 
Surface discharge on a dielectric material has a great 
influence on the insulating performance of electrical apparatuses 
and electronic devices. The phenomena of leader inception and 
propagation have been studied extensively. Precursor and stem 
models have been proposed to explain the leader transition 
process in gaseous gaps, but there still remains many things to 
be clarified for quantitative discussion.  
This paper describes the experimental analysis of streamer-
to-leader transition of positive discharge in SF6/N2 gas mixture 
with high time resolution. The streamer to leader transition 
process were observed with a streak camera and a framing 
camera (Specialized Imaging : SIM) .  
 
II. RESULTS AND DISCUSSION 
Figure 1 shows streamer-to-leader transition in SF6/N2 gas 
mixture taken with a streak camera and a digital camera. A pin-
to-plate electrode was installed in a chamber filled with SF6/N2 
gas mixture, whose mixture ratio was 1 to 4. The impulse 
voltage of 94 kV was applied. Figure 1(a) is a picture of 
overview image by a dijital camera. Figure 1(b) is its streak 
images (sweep speed is 1.46μs/9.2mm). In Figure 1 (b), streamer 
occured around at t = 150 ns, and light-emitting chanel 
corresponding “precursor” occurred at t = 600 ns, and then 
leader occurred at t = 1.2 μs.  
A surface discharge in SF6/N2 gas mixture was also 
observed. A chamber was filled with SF6/N2 gas mixture, 
whose mixture ratio was 1 to 4. The impulse voltage of 15 kV 
was applied. Figure 2(a) shows a voltage waveform, current 
waveform and capturing timing of a framing camera. Figure 2(b) 
shows framing images of streamer to leader transition taken by a 
ultra-high-speed camera (Specialized Imaging : SIM). A 
streamer propagated radially from the electrode (Frame 1), and 
two weak light-emitting channels corresponding precursors 
appeared in the streamer (Frame 2 and 3), and then subsequent 
streamers were formed at the tips of right emitting chanel 
(Frame 4), respectively. These results indicate that streamer-to-
leader transition can be explained by precursor model. 
 
 
 
Figure 1. Gas discharge in SF6/N2 gas mixture 
(a) Digital camera image (b) Streak camera image 
 
 
 
Figure 2. Surface discharge in SF6/N2 gas mixture 
(a) Voltage waveform, current waveform and capturing timing 
(1: 700 ns, 2: 200 ns, 3: 100 ns, 4:100 ns) (b) SIM pictures 
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I. INTRODUCTION 
Flashover on insulator surface in the air at atmospheric 
pressure occurs as a sequence of several processes that leads to 
the formation of a plasma channel which bridges the electrode 
gap. The main stages of the flashover are the occurrence of 
initial seeding electrons, the development of electron 
avalanches, the inception and the propagation of streamers, the 
streamer-to-leader transition, the propagation of leader, and the 
formation of a breakdown[1, 2]. The streamer-to-leader transition 
is a very critical stage of such a breakdown since the leader can 
propagate a long distance with a low increment of application 
voltage. The streamer-to-leader transition and the propagation 
process of a leader are still the object of intensive experimental 
and theoretical studies[3-6].  
In this paper, Potential distribution of residual charge under 
different positive impulse application voltage are investigated.  
 
II. EXPERIMENTAL SETUP 
The investigations are performed in a cylindrical insulator 
configuration in atmospheric air. The Schematic of experimental 
setups are shown in Figs. 1. One of the pair of ring electrodes is 
grounded and a positive 1.2/50μs standard lightning impulse 
voltage is applied to the other ring electrode so that a surface 
discharge occurs and propagates on the insulator surface. 
 
 
Figure 1. Experimental setup. 
 
III. RESULTS AND DISCUSSION 
Residual charge distributions of surface discharge under the 
application of positive impulse voltages are measured by the 
measuring system developed by the authors, and the potential 
distribution are calculated. The potential distributions of surface 
discharges under 12.5 kV, 13.5 kV, 14.5 kV, and 16 kV positive 
impulse application voltage are respectively measured.  
Under the application of 12.5 kV impulse voltage, a lot of 
blush-like streamer discharges propagate in parallel from the 
high voltage electrode. When 13.5kV is applied, an arborescent 
discharge, which corresponds to a leader discharge, propagates 
towards the grounded electrode through the streamer region. The 
stem of such discharge is regarded as the leader part and the 
filamentary discharge ahead of the leader is regarded as the 
streamer part.  
With the increase of the application voltage, more leader 
discharge occurs and develops for a longer distance. In the 
suburb of the high voltage electrode, some residual charge has 
disappeared due to the back discharge which occurred at the tail 
part of the impulse voltage.  
Potential profiles along surface discharges are extracted 
from the measured potential distribution. The potential in the 
brush-like streamer decreases almost linearly with the distance 
from the electrode and its gradient is 0.6 kV/mm. It is found that 
the potential and charge density profiles along a leader discharge 
can be divided into two parts: leader parts and streamer parts. 
The potential gradient in the streamer part increases with the 
application voltage and its value is from 1.0 to 1.2 kV/mm. In 
the leader part, it is from 0.15 kV/mm to 0.20 kV/mm and 
decrease with the application voltage. The dividing point of the 
leader and streamer is about 6 - 8 kV, which corresponds to 400 
- 600 pC/mm2. The dividing point increases with the application 
voltage. 
 
IV. CONSLUSION 
In this paper, the propagation characteristics of surface 
discharge under impulse application voltage are studied. 
Potential distributions under different application voltage are 
measured. With the increase of application voltage, the 
discharge changed from streamer discharge into leader discharge  
It is found that in the channel of the leader, the electrical field is 
very low and the conductivity is very high. At the periphery of 
the streamer zone, the electrical field is very high.  
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Abstract: Trees have been observed in two-dimensional 
specimen of silocone rubber/gel under AC voltage. Under 
certain conditions of gel, tree has been developing with bubble-
like and string-like pattern alternatively. This tree is called pearl-
chain-like tree. At first the tree developed like bubble and then a 
projection arosed like cone on the surface. After some growth, 
the tip of the cone expanded and formed bubble. This process 
was repeated and the branching started when the two cones 
formed on the surface on the bubble. The shape of three is like 
perl-chain.  
 
I. INTRODUCTION 
Development of electrical trees has been oberved to 
investgate the mechanism of the tree under various appledf 
voltages. When the silicone rubber gell was used as specimen, it 
is easy to observe the development of the tree because the 
growth speed is vely slow inder AC voltage. The stages of the 
development has been classifed into three ones:(1)Linear tree at 
1st stage, (2) The branches ioslated at 2nd stage, and (3) the 
development of selected branches at 3rd stage. The various type 
of tree has been observed by changing the fabirication 
conditions of silicone rubber; tree with no branch, spherical and 
buble one.  
In this paper, the tree developed through different type of 
silicone rubber/gel has been investigated. The perl-chain-like 
tree has been observed/ the tree consited of a series of two parts; 
bubble and string one.  
 
II. MATERIALS 
Sewing needles were used as electrode. One was a needle 
electrode for high field and another was counter electrode. The 
gap length between the electrodes was 1 or 2mm. Silicone 
rubber (Shin-Etsu Chemical Co., Ltd. KE-1935A(base body) and 
B(cross-linking agent).) was used as specimen. Degassed 
silicone rubber was poured into the space between two slide 
glasses, and was heated for 4 hours at 80 degrees C. Silicone 
rubber gel was fabricated by changing the ratio of KE-1935A 
and B. Figure 1 shows two-dimensional composite specimen of 
silicone rubber that consits of two layers.  
 
III. RESULTS AND DISCUSSION 
Figure 2 shows The tree through the twolayers of silocone 
rubber(5;1)/gel(6;1). The tree started as conventional tree from 
the tip of the needle electrode in the rubber(1;1). In the gel(6;1) 
tree developed with bubble-like and string-like pattern 
alternatively as perl-chain in gel(6;1). At first the string-like tree 
from the bubble devolped as Taylor cone in electrospinning 
system. After some growth, the tip of the cone expanded and 
formed bubble. The tree had the branches. The branching started 
from the surface of the bubble part. This phenomena is very 
important to consider the model of tree development. 
 
 
 
 
Figure 1. Composite specimen of silicone rubber/gel 
 
 
 
Figure 2. Tree through two layrs.  
Conventional tree in left-side medium(1:1) and perk-chain-like 
one in (5:1) 
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Abstract: Lightning damage to offshore wind turbine power 
plant requires an immediate action in order to avoid it from a 
stoppage for a long period. For blades placed in humid or 
polluted environment, the risk of lightning striking the blade is 
expected to be higher. The pollutant (Salt) which is transported 
through air gets deposited on the blade surface thereby reducing 
the dielectric breakdown strength of material. Wave profile and 
polarity also has an effect during discharge because of unique 
discharge formation process. In this paper, preliminary 
experiments at laboratory level were conducted to study the 
effect of pollutant deposited on a blade sample by adopting IEC 
60507 standards. Experimental results clearly shows the increase 
in deterioration of sample surface with increase in salt 
concenteration.  
 
I. INTRODUCTION 
In recent years, there is an increasing use of wind turbines 
around the world, with an output power growth in rating from 30 
kW up to 5 MW. Wind turbines are of large size, distinct shape, 
open air structures placed in often isolated, mountain regions or 
near coastal areas due to strong wind flow means that they are 
extremely vulnerable to lightning strikes [1]. Lightning can be 
classified into summer and winter lightning. These two forms 
can be further subdivided into positive and negative polarity 
respectively, the polarity being that of the charge transferred 
from the cloud to the ground. Winter lightning current has a 
much longer front time and tail time when compared to the 
summer lightning [2]. In off-shore wind power plants, most of 
the time the blades are subjected to moisture. Also soluble and 
non-soluble contaminations such as dust, sand and salt gets 
deposited on the blade surface. The deposited contaminants on 
the surface of blade form a conducting layer, thereby reducing 
the dielectric strength of the blade [3-5]. Lightning might break 
through the blade material. Hence it is necessary to study the 
effect of pollutant (NaCl) on a Glass fiber reinforced plastic 
(Basic material used in manufacturing of wind turbine blades) 
under the application of lightning impulse voltage (1.2 μs / 50 
μs) and switching impulse voltage (250 μs / 2500 μs) of positive 
and negative polarity by adopting IEC 60507 standards. 
 
II. EXPERIMENTAL SETUP 
Generated impulse voltage (Lightning/Switching) was 
applied to two aluminium electrodes in which tip is cut for 45° 
(with edges smooth) placed on the sample as shown in Fig. 1. 
The distance between the two electrodes is fixed to 10 mm. The 
size of the Glass fiber reinforced plastic (GFRP) samples used in 
the experimental studies are of 6 cm x 6 cm. Mixture of kaolin 
clay and salt were deposited on the GFRP sample with its salt 
deposition density (SDD) ranging from 1 to 11 mg/cm2. For a 
particular applied voltage, surface discharge occurs on the 
sample and in addition to that optical emission can also be seen. 
The light which is emitted during surface discharge on sample is 
collected using a multi-mode fiber (low OH multimode fiber, 
600 μm core diameter, 0.32 NA) and it is fed into a 
monochromator (190 mm,Carl Zeiss) with an NMOS linear 
image sensor (S3901 Hamamatsu). To perform neutral sodium 
atom (D-II line, 588.99 nm) emission life time studies, focused 
light during surface discharge is coupled using a multimode 
optical fiber to a sodium filter (≈ 589 nm) and photomultiplier 
tube (R562, Hamamatsu). Simultaneously flashover voltage and 
discharge current were measured using a voltage probe (Lecroy, 
EP-50k, 1000:1) and a current probe (ETS Lindgren: Model 
94111-1). 
 
 
 
Figure 1. Optical Emission Spectroscopy Technique 
 
III. RESULTS AND DISCUSSION 
Flashover voltage reduces with increase in salt deposition 
densities irrespective of wave profile and polarity. Discharge 
current increases with increase in salt deposition densities since 
the electrical conductivity of layer increases with increase in salt 
concentration. During the initiation of the surface discharge 
process, the applied voltage collapses and forms a ringing 
pattern which leads to the ringing nature of the discharge current 
profile.  
Figure. 2 shows the optical emission spectra of GFRP, 
Kaolin clay deposited on GFRP, Samples with SDD of 3 and 11 
mg/cm2. The characteristic peak, obtained in spectra of samples 
is in agreement with the NIST database [6]. Samples with 
different salt deposition densities show a significant peak at 
588.99 nm which relate to a neutral sodium atom (Na I) but 
chlorine peaks were not observed. With increase in SDD, the 
optical emission spectra of GFRP (underneath substrate) itself is 
observed representing surface damage leading to carbonization. 
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Figure 2. Optical Emission Spectra on different samples during 
positive lightning impulse surface discharge: a) GFRP. b) Kaolin 
clay deposited on GFRP. c) SDD= 3 mg/cm2. d) SDD= 11 
mg/cm2.  
 
The life time of neutral sodium (Na I) at 588.99 nm was 
estimated at 20% of the maximum emission intensity for 
lightning and switching impulse voltage profile and are listed in 
Table 1. Lifetime profile of Na I is similar to that of discharge 
current profile as shown in Fig. 3. Experimental results based on 
optical emission spectroscopy studies qualitatively is in 
agreement with the electrical discharge measurements. 
TABLE 1. Lifetime of Na I emission line at 589 nm 
WAVE PROFILE LIFETIME (μS) 
Lightning Impulse Voltage 
(1.2 μs/50 μs) 
0.8-5.8 
Switching Impulse Voltage 
(250 μs/2500 μs) 
4-18 
 
Figure 3. Lifetime profile of Na I (589 nm) for positive lightning 
impulse voltage.  
 
IV. SUMMARY 
An influence of pollutant (NaCl) on a glass fiber reinforced 
plastic, which is used in in manufacturing of wind turbine 
blades, under the application of lightning impulse voltage (1.2 μs 
/ 50 μs) and switching impulse voltage (250 μs / 2500 μs) of 
positive and negative polarity is investigated using the optical 
emission spectroscopy technique. Samples with different salt 
deposition densities (SDD) show a significant peak at 588.99 nm 
corresponding to Na I. With increase in the SDD, the optical 
emission spectra of GFRP (underneath substrate) itself is 
observed representing surface damage leading to carbonization. 
This study also indicates it is essential to develop a technique, 
such as laser assisted remote sensing technique to measure the 
salt deposition density on wind turbine blades.  
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Abstract: Mineral oil (MO) works as an important electrical 
insulation and coolant in transformer which is non-
biodegradable and nearly running out. Therefore, for sustainable 
and environmental concern, an alternative biodegradable 
insulating oil that potential to replace the mineral oil is 
introduced. In view of that, the breakdown strength properties of 
Refined Bleached Deodorized Palm Oil (RBDPO) and MO 
mixtures were investigated by varying the mixing percentage of 
RBDPO from 0% to100% at 40oC. The result shows that the 
breakdown strength of the oil mixture abruptly decline at 10% of 
RBDPO mixture and slightly increased when the ratio of the 
RBDPO is added. The highest breakdown strength achieve at 
80% of RBDPO content.  
 
I. INTRODUCTION 
Petroleum based mineral oil (MO) is widely used in 
electrical power transformers for electrical insulation and 
cooling purposes. However, the MO is a poorly biodegradable 
oil. If leak occurs, the petroleum based MO can spill out of the 
transformer tank and contaminate soil andwaterways 
Furthermore, petroleum based MO are eventually going to run 
out in the feature. Thus the replacement of the MO should be 
considered [1].  
One of the potential oil is vegatable oil. Tha vegetable oil is 
recognized readily biodegradable oil and environmentally 
friendly. Researchers are trying to replace the vegetable oil as 
insulating and cooling liquid in the transformer.  
The extensive research into the use of vegetable oil as an 
alternative transformer oil has been carried out by many 
researchers [1,2,3]. Refined, Bleached and Deodorized Palm Oil 
(RBDPO) is one of the vegetable oil that has good potential to 
be used in electric power transformer as insulating oil. Although 
the dielectric properties of the RBDPO has been carried out, 
there is also important and meaningful to know the electrical 
characteristic of the mixture of this oil with MO. Thus, this 
paper presented the investigation of breakdown characterictic of 
RBDPO and MO mixture at 40˚C.  
 
II. EXPERIMENTAL SETUP 
RBDPO were mixed into MO with the ratio 0% to 100%. 
The breakdown voltage test was conducted by BA100 
Breakdown Analyzer. The test was performed according to IEC 
60156 standards. The test cell has a volume capacity of 400 ml 
consists of mushroom electrodes with the gap of 2.5 mm. The 
specimens were heated on a hot plate and stirred at 250-300rpm 
until the temperature reach 40oC. The AC voltage with 
frequency of 50Hz was applied automatically with increasing 
rate of 2kVs-1 until breakdown occurs. The breakdown voltage 
is taken in average of six measurements with 2 minutes pause 
between consecutive breakdowns.  
III. RESULTS AND DISCUSSION 
Figure 1 shows the results of breakdown voltage as a 
function of the mixture percentage of RBDPO. The breakdown 
voltage abruptly decreases when the MO is mixed with 10% of 
RBDPO. It is slightly increased with the increasing percentage 
of the RBDPO mixture. The highest breakdown voltage achieve 
at 80% of RBDPO which is higher compared to 100% MO. The 
breakdown voltage of the oil mixture was above 30kV which 
fulfilled the IEC standard. and break the bond of oil into glycerol 
and free fatty acid [5, 6]. 
 
 
 
Figure 1. Dependence of breakdown voltage on RBDPO content 
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Abstract: Lightning is one of the spectacular natural 
phenomena which happen on the earth. More than 2000 people 
are killed worldwide by lightning each year. The lightning 
monitoring system is important in developing an early alarm 
system and also to study about the pattern of the lightning strike 
at the monitored area. The purpose of this project is to develop a 
lightning warning alarm system which can monitor and observe 
the lightning activity and will trigger the warning system 
whenever a lightning strikes at a particular area where the 
lightning detector device is installed. The lightning detection 
system will constantly sent data to PC about the lightning 
activity at that area. The monitoring system will be developed by 
using LabVIEW software. The system will give information 
about time, strength and distance of the detected lightning 
signal.  
 
I. INTRODUCTION 
Lightning happens when two massively charged cloud is 
colliding in mid air. The collision releases huge amounts of 
energy in form of light, high volt, sound, heat, and many other 
more. It also produces electromagnetic field (EMF) and 
electrostatic field (EF). Due to its very high volt, it is very 
dangerous to human’s life. It also can cause losses to 
communication equipments, power transmission line, power 
distributions system and more other expensive equipments. 
Development of a lightning warning alarm system is very 
important to monitor local lightning activity so that early 
precautions can be taken before any unexpected tragedy happen  
 
II. METHODOLOGY 
The complete process flow of this system is as in the 
flowchart in the Figure 1. This system is should operate 
according to the flow so that it will run without false and 
smoothly. As a whole, this lightning monitoring system have 3 
main parts. They are hardware part, interfacing part and the 
software part. 
 
 
Figure 1. Process flow of the system 
 
An amplifier circuit is used in this system to amplify the 
signal which is detected by the receiver as shown in Fig. 2. The 
signal is need to be amplified so that the weak signals will have 
high possibilities to be detected. This will make this detection 
and monitoring system is more efficient and reliable. This 
amplifier circuit is also consist element of protection which will 
protect the system in case of high voltage or current pass 
through the receiver system. 
 
 
Figure 2. Amplifier circuit diagram 
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The PVC housing is designed in order to cover and protect 
the copper receiver and the amplify circuit from the heating sun 
and rain. The antenna system will be placed at a location where 
have no shade and have opened air for better chance for 
detecting the lightning's EMF signal. So a durable and water 
proof housing is a compulsory in order to make this system to 
successfully operate.  
 
Interfacing  
Type of interfacing device that used for this system is the 
National Instrument USB 6212 DAQ Card with sampling rate of 
400kS/s.  
 
Software  
The development of lightning warning alarm system is not 
complete without the software part of this project, which is 
developing Graphical User Interface (GUI) by using National 
Instrument LabVIEW software. The purpose of this GUI is to 
monitor the lightning activity that happen at investigated area. 
The signal that detected by the detection system will be 
displayed at the GUI. The signal will be filtered so that only 
lightning ranged signal will be pass through the system. After 
the lightning signal is detected, the GUI will send signal so that 
the alarm is triggered.  
 
III. RESULTS AND DISCUSSION 
Electromagnetic field Detection 
From the lightning activity for 1 hour period, they are 
several successful detection for the electromagnetic field 
radiation which is captured by copper wire antenna. The 
detection details are as in Table 1. Example of the lightning 
signal that detected is as in the Figure 3.  
 
Table 1. Electromagnetic field detection, 8.30pm to 9.30pm on 
4th
 
May 2012 
 
 
 
 
 
Figure 3. Lightning signal graph for 8.39pm, 4th May 2012 
 
Distance  
The formula that used for calculate the estimation value for 
the distance the lightning occurs is the electromagnetic field to 
electrostatic field ratio. The estimated distance of the lightning 
event that occurs on 4th
 
May 2012, from 8.30pm to 9.30pm is as 
in the Table 2.  
 
Table 2. Estimated distance, 8.30pm to 9.30pm on 4th
 
May 2012 
 
 
 
IV. CONCLUSION 
A copper wire antenna, electromagnetic field detector was 
successfully developed and installed at the investigation area as 
planned. The detector was successfully detects signal during 
lightning days, interface with the software and display the 
relevant data that can be trusted on a GUI which is developed by 
using NI LabVIEW software. All the information that displayed 
in the GUI are important, such as date, time and distance of the 
lightning event. The alarm is also triggered as desired and 
suitable to be used as lightning warning alarm system.  
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Abstract: Lightning is a natural phenomenon where the 
charges generate due to cloud, air movement or other turbulence 
atmospheric condition. The lightning can occur between cloud to 
cloud, cloud to air and cloud to ground. The lightning strike 
gives a big impact in our daily life such as it will kill people and 
animal, interruption on transmission line; destroy the building 
and other electrical equipment. These problems can be managed 
by using Lightning Detection System and the location method to 
detect and locate the lightning strike. This paper introduced the 
multi-station short baseline of VHF using Time-of-Arrival 
(TOA) method. A NI-DAQ 6212 was used to connect the 
antennas to the personal computer for display and data storage 
by using LabVIEW. The azimuth and elevation angle was 
calculated to determine the location of lightning stroke.  
 
I. INTRODUCTION 
Lightning is a natural phenomenon that is of great concern to 
mankind and industry because of the detrimental impact on 
human safety, hazard and equipment failure due to AC main 
power conducting electrical transient. The lightning discharges 
produce energetic electromagnetic radiation. The quest of 
lightning distance can be solved by means of multi-station or 
single station techniques. Multi-station technique is the most 
accurate compare to the single station and several systems have 
been developed in the past decades [1].  
Lightning VHF radiation source location system has been 
developed and applied widely. Many studies were done by 
several researchers that used Time-of-Arrival (TOA) method 
and this method was successful for lightning location studies. 
This method also can provide accurate locations at long ranges 
and if the antennas are properly sited, the systematic errors are 
minimal [2].  
Multi-station has been setup for lightning detection system 
in short radius. The signals that come from the lightning strike 
will be capture by antennas and monitor from the personal 
computer. The signal then will filter, save and estimate the 
azimuth and elevation angles by using LabVIEW software.  
 
II. METHODOLOGY 
VHF short baseline broadband was used as a method to 
locate the position of the source of VHF impulse. Fig. 1 shows 
that the simplest short baseline consists of three separate 
antennas. The distance between each antenna is 10m. The 
system employed three broadband circulate flat antennas having 
diameter of 30cm each. The antennas were connected to a NI-
DAQ 6212 through coaxial cable. 
 
 
Figure 1. Multi-station short baseline 
 
In order to determine the azimuth and elevation angle, the 
third antenna is added. The first and second antennas will be the 
first baseline while the second and third antennas will be the 
second baseline. These two baselines are perpendicular to each 
other. Figure 2 shows the geometry of the perpendicular baseline 
antennas. 
 
 
 
Figure 2. Baseline geometry of the short baseline broadband 
 
III. RESULTS AND DISCUSSION 
At this part, we will explain more about the data from a 
cloud to ground lightning strike which was detected by the plate 
antennas. Figure 3 shows a typical signal captured when 
lightning occur. From this figure, we can see that the difference 
of time delay for each signal. 
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Figure 3. Lightning electromagnetic signal (dE/dt) 
 
According to a simple geometry model that has been 
developed in Figure 2, three antennas are used to determine the 
angle of azimuth and elevation by the formulation as follows [3]. 
 
 
 
(1) 
 
 
 
(2) 
 
 
Where α is the azimuth angle of radiation source, β is the 
elevation angle and C is speed of light  
Figure 4 shows time waveforms and radiation source 
location during the flash. 
 
 
(a) 
 
 
(b) 
 
 
(c) 
 
Figure 4. Radiation during a multi stroke CG flash at 14.15 pm 
on 2nd May 2012. (a) Azimuth angle versus time, (b) Elevation 
angle versus time, (c) Radiation source locations  
 
It was obvious that the flash initiated in the cloud. The 
traditional atmospheric sign convection was adopted to present 
an electric field change. So, an abrupt negative change means 
that positive charges are lowered from the cloud to the ground. 
In this meaning, Figure 4 (a) and (b) is discriminated both 
negative and positive CG strokes. Both of figures show the 
activity during 30ms. 
 
IV. CONCLUSION 
This paper describes a short baseline lightning location 
system (LLS) using time-of-arrival (TOA) technique. This 
technique was performed into two dimensional.  
From the analysis of CG multi stroke, we can conclude that 
the system works well. The system will be improved after this 
by increased the high speed of the DAQ so that it can be longer 
time to record  
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Abstract: Transmission power lines are a common source of 
ELF magnetic fields and are usually analyzed as serial lines in 
one direction. Overhead vertical-type EHV and HV double-
circuit power lines, which are generally used in Japan. In this 
paper, a special emphasis is placed on the effect of EHV and HV 
double-circuit changing their direction on the total magnetic 
field distribution.  
 
I. INTRODUCTION 
With several epidemiological studies linking extremely low 
frequency (ELF) magnetic fields with higher rates of incidence 
of cancer, there is a persistent concern in the public mind 
regarding the potential health effects of these fields[1-4]. The 
transmission power lines are the typical facility which generates 
ELF magnetic fields. There are few analyses which considered 
the phase order configuration of EHV and HV double-circuit 
line conductors to decrease magnetic fields in the vicinity of the 
ground[5].  
 
II. CALCULATION METHOD 
The transmission line model is the overhead two vertical-
type double-circuit power line, which is commonly used in 
Japan because of the limited space and reducing the construction 
cost. In this case, one double circuit is EHV and another double 
circuit is HV. Its line configuration is that a EHV vertical 
double-circuit line is placed above a HV vertical double-circuit 
line. Fig. 1 shows the power line configuration. The phase order 
of double-circuit of 154 kV is usually the same order. When we 
define it as (abc-abc), we describe the two vertical-type double-
circuit power line as (abc-abc)(abc-abc). The minimum height of 
the power line is 25 m. It is assumed in the calculations of 
magnetic fields generated by transmission line that the line 
conductors are placed in parallel with flat ground, and that the 
line conductors carry a three-phase balanced current. The 
magnetic shielding effects of the steel tower and the ground wire 
are ignored. The magnetic fields are calculated at a height of 1 m 
above the ground and are the vector sum of 3-dimensional 
magnetic field components with the phase difference among the 
line currents. Total magnetic field at a point is the maximum 
value obtained by composing the magnetic field components. 
 
 
Figure 1. Power line configurations. I275kV=224 A I154kV=90 A 
 
 
 
Figure 2. Distribution of total magnetic fields. (acb-bca)(bac-
bac) 
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Figure 3. Distribution of total magnetic fields. (acb-bca)( bac-
cab) 
 
 
 
Figure 4. Distribution of total magnetic fields. (acb-bca) (bca-
acb) 
 
III. RESULTS AND DISCUSSION 
We assume that only HV power lines change their direction 
in order to supply electric power to a load like a factory, and 
focus on the relationship between HV phase order and magnetic 
field distribution. We compare the three vertical-type HV 
double-circuit lines having different phase order. Fig. 2 shows 
the total magnetic field distributions at a 1 m above the ground 
under power lines in the case that the phase order is (acb-bca)( 
bac-bac). When HV power lines don’t change their direction, the 
maximum of the total magnetic field is 0.28 μT. When HV 
power lines change their direction, the maximum of the total 
magnetic field is 0.34 μT in the case that the phase order is (acb-
bca)( bac-bac). The magnetic field increase near the point where 
HV power lines change their direction showed in Fig. 2. In the 
case of the phase order (acb-bca)( bac-cab), the maximum of the 
total magnetic field is 0.21 μT showed in Fig. 3. It is decreased 
by 38 %. Furthermore, the maximum of the total magnetic field 
is 0.23 μT in the case of the phase order (acb-bca) (bca-acb) 
showed in Fig. 4. It is found that simple change of the phase 
order has an effect on the total magnetic field from EHV and HV 
double-circuit lines and can reduce the magnetic field.  
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Abstract: This paper presents an experimental study on 
mechanism and energy efficiency for toluene gas decomposition 
using repetitive discharges produced by polarity reversed 
voltage pulses. 300ppm of toluene with dry air is injected into a 
gap between coaxial double glass cylinders. Three kinds of 
discharge modes, surface discharge (SD) mode, dielectric barrier 
discharge (DBD) mode and hybrid (H) mode, are used for the 
decomposition test. Energy efficiency for toluene decomposition 
with 80 % removal ratio is over 10 g/kWh for SD-mode. We 
confirm that the energy efficiency can be further improved for 
DBD-mode and H mode. When a sinusoidal wave ac voltage is 
used as the voltage source, however, there is no remarkable 
difference on the energy efficiency between the three modes. 
Quantitative evaluation for by-products of toluene will be 
carried out with GC-MS analysis. Decomposition mechanism of 
toluene will be discussed on the basis of the results on the 
chemical analysis.  
 
I. INTRODUCTION 
There are many studies on application of dielectric barrier 
discharge (DBD) and surface discharge (SD) to decomposition 
of VOC (volatile organic compounds) gases. In general, a 
sinusoidal wave voltage is applied to a barrier-type plasma 
reactor because of easy control of input power into plasma. On 
the other hand, it is also known that intermittent application of 
rectangle high voltage pulse is effective way to obtain non-
equilibrium plasma. An advantage of the voltage pulse with a 
very short rise time of the order of 10-8 s over sinusoidal wave 
voltage is that the very high dV/dt at the voltage front allows to 
make higher energy electrons because the external field strength 
in a gas gap subjected to the high voltage pulse can be higher 
than that subjected to the sinusoidal wave voltage. However, 
there are few reports on DBD and SD using the pulsed power 
technique. This is because residual charges produced by the 
application of a monopolar pulse are deposited on the barrier so 
that field strength in discharge gap is strongly reduced.  
Recently, we reported an effect of polarity reversal of pulse 
voltages on NO oxidation in a barrier-type plasma reactor using 
a reciprocal traveling wave voltage pulse generator. In this 
study, we confirmed that the energy efficiency of the polarity 
reversed pulse discharge treatment was more than two times the 
energy efficiency of ac discharge treatment.  
In the present study, influence of discharge mode on 
decomposition of toluene gas is discussed using a double 
cylindrial glass reactor. In order to understand the chemical 
reaction process of the decomposition, quantitative evaluation 
for by-products of toluene will be also carried out with GC-MS 
analysis.  
 
II. EXPERIMENTAL PROCEDURE 
Fig.1 shows a general view of a plasma reactor for toluene 
removal. The reactor consist of two cylindrical glass tubes and 
electrodes. A test tube (IWAKI Co., PYREX test tube, inner 
diam. 18.5 mm, outer diam. 21mm) with tungsten winding (wire 
diam. 0.10 mm) is adjusted coaxially with a qualtz cylinder 
(inner diam. 25 mm, outer diam. 28 mm). The plasma-chemical 
reaction of toluene is caused by the discharge from the wire 
electrode in the gap space between the two glass cylinder. For 
SD-mode, a high voltage is applied between the tungsten 
winding and a grounding aluminum rod (18 mm in diam.) inside 
the test tube, so that the discharge propagates along the inner 
glass surface. In order to suppress undesirable discharges at the 
inside of the test tube, the thin layer between the glass and Al 
rod is filled with NaCl solution 
 
 
 
Figure 1. Sectional view of plasma reactor. 
 
of 3 % in concentration. For DBD-mode, the grounding 
electrode is not set inside the test tube but set outside of the 
quartz tube. Since the quartz tube is covered by the grounding 
copper mesh in DBD-mode, streamer discharge from the wire 
electrode can propagate in the gap space along the radial 
direction. Both the inner aluminum rod and the outer copper 
mesh are used for H-mode, so that a hybrid pattern between SD 
and DBD must be observed.  
The simulated VOC gas consisting of toluene (300 ppm), 
N2, (79 %) and O2 (21 %) is introduced into the reactor with a 
flowing speed of 0.4 L/min in all tests. Toluene concentration at 
the outlet of the reactor is measured by gas detecting tube 
 60 
 
 
(Gastec Co., No.122 ). In addition, the exhausted gas is taken out 
by a sampling bag for GC-MS analyisis.  
Energy efficiency for toluene decomposition [g/kWh] is 
calculated with the amount of removed toluene weight [g] and 
input energy [kWh] into the reactor. The input power into the 
reactor is calculated with the applied voltage and current 
waveforms measured by a voltage probe (Tektronix Co., 
P6015A) and a current monitor (Pearson Co. Model 2878) . The 
energy efficiency in each mode for the polarity reversed voltage 
pulse application is compared with that for a 60Hz ac voltage 
application.  
 
III. RESULTS AND DISCUSSION 
Typical waveforms of the polarity reversed voltage and 
discharge current are shown in Fig.2(a) for SD-mode, Fig.2(b) 
for DBD-mode and Fig.2(c) for H mode respectively. The 
discharge current in H-mode is highest in the three discharge 
patterns. This is because plasma volume in H-mode can expand 
due to the effect of the double grounding electrodes. The 
discharge energy calculated from the voltage and current 
waveforms is 24 mJ for Fig.2(a), 22 mJ for Fig.2(b) and 26 mJ 
for Fig.2(c). This fact suggests that the energy transform ratio 
from the stored energy in the pulse forming cable into the 
discharge energy is up to approximately 80 % for H-mode.  
The relationships between the toluene removal ratio and the 
energy efficiency for H-mode are shown in Fig.3(a) for the 
polarity reversed pulse and in Fig. 3(b) for ac 60Hz. From Fig.3, 
it can be seen that the toluene removal ratio is 90% and energy 
efficiency is 18g/kWh for the polarity reversed pulse, while 57% 
toluene was oxidized to CO or CO2. And toluene of more than 
30% is decomposed into different by-products in the dry air.  
The quantitative evaluation of the by-product by GC-MS 
analysis is now in progress.  
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(a) SD-mode 
 
 
(b) DBD-mode 
 
 
 
(c) H-mode 
 
Figure 2. Typical waveforms of the polarity reversed voltage and 
discharge current for (a) SD-mode, for (b) DBD-mode and for 
(c) H-mode. 
 
 
 
Figure 3. Relationships between the toluene removal ratio and 
the energy efficiency for (a) the polarity reversed pulse and for 
(b) ac 60Hz. 
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Abstract: This paper reports the results from a measurement 
of the breakdown time lag and space charge distribution when 
applying a high voltage DC to low-density polyethylene film. 
DC voltage is applied so that the applied field become 
+3.0MV/cm or +2.0MV/cm electric field. Space charge 
distribution is measured by a pulsed electro Acoustic (PEA) 
Method. If the sample does not breakdown in five hours, the 
measurement is terminated. The measurement is carried out for 
20 samples for each applied electric field. It is interesting to 
notice that breakdown time lag is faster under 3.0MV/cm 
applied field than under 2.0MV/cm applied field. In space 
charge measurement, a packet-like positive charge penetrated 
deeper under 2.0MV/cm than under 3.0MV/cm applied field. In 
addition, positive packet-like charge in the sample freezes for a 
long time in the case of 3.0MV/cm than the case of 2.0MV/cm. 
 
I. INTRODUCTION 
Space charge penetration into bulk of polymer insulation 
material inducing distortion in local electric field and is 
considered as the reason of breakdown of the insulation material. 
Although a lot of studies have been made, the correlation 
between space charge and breakdown is still unclear. In this 
study, breakdown time lag of low-density polyethylene (LDPE) 
under dc high voltage application for 5 hours was carried out. As 
a result, breakdown time lag of samples under 2MV/cm applied 
field was found to be shorter than that under 3MV/cm applied 
field. 
 
II. MATERIALS AND METHODS (when applicable) 
LDPE pellet (Sumitomo Chem. Co. Ltd. : Sumikasen G201) 
was blended into a rough sheet. After that, it was hot-pressed so 
that the thickness of the centre area became (measurement area) 
approximately 200μm. In order to avoid breakdown at the 
electrode’s edge, recess-type sample was prepared. Experiments 
were carried out under atmospheric pressure with temperature at 
electrode vicinity was controlled at 300C. Semicon rubber was 
used as upper electrode and evaporated-Aluminium was used as 
lower electrode. A total of 20 samples of each applied electric 
field (2.0MV/cm or 3.0MV/cm) were prepared. The experiment 
was stopped when breakdown occurs during 5 hours voltage 
application the time was recorded and plotted as Laue’s plot. 
 
III. RESULTS AND DISCUSSION 
Fig. 1 shows an example of space charge profile under (a) 
2.0MV/cm and (b) 3.0MV/cm electric field application in 
sample that did not breakdown for 5 hours. From both figures it 
is understood that packet-like positive charge penetrated into the 
bulk to vicinity of counter electrode with velocity that gradually 
decreasing. In the case of 2.0MV/cm applied field, after 80 
minutes packet-like positive charge dissappeared. On the other 
hand, in the case of 3.0MV/cm applied field, after penetrating 
close to vicinity of counter electrode, the packet-like positive  
charge seem frozen. After 270 minutes, they dissappeared. The 
packet-like positive charge penetrated deeper (closer to counter 
electrode) under 2.0MV/cm than under 3.0MV/cm applied field. 
This result is in agreements with other report[1]. 
 
 
(a) 2.0MV/cm applied field 
 
 
(b) 3.0MV/cm applied field 
 
Figure 1. Temporal changes in space charge distribution in the 
no break down sample 
 
Moreover, packet-like positive charge arrive at 100μm of 
penetration depth in 30 minutes under 2.0MV/cm and in 50 
minutes under 3.0MV/cm. This shows that penetration velocity 
of packet-like space charge is faster under 2.0MV/cm applied 
field. In all samples, during voltage application until breakdown 
and space chargemeasurement, space charge profile and 
penetration velocity of the packet-like positive charge are almost 
similar to that in fig. 1. During voltage application for 5 hours, 5 
out of 20 samples and 4 out of 20 minutes did not breakdown 
under 2.0MV/cm and 3.0MV/cm respectively. 
Figure 2 shows temporal changes in maximum electric field 
from one the sample that did not breakdown under both applied 
field. From this fig., electric field reached maximum value 
shortly after voltage application. Under 2.0MV/cm applied field, 
electric field reached maximum value of 3.8MV/cm in 30 
minutes. While under 3.0MV/cm applied field, electric field 
reached maximum value of 4.6MV/cm in 50 minutes. Ratio of 
applied field and maximum electric field is defined as electric 
field distortion rate. Electric field distortion rate is 1.9 under 
2.0MV/cm and 1.5 under 3.0MV/cm showing that the rate is 
higher under a lower applied elctric field (2.0MV/cm). After 
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distortion rate reach maximum value, maximum electric field 
decreased slower in 2.0MV/cm applied field case than in 
3.0MV/cm. This is corresponding to fig. 1 that shows the 
disappearence of packet-like positive charge at 80 minutes of 
voltage application under 2.0MV/cm and at 270 minutes of 
voltage application under 3.0MV/cm. 
Figure 3 shows Laue plot of breakdown time lag under both 
applied field. Number of samples that did not breakdown under 
3.0MV/cm in 5 hours is slightly higher than under 2.0MV/cm. 
However, it is interested to notice that samples under 3.0MV/cm 
tend to have a longer time lag to breakdown after 5 hours of 
voltage application. Under 2.0MV/cm, breakdown ocurred in 60 
to 80 minutes range in most cases while under 3.0MV/cm 
breakdown ocurred in 80 to 110 minutes range in most cases. It 
is understood that breakdown ocurred during the decrease of 
electric field value after reaching maximum value under both 
applied field. In addition, breakdown ocurred only one case 
under 2.0MV/cm in longer time range while there are 4 cases as 
such under 3.0MV/cm. This is considered to be attributed by the 
slowly decrease of distortion rate under 3.0MV/cm case as 
compares to under 2.0MV/cm case. 
 
 
 
Figure 2. Temporal change of average of the maximum electric 
field in the no breakdown sample 
 
 
 
Figure 3. Laue plot of the breakdown time lag in each of the 
applied field 
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Abstract: Lightning strike is the environmental 
phenomenon that dominates to the major factors of supplemental 
deaths as well as injury due to its extremely generous surge 
current and voltage. Many of fatalities caused by lightning have 
been reported where some of them were deaths and another 
some is able to survive by having injuries either in a short or 
long term effect; the worst is permanent injury. Since Malaysia 
is one of the countries in the world with highest lightning 
activities [24], a laudable statistics data about death and injuries 
is to increase public awareness on the danger of lightning. This 
thesis work manifests an overview, recent statistical data and 
analysis on lightning fatalities in Malaysia which includes the 
year, gender, age, status, month, state, activities and location of 
where the victim was hit by lightning. It bestows the favourable 
image to illustrate the jeopardy of lightning to the public by 
employing case study and statistical analysis based on medical 
report, blogger and newspaper. In addition, five main lightning 
injury mechanisms (direct strike, contact potential, side splash 
and ground current) were analysed using a human body 
electrical modelling. The results were presented in terms of 
current and voltage relationship across the significant part of the 
human body.  
 
1. INTRODUCTION 
Lightning usually being related with the electricity where the 
formation of lightning occur when there are discharge of the 
charged cloud to the ground. Lightning have the ability to cause 
severe electric injuries and may be seen as a result of an accident 
or in deliberate attempts at injury. This damage to the human 
body is caused by the sudden flow from the lightning strike of a 
large amount of electrical current in a range of several thousand 
amps to several hundred thousand amps.  
There are an estimated 25 million lightning flashes in the 
United States each year. Documented lightning injuries in the 
United States shows the average of lightning fatalities is about 
300 per year. For the undocumented injuries due to flaws in the 
reporting process of lightning-related occurrence, actual amount 
of lightning fatalities are likely much higher [5]. Malaysia 
likewise ranks as one of the highest countries with lightning 
injury in the world after Rwanda and Congo [24]. As 
comparison to United Stated that has the volume of 300 million 
people, the population in Malaysia is only 27 million. This 
means that, Malaysia lightning death and injuries rate is actually  
 10 times more than United Stated in the aspect of citizen 
capacity.  
2. GENERAL OVERVIEW OF LIGHTNING ACTIVITIES 
IN MALAYSIA WITH METEOROGICAL INFO 
Formation of lightning is influenced by environmental 
controls [1] for instance, geographical variations. Equator is one 
of the locations that tend to receive higher lightning flash [7]. 
Since Malaysia is located at the equator, lightning flash develops 
nearly every day due to the amount of sunshine received and 
consequently produces high vertical updrafts which generate 
cold fronts, and moist air [13].  
The intensity of lightning is getting more critical due to the 
global warming and transforming in climate [4]. It drives more 
warm and moist air due to rise of the sea surface temperature 
which was the main provocation for thunderstorm. Growing the 
number of factories and releasing chemical to atmosphere in 
Malaysia favour to high frequency of thunderstorm. In addition, 
deforestation and land clearing for development will worsens the 
‘heat islands’ effect especially in urban regions and probably 
contribute to storm cloud formation [16]. With this serious 
situation, more lightning injury and death cases can be expected 
to be occurred in Malaysia.  
Figure 2 shows the density of lightning flash in peninsular 
Malaysia including Sabah and Sarawak. Based on the colour of 
the flash scale given, Malaysia was in the range of 25 up to 4000 
thunderstorm activities. 
 
 
 
 
Figure 2. Malaysia isokeraunic map [4] 
 
Based on Figure 3, the average number of thunderstorm 
(TD) days per year in peninsular Malaysia was in the range of 
159 to 293. In contrast, TDs recorded by National Lightning 
Safety Institute (NLSI) of the US, Japan, Australia, Europe, and 
England show far fewer TD (below 70). Surprisingly, even 
lightning capital in USA, Florida has only 90-110 TDs[16]. 
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Figure 3. Thunderstorm distribution in peninsular Malaysia 
 
3. STATISTICAL DATA OF LIGHTNING FATALITIES 
IN MALAYSIA 
 
Governments are pressing the right to citizen for reporting 
lightning injuries as well as deaths case. However in Malaysia 
reliable statistics data on lightning fatalities is often difficult to 
accumulate. Apart from the completeness of medical facilities in 
each state of this country, some victim do not seek treatment at 
the time of the injury resulting medical data sources even more 
unreliable [16]. In fact, deaths are regularly better reported than 
injuries since it is mandatory [9]. Average of the lightning 
injuries was estimated about ten times the quantity of deaths 
[15]. 
 
Table 1 Lightning fatalities data in Malaysia (by month) 
 
 
 
In this study, a statistical data of lightning fatalities in 
Malaysia for the year 2004, 2006, 2007, 2008, 2009, 2010, 2011 
and early 2012 is presented. Table 1 shows that the number of 
lightning fatalities in this country is increasing yearly. Although 
the number of cases is small in 2004, 2008 and 2010, the actual 
number may be considered larger because sometime, most 
survivors do not require a hospital admission and this may affect 
statistical database which relies on the report.  
On the other hand, it appears that the number of male victim 
is higher than that of female. For 2006 and 2011, there are only 
two female victims have been recorded. 
 
 
Figure 4 Bar chart year versus gender 
 
Other than that, all the number cases were monopoly by 
male victims. The highest was in 2011 with 28 cases. Besides 
that, the primeval publications have proven the male ratio 
predominated over female’s ratio [23]. This is due to a big 
number of groups per strike. It can be explained since males are 
more exposed to the outdoor activities than female. Furthermore, 
when lightning strike (either by direct strike or indirect strike), 
many victims will get involved due to multi-point grounds 
terminations [13]. 
 
 
 
Figure 5 Pie chart ages of victims 
 
Figure 5 graphically represent the age of victims. Majority 
of lightning victims aged between 31-50 years old (38%), 
followed by maturity age (16-30 years old) which contribute to 
approximately 32 %. Despite of their age both groups are 
dominating the number of lightning fatalities in Malaysia. This 
may be due to lack of awareness among citizen on the danger of 
lightning and the appropriate safety precaution.  
This is clearly shown in Figure 6 where in most cases 
involve outdoor activities such as seeking shelter in unsafe 
places, fishing, using hand phone, planting, playing football, 
hockey game and playing golf. 
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Figure 6 Percentage of activities done by the victim during the 
incident 
 
Taking shelter outside contribute to the highest percentage 
with 29 %. Most of the victims were foreigner worker including 
Indonesian and Bangladesh where many of them work at the 
construction. Other (riding motorbike, chatting at the outside, 
selling, and archery training) dominates 19 % of the total cases. 
Fishing also has the large scale number of fatalities (17 %). This 
is probably due to the sea geographical condition which tends to 
generate higher density of moist air that will lead to the large 
lightning flash at the area.  
One of the significant factors of lightning fatalities is the 
location of lightning strike. Obviously, lightning is prone to 
strike to an open place or field. Figure 7 shows that most of the 
fatalities occur at the field (53%) followed by sea which 
accounts for about 20 %. Direct strike often occurs to people 
who are standing in the open area because lightning tend to hit 
highest object at the area. If at the field, people is the tallest 
object then that people will have higher probability to get hit by 
the lightning. However, only 3 % of the cases happened when 
victims were standing under a tree. 
 
 
 
Figure 7 Location during the lightning incident 
 
 
Figure 8 Time of the incident 
 
Figure 8 indicates the time of victims was struck by 
lightning. Most cases happened in the evening between 3.00 pm 
to 7.00pm. During this time, Malaysia usually has heavy rain 
follow by the thunderstorm especially during the monsoon 
transition. However, slightly rain also may cause to lightning 
activities. Sometimes lightning can also strike from a perfectly 
blue sky [3]. Continual sense mistakes with lightning can be 
deadly. Waiting to see or hear the first stroke of lightning means 
that we have been at risk of a direct lightning strike for 30 
minutes or more already [3]. Base on previous study, 60 % of 
injuries and fatalities occur after it seems a storm has passed.  
4. LIGHTNING INJURY MECHANISM  
 
Lightning injury may be accidental or non-accidental. 
Accidental lightning injury usually related to direct strike. 
However, non-accidental cases will occur when we do not 
realise it such as in EPR (Earth potential rise) case. When we 
was think of how lightning injuries, we always assume that it is 
due to the direct strike. However, it was shown in the previous 
research that a direct strike lightning was responsible for only a 
small percentage of lightning-related injuries with the estimated 
frequency in about 3% to 5 %, compared to other causes [7].  
Types of lightning injuries and deaths depend on many 
factors, such as intensity of the lightning current, time the 
current takes to go through our body, pathway involved and type 
of strike [21]. Obviously there are four main mechanisms of 
lightning injuries (which may lead to deaths related cases) such 
as direct strike, EPR, side splash and contact voltage is very 
significant to ascertain [5]. 
 
4.1 Direct strike  
Injury caused by direct strike happened when the victim was 
directly hit by lightning. Head entry is the most common site [5] 
and exit pathway is through the soles of the feet because in most 
cases, the victim was usually standing thus earthing him through 
the ground [21]. Figure 9 shows the clear image of exit pathway 
when someone gets injured by direct strike [21]. 
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Figure 9 Exit pathway through feet when direct strike 
 
For a given current path throughout human body, the danger 
depends mainly on the magnitude and duration of the current 
flow [23]. The rate of current directly enter the human body 
eagerly reach up to thousand amp and the standard rate of time is 
very short, that is 8/20u s [1]. According to Fish et al [8] a 
current of 20mA might bring human to fatal so human body 
could not support full strength of the current flow when was 
directly struck by lightning. Figure 10 illustrate the way of direct 
strike flash to human 
 
 
 
Figure 10 Direct strike 
 
4.2 Side splash  
Side splash can be explain when flash of lightning hit an 
object such as tree and travels partly down through the object 
before jumping to a nearby victim. Side splash also be able to 
occur from one person to another [7]. This kind of lightning 
mechanism injury splash the lightning from tall object onto 
nearby object in order to reach the ground. Current divides itself 
between the two paths in inverse proportion to their resistances. 
Resistance of the jump path and additional path is separated 
from the path to earth from the stricken object [22]. This is the 
most common lightning injury phenomenon that occurs in real 
life. The lightning is deviated to the victim from another tall 
object. Figure 11 shows the portion of flash jumps to the victim 
after strike the tree. 
 
 
 
Figure 11 Side splash mechanisms 
 
4.3 Contact voltage  
Beside direct strike and side splash another main cause of 
lightning injury is contact voltage. It occurs when a person is 
holding or touching something that can be categorize as metal 
such as weapon, umbrella and telephones poles. Lightning will 
strike this metal object, driving high current throughout the body 
of the victim due to the least resistance [21]. A voltage 
development is established on that object from the strike point to 
the ground, and the person in contact with the object is subject to 
the voltage between their contact point and the earth [22]. In the 
electrical field, electricity obligates a complete path (circuit) to 
flow and proceed. It can be observed either from theory or 
practical that there is no hazard shock without two contact points 
on the body for current to enter and exit. Figure 12 explain the 
circuit theory regarding to current flow that make human get 
shocked. Lightning current will flow from metal to the victim’s 
body in order to find the shortest way to the ground. Figure 13 
illustrate the situation of the contact voltage mechanism when 
the victim touching metal object before get shock. 
 
 
 
 
Figure 12. Shock current path through the circuit [25] 
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Figure 13 ` Contact voltage situation 
 
4.4 Earth potential rise (EPR)  
When lightning strike into the earth and travel through it, the 
voltage are set up in the ground before it jump to the people that 
walking or standing nearby the location where EPR is active [5]. 
One part of human leg contacts one voltage and another leg will 
contact a different voltage. The difference in voltage makes a 
circuit to drive current into the body. EPR strikes are less severe 
since the strength of the lightning current has been weakened by 
travelling through the ground [7]. However, for the both legs 
usually it will show severe burn as already shown in Figure 9 
above. 
 
 
 
Figure 14. Earth Potential Rise 
 
5. MODELLING HUMAN BODY AS AN ELECTRIC 
CIRCUIT 
Injuries caused by electricity usually difficult to understand 
because it is invisible and cannot be seen through naked eyes. 
Because of the great improvement of the technology, it was 
recovered that human body can be represented as an electrical 
circuit to give clear explanation of the way current go through 
the human body and how this influences the nature of injuries in 
aspect of science and engineering. During normal activity, the 
characteristic of current flow in the body are carefully controlled 
by the body system to prevent injury. However, the body also 
subjected to uncontrolled electric current such as an accidental 
electric shock which may occur under varying circumstances 
[18] for instance lightning flash. This situation is occurring 
because lightning discharges are characterized by extremely 
high voltages and currents that bring millions value of voltages 
and thousands amperes per strike. In addition, the duration of 
current pulse is very short in about milliseconds [18]. Burn and 
branching zigzag red mark will appear after the victim was 
struck by lightning due to extravagated blood.  
Human body has the resistance to allow current flow through 
its [17].The impedance in human body is the combination of two 
components consists of resistance and capacitance [1]. In 
general, skin is the main resistance for current to flow. Previous 
study state that 99% of the body’s resistance to electric current 
flow is at the skin [17]. The components for skin resistivity are 
significantly larger than for the internal resistance consist of a 
parallel resistance and capacitance of 10kΩ and 0.25μΩ [1] as 
shown in Figure 16. Basically V=IR, meaning that current flow 
is increasing with decreasing value of impedance. However, 
current that move depends on several factor such as moisture 
content, wet or dry skin, temperature and physical properties. In 
the dry skin, the tendency for electrical current to travel is 
deeper into body meanwhile if the victim is wet there will be 
tendency for electrical to flow over the surface of the body, 
causing an effect known as “flashover” [3].  
From the thermal effect aspect, when heat is produced in 
tissue as a result of shock electric, it will lead to severe burns 
through the body especially for direct current. The most familiar 
regarding to this is Ohmic heating [18]. It is more dangerous 
when current go through across the chest and may bring fatal to 
victim because it will affect the heart quickly.  
The effective way to prevent from jeopardy of electric shock 
is to keep one’s body from becoming a part of an electric circuit 
[19]. Unfortunately, lightning always find the easiest way to 
ground the flash. Usually the human body will be a part of the 
way. 
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Figure 15. Human body modelling circuit 
 
6. SIMULATION AND DISCUSION 
Table 2 and 3 shows the simulation result of lightning strike 
to human body represented by an electrical circuit. The design 
and all element’s value of equivalent circuit in Figure 16 was 
based on a model done by V Cooray and N.R.Misbah’s[1] . In 
their work, the human body modelling was injected by standard 
lightning current impulse 5kA, 8/20μs waveshape [1]. It was 
shown that victim of lightning injuries will have severe injuries 
on his face, neck and trunk areas [12].  
In our simulation, the measurement of current and voltage at 
six main point will be taken into account including head, chest, 
palm, arm, leg and foot for five lightning mechanism injury 
cases; direct strike, EPR, contact voltage and side splash. In 
order to illustrate this simulation several factors need to be 
considered during the modelling stage for all the cases. A 
structure equivalent circuit of an umbrella is designed for the 
contact voltage used as the metal object touch by the victim. In 
side splash cases, a distance between the victim and the object 
was assumed to be at 1m [7]. Meanwhile for the direct strike, the 
current was injected directly to the head. In contrast with the 
EPR, the current is injected at the foot. 
 
Table 2: Measurement of current with respect to point of interest 
(POI) for four lightning injury mechanism (LIM) 
 
 
Table 3: Measurement of voltage with respect to point of interest 
(POI) for four lightning injury mechanism (LIM) 
 
 
 
The result shown in Table 2 and 3 tabulate the value of 
currents and voltages at the six point of interest brought by 
lightning to the human body through the simulation analysis. 
During direct strike, the highest current and voltage is at the 
head and chest with 746.67A and 2.07MV, respectively. This is 
due to the tendency of lightning to strike at the tallest object. So, 
the human head will be the main target. The current then will 
flow down to the leg and foot. However, value of current for 
palm and arm is zero because the part of arm is connected to the 
ground in the human body modelling for the simulation. If not, 
the current will be floating. Although this type of lightning 
injury mechanism is rare to happen, but the value of current that 
flow through the human body can bring fatal.  
In the case of EPR, foot and leg are the targeted point hence 
receiving highest value of current and voltage. When lightning 
strikes the object such as trees, the energy travels along the 
ground surface known as ground current [21]. Anyone that 
stands near a lightning strike is highly potential to be the victim 
of ground current. Some more, the ground current has the ability 
to affect in a far distance and larger area. Typically, the current 
of lightning enter the body victim at the contact point closest 
such as foot, travels through the nervous systems and exits at the 
contact point farthest from the lightning [18]. This type of 
lightning injury mechanism might cause severe injury to the foot 
of the victim but often fatal to the livestock.  
As for side splash, the highest current is at the chest with 
373.33A. Main target to be struck by lightning in this case is at 
the chest and the current spread along the body. This occurs 
when the portion of the lightning that strikes a taller object jump 
to the near victim that have taken the shelter under a tree to 
avoid rain. In addition, the person acts as a ‘short circuit’ for 
some of energy in the lightning discharge [26]. Usually, a person 
which struck by side splash will have severe burn at the neck 
and the worst is fatal.  
While in the case of contact voltage, there are no current 
flow through the head, leg and foot. As expected, current were 
highly developed at the arm and palm with 466.58mA and 
457.81mA since the hand touches the object that was strike by 
lightning resulting current to flow through it. The potential of 
being fatal is very low because the muscular organ in the human 
body is not affected as well by the lightning current. So heart 
can be function as usual to keeps blood circulating by contacting 
rhythmically.  
 
7. CONCLUSION 
Nowadays, lightning fatalities has become major incident in 
Malaysia that cause to the injury and deaths as well. An update 
statistical data and meteorological info shows that lightning 
fatalities is increasing every year. Most lightning statistics in 
Malaysia are based on medical record and newspaper reports. 
However, a good statistical data is still not available because 
many cases that occur were left unreported especially for 
lightning injury since it is not compulsory.  
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Among four lightning mechanism injury (direct strike, side 
splash, contact voltage, EPR), EPR is the common cases that 
always happened due to high percentage of the incident around 
40% to 50%. Although direct strike usually describe as the cause 
of injury and deaths, the previous study show that there are only 
small percentage of the cases up to 5%.  
The human body that was stimulate by using P-Spice 
software with combination of resistor and storage element is to 
show the relationship of the lightning and injuries from the 
aspect of electrical field engineering. Results are found to be 
very useful in the numerical form for four main lightning 
injuries mechanism which it give easy understanding in order to 
illustrate the clear image of the risk point of interest when a 
person was strike by lightning. 
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Abstract: Nowadays power quality becomes critical issue in 
power electrical system. The connection of three-phase 
transformer through underground cables is growing fast in 
residential, commercial, industrial and rural applications. Due to 
this increasing situation, the possibilities of having a series 
connected capacitance and a non-linear inductance, prone to 
ferroresonance, become more probable. Because of that, it is 
necessary to have a general idea about what would be the best 
preventive decisions to take in order to avoid unexpected 
surprises. First of all it is necessary to have accurate model 
consist of ferroresonance then we should apply any device to 
smooth the sharp effect of it. In this paper serries compensator 
which is find into one of the FACTS devise has been applied, 
static synchronous series compensator (SSSC) to palliate 
ferroresonance.  
 
I. INTRODUCTION 
There is no doubt the enhancement of power quality and 
stability in power system is critical issues. Ferroresonance is a 
resonance situation with nonlinear inductance which is equal of 
capacitance in the network. The inductive reactance not only 
depends on frequency, but also on the magnetic flux density of 
an iron. Core coil (transformer iron- core).High overvoltage due 
to Ferroresonance can cause failures. Initially in 1920 a new 
definition of ferroresonance has been devised by Boucherot to 
illustrate the co-existing of two stable ultimate frequency 
operating points in a series resistors, capacitor circuit and 
nonlinear inductor. So we may like to control the power flow in 
a AC transmission line to (a) enhance power transfer capacity 
and or (b) to change power flow under dynamic conditions (for 
example disturbances such as sudden increase in load, line trip 
or generator outage) to ensure system stability and security. The 
stability can be affected by growing low frequency, power 
oscillations (due to generator rotor swings), loss of synchronism 
and voltage collapse caused by major disturbances such as 
ferroresonance. Power electronic based systems and other static 
equipment that provide controllability of power flow and voltage 
are termed as FACTS Controllers. It is to be noted that power 
electronic controllers were first introduced in HVDC 
transmission for not only regulation of power flow in HVDC 
links, but also for modulation to improve system stability (both 
angle and voltage). FACTS does not refer to any single device, 
but contains controllers such as SVC, Thyristor Controlled 
Series Capacitor (TCSC), Static Phase Shifting Transformer 
(SPST), and newer controllers based on Voltage Source 
Converters (VSC)-Static synchronous Compensator 
(STATCOM), Static Synchronous Series Compensator (SSSC), 
Unified Power Flow Controller (UPFC).  
 
II. RESULTS AND DISCUSSION 
Figure 1 shows the circuit and its detail such as R1, R2, 
X1, X2. 
 
 
 
Figure 1. The ATP simulated structure of circuit to investigate 
ferroresonance  
 
Table 1. Circuit Characteristic 
 
Transformer Ideal Transformer 
Type TYPE 18 
R1
 
(primary resistance) 0.4 Ohm 
R2
 
(secondary resistance) 0.6 Ohm 
X1
 
(primary inductance) 2.2 mH 
X2
 
(secondary inductance) 1.7 mH 
Non-linear inductance TYPE 96 
 
Table 1 shows the primary and secondary of resistance and 
inductance of transformer.The purpose is to exhibit of 
ferroresonance occurring in the system. 
 
 
 
Figure 2. The transformer primary voltage waveform during 
ferroresonance at switching operation 0.04 s  
 
In figure 2, the output voltage waveform during 
ferroresonance in the absence of compensator is illustrated. 
ferroresonance has a trend to produce.  
 
Table 2. Fourier series analysis during ferroresonance after 
switching operation 0.04s (initial time 0.07-final time 0.09) 
 
Harmonic Amplitude Phase Harmonic Amplitude phase 
1 2.1972 130.3 8 0.075197 -1.0574 
2 0.50337 -6.3424 9 0.070713 -0.97776 
3 0.3385 -4.7544 10 0.066737 -0.90596 
4 0.25839 -3.7921 11 0.063187 -0.84077 
5 0.21008 -3.7921 12 0.063187 -0.78119 
6 0.17746 -2.6807 13 0.57114 -0.67583 
7 0.13587 -2.0539 14 0.049925 -0.5438 
THD=62.939% 
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Table 2, shows Fourier series analysis during ferroresonance 
(initial time= 0.07, final time = 0.09). The fundamental 
harmonic amplitude is 2.1972 and all other harmonics have a 
value. The total THD reach to 62.939 % which shows that 
ferroresonance occurs and it can be predicted that this amount of 
harmonic change the topology of network.  
The compensator model is shown in figure 3, Opening times 
of switch are 1 sec 0.12 sec 0.35 sec and Closing times of switch 
are 0.35 sec 0 and 0.12 are predominated respectively. Any 
variation in opening and closing time lead to lose mitigation 
method. 
 
 
 
Figure 3. The transformer primary voltage waveform during 
ferroresonance and at last cycle by applying SSSC (initial time 
0.38-final time 0.40) 
 
 
 
Figure 4. Fourier series analysis after compensation by serise 
compensator at last cycle (initial time 0.38-final time 0.40) 
  
Figure 4, represents the harmonic analysis after 
ferroresonance in last cycle (initial time= 0.38, final time = 
0.40). 
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Abstract: This project attempts to provide instantaneous 
detection of lightning strike lightning location using the Time of 
Arrival (TOA) method of a single detection station (comprises 
of four antennas). It also models the whole detection system 
using suitable mathematical equations so as to give some 
understanding on the differences between the measured and 
calculated (theoretical) results. The measurement system is 
based the application of mathematical and geometrical formulas. 
Several parameters such as the distance from the radiation 
source to the station and the lightning path are significant in 
influencing the accuracy of the results (elevation and azimuth 
angles). The role of each parameter is examined in detail using 
Matlab. This study solved the resultant non-linear equations by 
Newton-Raphson techniques. Methods to determine the 
radiation source which include the exact coordinate of a given 
radiation source in 3-dimensions were also developed. Further 
clarifications on the cause of errors in the single-station TOA 
method and techniques to reduce the errors and are given.  
 
I. INTRODUCTION 
Nowadays, the higher the rate of urbanism and building 
construction especially in tropical areas, the bigger concern on 
the safety of facility and human beings due to lightning strikes. 
Issues related to lightning locating systems are actively being 
researched. The research is very useful for the purpose of human 
safety and for the lightning protection system. It can also benefit 
the insurance companies and weather forecast organizations. 
Step leaders propagate electromagnetic waves in the range of 
kHz-GHz within an electrical discharge [1]. There are several 
available methods to analyze and locate lightning signals such as 
the time of arrival [2], magnetic direction finding, and 
interferometry methods. One possible way to increase the 
accuracy of the location is to combine two or more locating 
methods as one measurement system [4]. A new method to 
determine the location of lightning strike with a better accuracy, 
based on the measurement of induced voltages due to lightning 
in the vicinity of an existing overhead telephone lines is 
proposed [5]. In this work, the TOA method is used for lightning 
locating due to its many advantages.  
 
II. MATERIALS AND METHODS 
The geometry of the installed antennas is shown in Figs. 1 
and 2. The system consists of four circular plate antennas. Three 
of them are placed 14.5 meter apart to form two perpendicularly 
base lines, and the fourth one is diagonally located at 75.58 
meter distance away. The antenna output signals were fed into a 
four-channel digital oscilloscope (Tektronix MSO4104) 
operating at 8-bit, 5Gs/s using three 50 m long coaxial cables 
(RG 59, 75 Ω), and one 100 m coaxial cable connected to the 
fourth antenna  
The TOA method detects the electromagnetic waves arrival 
at the antennas and computes the time difference of arrival. To 
accomplish this, the detected signals should be properly captured 
and stored. Generally, the amount of data storage involved is 
huge and costly. The sequential triggering method had been used 
to overcome the problem [3]. Various methods can be used to 
analyze the captured waves. In this work, LabVIEW based cross 
correlation technique is used to determine the time delays. The 
LabVIEW software has the advantage of low cost and short 
processing time [6].  
With the help of several geometric formulas, the azimuth 
and elevation angles of the radiation source can be determined. 
Together these angles specify the locus of the radiation source 
[7]. The 3D results can be further analyzed and examined to 
achieve more exact results [8]. This involves analyses of the 3D 
waves, application of mathematical formulas and non-linear 
equations [1].  
The Newton-Raphson and Gauss-Seidel techniques can eb 
used to solve the non-linear equations. However, some problems 
may result, such as the existence of negative coordinates.  
Genetic algorithm is another method to solve the non-linear 
equations [9]. Using this method, errors such as due to the 
interferences during wave propagation can be eliminated. 
Extinguished branches within a step leader can be a source of 
interference since their corresponding electromagnetic radiation 
signals will also be captured along the main lightning channel 
[10].  
In the modeling work, significant errors for the 
azimuth and elevation angles determination based on the TOA 
method were found. These errors are also previously reported in 
the 3D lightning locating analyses [11-14]. 
 
 
 
Figure 1. The location of 1st, 2nd and 3rd antennas. 
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Figure 2. The baseline geometry for lightning locating 
using four antennas  
 
III. RESULTS AND DISCUSSION 
Detailed discussion on data analyses of experimental results 
using Matlab and LabView are given. An example of the 
calculated coordinates of a real lightning event is shown in Fig. 
3. From the result, it can be seen that the calculated coordinates 
of lightning path are totally random. Most of the coordinates are 
distributed on the ground level and the pattern of the lightning 
path is kind of weird. The Matlab modeling of the whole 
detection system had already shown that the angles, especially 
the elevation angle, contain a significant error, and this error 
contributes to the error when it comes to calculate the x, y and z 
coordinates. 
 
 
 
Figure 3. 3D plot of obtained points 
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Abstract: Several methods exist for insulation testing, such 
as DC or AC testing method. Mostly, the users or companies are 
looking for method with less damaging on insulators and also 
light equipment is more suitable and interesting for their 
insulation testing. This paper describes a very low frequency 
method for insulation testing of machines. VLF can be best 
replaced for DC testing method because of several disadvantages 
of this method such as damaging the insulator. Since long time 
ago VLF is accepted for cable testing, however still it is not so 
common for testing insulators of machine. Actually, VLF is AC 
testing but, in very low frequency rate. Therefore, the equipment 
for testing is not heavy, large and expensive compare to AC 
testing. The article will discover the methodology to investigate 
the accuracy of very low frequency method by analyzing the 
data from experiment. The test will be done at voltage level from 
11kv to 24kv and also the rate of frequency is 0.1 Hz. Partial 
discharge (PD), tan delta (TD), current and voltage are the 
parameters that will be measured and analyzed in this method.  
 
I. INTRODUCTION 
VLF method is not a new method for testing insulators; 
actually it is used since 70’s for generator testing and cable 
testing. VLF is very low frequency in rate of 0.1 Hz or lower. 
Basically, the wave in this method is AC but with very low 
frequency output around 0.1Hz and 0.01Hz [1- 4]. This method 
is a diagnostic method for cable testing like DC method. VLF 
method is largely used after it is proven that DC method is 
destructive and will damage the solid deelectric cable and 
insulators. It is known that, there is three confirmed test voltage 
source for diagnostic testing, DC method, power frequency AC 
and very low frequency (VLF) [5]. The preferred method instead 
of DC methods is of course AC method, but there are several 
limitations for using AC method such as weight, size and cost 
[6-10]. Consider to basic physic, for capacitive load, required 
power decreases by reducing the frequency in a certain level 
voltage. On the other hand, the size and weight of power supply 
will increase when the frequency of voltage is decreased. So the 
problem of AC method will solve by VLF method. Therefore, 
VLF is the best replacement of DC method. However, it is 
primarily used for testing in cable for long time, and also it is 
suitable for testing transformers and rotating machines [4][12-
16]. 
 
 
Figure 1. Winding of megawatt motor while the rotor removed. 
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Abstract: Ferroresonance is a complex non-linear electrical 
phenomenon that can cause dielectric and thermal problems to 
the electrical equipment. Electrical systems presenting 
ferroresonant behavior are nonlinear dynamical systems. The 
ferroresonance phenomenon may take place in the case when the 
core of an inductive device becomes saturated, and its current 
flux characteristic becomes non-linear. While in the case of the 
linear resonant circuit the resonant frequency is well defined, in 
the case of the non-linear circuit the oscillations may exist at 
various frequencies, depending on many factors characterizing 
the particular case. Customary linear mathematics has problems 
to construe the ferroresonance phenomenon so it is not fully 
appropriate for the study of ferroresonance. In this work, 
ferroresonance phenomena and mitigation techniques in 
33kV/110V voltage transformers (VT) are studied using ATP-
EMTP simulation. Some mitigation techniques are simulated to 
show the proficiency of the techniques.  
 
I. INTRODUCTION 
Ferroresonance is a complex non-linear electrical 
phenomenon that can cause dielectric and thermal problems to 
the electric power equipment. The term ’ferroresonance’ has 
appeared in publications dating as far back as the 1920s, and it 
refers to all oscillating phenomena occurring in an electrical 
circuit which contains a non-linear inductor, a capacitor and a 
voltage source [1-3]. Ferroresonance does not occur customarily 
or predictably in response to a precise stimulus, hence it is 
troublesome to analyze it. The stable steady state responses are 
not unique in these systems which means more than one 
response can be gotten from the same initial circuit parameters. 
[2, 3].  
The largest electricity utility company in Malaysia, TNB 
(Tenaga Nasional Berhad, Malaysia) has had several failures of 
33kV voltage transformers (VT) in the system. This research has 
conducted physical investigations on the failed VTs which 
includes studies on the burn characteristics. The investigation 
was specifically carried out for the VT failure at PMU Kota 
Kemuning in Malaysia. The Electromagnetic Transients 
Program (EMTP) had been utilized to simulate this real system. 
The next step was to do the transient analyses in order to survey 
the effect of changes in the conditions of the system. After that 
the mitigation techniques were used to simulate the efficiency of 
using these techniques at the  system. 
 
II. POWER SYSTEM FERRORESONANCE 
A. Ferroresonance Occurrence Conditions  
Ferroresonance in a power system can result in any of the 
following conditions alone or in combination. High sustained 
overvoltages, both phase to phase and phase to ground, high 
sustained overcurrents, high sustained levels of distortion to the 
current and voltage waveforms, transformer heating and 
excessively loud noise, electrical equipment damage (thermal or 
due to insulation breakdown) and apparent mis-operation of 
protective devices.  
 
B. Essential Ferroresonance Provisions  
The following four elements are necessary for 
ferroresonance to occur. First, a sinusoidal voltage source which 
a power system generator will do quite nicely. Secondly, 
ferromagnetic inductances, these can be power transformers or 
voltage transformers. The third one is capacitance which this can 
come from installed power system capacitors, the capacitance to 
ground of transmission lines, the large capacitance of 
underground cable, or the capacitance to ground of an 
ungrounded system. Finally low resistance, this can be lightly 
loaded power system equipment, (unloaded transformer for 
example), low short circuit power source, or low circuit losses. 
[4, 5].  
 
III. MITIGATION TECHNIQUES 
Many studies have been done to identify possible 
ferroresonance mitigation methods. In this section, a number of 
ferroresonance mitigation techniques were analyzed. The 
simulation is being carried out to observe the effects of 
suggested techniques on the occurrence of ferroresonance.  
 
A. Application of Load Resistance 
Resistors can be connected at the secondary side of the 
voltage transformer to prevent or interrupt the ferroresonance 
phenomenon. This is a quite well known method of preventing 
ferroresonance whereby the resistor acts like a damping element 
to the resonant phenomenon. 
 
 B. Delta-Y Connection 
This Simulation was done to show the effect of changing Y-
Y connected voltage transformer to Delta-Y, and also Y-Delta. 
The output waveform of the Y-Y connected network will be 
simulated. 
 
C. Application of Linear Elements on the Primary 
Linear components such as resistors or inductors can be 
connected to the voltage transformer primary to prevent or 
interrupt the ferroresonancephenomenon. Simulation was carried 
out by placing linear components in parallel with the VT model. 
It was observed that placing the linear component in series to 
voltage transformer model did not help in preventing the 
ferroresonance. 
 
1. Resistor  
After connecting different resistors to the VT, the peak 
voltage dramatically decreases. 
 
2. Inductor 
Inductor was placed in parallel to the voltage transformer 
.From the results, it is clear that connecting an inductor in 
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parallel to the voltage transformer can stop the ferroresonance 
from occurring 
 
IV. CONCLUSION 
Ferroresonance has been shown to be the result of specific 
circuit conditions, and can be induced predictably in the 
laboratory. Power system ferroresonance can lead to very 
dangerous and damaging overvoltages, but the condition can be 
mitigated or avoided by careful system design. Ferroresonance is 
triggered to happen due to system disturbances such as 
overvoltages due to lightning or switching surges, voltage 
transients, supply frequency variations and etcetera.  
For the Kota Kemuning PMU in Malaysia, there was no 
record of lightning strikes nearby (from TNB Research LLS 
data), or reports of voltage transients immediately prior to the 
concerned VT failure. However, a complete data on system 
disturbances is not available and hence the possibility of 
ferroresonance occurring due to it cannot be totally eliminated.  
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Abstract: Over the recent years hybrid electric vehicles 
(HEVs) has emerged as promising technology to reduce amount 
of the green house gases. This is due to the fact that significant 
amount of the imported petroleum both in developed and 
developing countries are consumed in transportation sector. 
However, the final price of the HEVs is one of the obstacles to 
gain solid foothold in automobile markets. Therefore, this paper 
studies the cost of hybrid electric vehicles (vehicle price and 
energy cost) and benefits (less fuel consumption and harmful 
emission). A detailed model is developed in HOMER to predict 
and analyze petroleum consumption and emitted tailpipe gas. 
Two driveline technologies are considered in this study namely, 
plug-in hybrid electric vehicle and parallel HEV. Finally, results 
are compared to a typical automobile with internal combustion 
engine.  
 
I. INTRODUCTION 
On the way to achieve green transportation system, only 
electric and low-emission hybrid vehicles are promising 
technology in automobile industry to meet regulations required 
for producing environmentally friendly and efficient vehicles. 
Despite of the fact that electric vehicles are more 
environmentally friendly and triple efficient than internal 
combustion engine (ICE) , but due to reasons they have not yet 
been able to gain a solid foothold in automobile market, 
including batteries limited amount of the stored energy, low life 
cycle owing to frequent charging and discharging and lower 
provided power intensity by electric motor, as well as, being 
costly and short range of the vehicle [1].The alternative solution 
is Hybrid Electric Vehicle (HEV) which offers higher energy 
efficiency and reduced emitted gas compared to conventional 
engine vehicles and long driving range, lessen dependency to 
battery energy sourced as well as higher performance compared 
to pure electric vehicle. Hybrid electric vehicles price is highly-
influenced by varying in design topology, battery price and so 
on [2]. Hybrid vehicles, however, are greatly expensive than 
conventional cars and it mostly is due to high cost of the 
employed battery in the HEV configuration.  
Many studies and researches have been carried out on hybrid 
electric vehicles. However, most of them used different 
simulation and modelling tool such as REV, PSAT, PSCAD, 
HEVSIM, MATLAB ,ADVISOR and etc to perform their study. 
However, few study have been observed used Homer as 
analytical tool.  
 
II. HEV in HOMER 
It is tried to simulate two different topology (SHEV and 
PHEV) of the HEV in HOMER and perform sensitivity analysis 
on effective factors on HEV cost. Then results are discussed and 
compared.  
HOMER is a computer model that simplifies the task of 
evaluation of the design option for both grid-connected and off-
grid system. It is developed specifically to meet needs of 
renewable energy industry’s system analysis and optimization.  
 
Table 1. Data for selected component 
 
 Discription Value 
Battery 
Type 
Vision 
6FM2000D 
Capital Cost $11210 
Replacement $11210 
Lifetime $4000 
Load(Electric Motor) Peak Load 8-10yr 
Converters(rectifier, 
inverter and power 
electronic elements ) 
Size 50 kW 
Capital Cost 30 kW 
Replacement $1200 
Generator 
Size $800 
Capital cost 30kW 
Replacement $800 
Grid 
Two different 
electricity rate 
$400 
Night rate 6 cent 
 Engine Petrol Day rate 15 cent 
  $ 2.8-3.368 
 
Three main tasks can be performed by HOMER: simulation, 
optimization and sensitivity analysis. In the simulation process, 
HOMER models a system and determines its technical 
feasibility and life cycle. In the optimization process, HOMER 
performs simulation on different system configuration to come 
out with optimal selection. In the sensitivity analysis process, 
HOMER performs multiple optimizations under a range of 
inputs to account for uncertainty in the model inputs [3].  
This possibility is also predicted that vehicle might be 
utilized in 4 season countries. Hence, there would be two daily 
load profiles: one is for cold season that which is used only 
during noon time (11:00 am-3:00 pm) and one is for normal 
weather months. The selected component specifications are 
given in Table 3.  
 
III. RESULTS AND DISCUSSION 
In order to compare the benefit cost of the HEVs and amount 
of emitted harmful gases, two different configurations are 
modeled in HOMER. In the first modeling a series hybrid 
electric vehicle is simulated as off-grid system. Subsequently, 
plug-in HEV is modeled as grid-connected system that is able to 
charge its battery pack using grid during low electricity rate. In 
both case sensitivity analysis is performed for battery life time 
and fuel cost varying according to given data in Table 3. 
Following figures show simulation and sensitivity analysis result 
in HOMER.  
By comparing two plots in Fig. 1, it can be easily notice that 
when system is grid-connected, certain amount of the needed 
electricity is provided from gird. Consequently, in the PHEV 
system the amount of the consumed fuel is less than SHEV 
system, therefore, in result, lessen GHG produced by PHEV. 
 
  
78 
 
 
 
 
 
Figure 1. (a) Monthly average electricity production by SHEV, 
(b) Monthly average electricity production by PHEV  
 
Table 2. Compares operating cost and COE between SHEV 
and PHEV. As demonstrated, operating cost of the series HEV is 
greater than PHEV while the COE is less. The reason is, in 
PHEV topology highly cost battery is operating whereas in 
SHEV due to less participation of battery in energy generation, it 
leads to low COE in off-grid (SHEV) system. 
 
Table 2. Cost benefit comparison between SHEV and PHEV 
 
Fuel Price 
$/Lr 
Operating Cost $ COE 
PHEV SHEV PHEV SHEV 
2.8 304,798 348,683 7,426 7,797 
3.29 316,429 371,903 7,568 4,982 
3.3 316,667 371,125 7,571 4,975 
3.368 318,281 374,697 7,591 5,004 
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Abstract: This paper discusses a new analytical approach of 
reliability evaluation for wind-diesel hybrid power system with 
battery bank for power supply in remote areas. The diesel burns 
inside the engine and the combustion process causes rotational 
mechanical energy that turns the engine shaft and drives the 
alternator. The alternator in turn, converts mechanical energy 
into electrical energy. Due to highly fluctuating diesel price, 
such a system seems to be uneconomical and wasteful, 
especially in the long run if the supply of electricity for rural 
areas solely depends on such diesel generating system. This 
paper aims to analyze the potential use of hybrid wind/diesel 
energy system in remote locations. HOMER software was used 
to perform the techno-economic feasibility of wind/diesel energy 
system. The investigation demonstrated the impact of wind 
penetration, cost of energy and number of operational hours of 
diesel generators for the given hybrid configurations. Emphasis 
has also been placed on the percentage of fuel savings and 
reduction in carbon emissions of different hybrid systems.  
 
I. INTRODUCTION 
Renewable energy is the sort of energy which comes from 
natural resources such as sunlight, wind, rain, sea tides, and 
geothermal heat, which are naturally replaceable.Wind energy is 
the kinetic energy that is present in moving air; this kinetic 
energy in turn derives from the heating of the atmosphere, earth, 
and oceans by the sun.  
A Diesel power station (also known as Stand-by power 
station) uses a diesel engine as prime mover for the generation 
of electrical energy.  
In Iran these power stations are being used as emergency 
supply stations. The diesel burns inside the engine and the 
combustion process causes rotational mechanical energy that 
turns the engine shaft and drives the alternator. The alternator in 
turn, converts mechanical energy into electrical energy.Hybrid 
system is a combination of two or more alternative energy 
sources; solar power and wind power for instance.By combining 
two or more separate systems, you'll help to even out their 
characteristic peaks and valleys in power production. Solar 
panels only produce energy when they are exposed to sunlight.  
At the present time, the designer of hybrid wind energy 
systems has the choice of a number of performance simulation 
models for such systems.  
 
II. BATTERY BANK MODELING 
In order to improve the system reliability, some of the wind-
diesel hybrid systems have battery bank installed. Due to the fact 
that the wind energy fluctuates greatly with time, if the excess 
output power of turbine generator is stored in the battery, when 
the generation capacity is inadequate, the store energy in the 
battery can be used to offset the power loss.  
The figure 1 shows that the battery details of battery banking 
in the Binalood wind farm. 
 
 
Figure 1. battery detail in the Binalood wind farm 
 
III. RESULTS AND DISCUSSION 
A typical hybrid system configuration is illustrated in Figure 
2 which consists of wind turbines, diesel generators and battery 
bank. The approach proposed in this paper studies the 
performance of wind-diesel hybrid power system with battery 
bank in discrete wind speed frames on the wind speed 
distribution to obtain long term reliability indices. The battery 
charging and discharging scenario depends on the amount of 
excess wind energy while the system is in operation.  
A series of case studies based on the methodology using the 
data of an operational wind-diesel power system in the 
“Binalood wind farm” which is located in north of Iran. 
 
 
Figure 2. A typical wind diesel power system incorporating 
battery bank  
 
The objective of this research is to present such a model, 
developed for the preliminary performance prediction of simple 
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wind diesel hybrid systems. Figure 3 shows that the modeled 
hybrid system consists of one wind turbines, two identical 
diesels, battery banking. Primary 1000 KWh for load. For load 
generation and wind speed modeling, this method results in a 
time series with a specified mean, standard deviation, 
autocorrelation and specified lag, and probability density 
function. Also, a diurnal sinusoidal variation, starting at a 
specific hour, may also be imposed. 
 
 
 
Figure 3. The modeled hybrid 1 wind generator and two Diesel 
generators with 82 KWH load. 
 
 
 
Figure 4. HOMER simulation for wind source input in Binalood 
wind farm in north of Iran. 
 
This figure 4 shows that wind source input for a system with 
one wind generator and two diesel generators.the average of 
wind speed in the Binalood wind farm is 12.536 m/s. Also the 
speed of wind in each month, in the case of house load 
consumption of electrical is portrayed.In this novel about 150 
house was choosen for case study. So electricity consumption 24 
hourly in 12 month and inone year was ghathered. 
 
 
 
Figure 5. Comparison between different energy systems. 
 
Optimization results was portrayed in figure 5. So, wind 
turbine is not applied into the system.. The initial capital was 
128400 US $ and operation cost was about 103798 US $. in this 
system we have to pay 1455177 US $ As a total cost.  
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Abstract: This paper describes properties of refined, 
bleached, deodorized palm oil (RBDPO) to be used as an 
insulating liquid. There are several important properties such as 
electrical breakdown, dielectric dissipation factor, specific 
gravity, flash point, viscosity and pour point of RBDPO was 
measured and compared to the mineral oil. Experimental results 
of electrical properties revealed the average breakdown voltage 
of the sample without adding water at room temperature is 
13.368kV, however due to effect of water, the breakdown 
voltage decreased higher than that of commercial mineral oil 
(Hyrax). The flash point of RBDPO is very high compared to 
mineral oil which give possibility to be used safely as insulating 
material. However, the pour point of RBDPO is high compared 
to mineral oil. The study on the effect of water to RBDPO is still 
in progress of collecting and analyze of data.  
 
I. INTRODUCTION 
Insulation is one of the most important parts in a high 
voltage apparatus. Insulator described as a material that does not 
respond to an electrical field and completely resist the electrical 
charge flow through them. The valence electrons in insulating 
material are tightly bonded to their atoms. Therefore, it is very 
stable because the atom has tendency to stick at its valence shell.  
Practically, the true insulation does not exist. Therefore, the 
dielectric material with high dielectric constant can be 
considered as insulator. Liquid insulations are widely used in 
high voltage systems such as transformer where its function is to 
provide electrical insulation, suppress corona and arcing. This 
liquid insulator also acts as a coolant to prevent overheating of 
the transformer. The liquid insulating oil is widely used due to 
high dielectric strength, high thermal stability, low dielectric 
losses and it also can be found in low prices. Petroleum-based 
mineral oils are proposed for liquid insulator in power 
transformer because it met almost the specification to be a good 
insulator [5].  
However, the used of mineral oil give negative impact 
to the environment. This is because it can contaminate the soil 
and water when serious spill takes place. Furthermore, this type 
of oil is non-renewable source where their existence in the world 
has been reduced as the time goes by and probably it will not 
occupy our needs for the next generation.  
Therefore, due to the concern of community towards 
the environment, many researchers have been conducted to 
implement the problems.  
Many type of oil samples have been examined such as 
CPKO (crude palm kernel oil), CPO (crude palm oil), CCO 
(crude  coconut oil) and RBDPO (refined, bleached and 
deodorized palm oil) as electrical insulating material for such 
purpose [4]. Then, researchers found that the Refined, Bleached 
and Deodorized Palm Oil (RBDPO) has a potential to be an 
alternative insulating material because has a similar dielectric 
characteristics such as high dielectric strength.  
II. EXPERIMENT 
A. Sample  
The sample of RBDPO and mineral oil are used along the 
experimental process conducted. In order to observe the effect of 
water to the insulating liquid, distilled water has been added into 
the sample for 0.2, 0.5, and 1.0 ml, respectively. The used of 
distilled water is to represent the water that have been condensed 
in power transformer.  
 
B. Breakdown Voltage  
Breakdown voltage test is a part of electrical characteristic 
insulating oil to measure the strength of the insulating material 
when a high voltage been injected. The electrode of the test cell 
is adjusted to 2.50 mm according to standard (IEC60156). The 
test cell is connected to high voltage up to 100kV and raises the 
voltage 2kV/s until sparks appear means that the breakdown 
occurs.  
 
C. Dissipation Factor  
The dissipation factor of each sample is tested based on 
British Standard BS 5737-Measurement of relative permittivity, 
dielectric dissipation factor and dc resistivity of insulating 
liquids. The test cell is injected with an increasing of 2.0kV 
voltage supply. The button at the bridge equipment is pushed to 
inject the voltage supply. The circuit will completely connect. 
The dissipation factor value is recorded. 
 
III. RESULTS AND DISCUSSION 
Table 1 shows the physical and chemical properties of 
RBDO compared with other commercial mineral oil, namely 
Hyrax, Shell Diala B and Silicon oil.  
 
Table 1. Physical and Chemical Properties 
 
Sample/Test RBDPO Hyrax Shell Diala B Silicon 
SG@60/600F 0.9163 0.8815 0.9045 0.9652 
Density@1500C 915.5 880.5 903.5 955.4 
API (0) 22.98 29.11 25.03 16.51 
Viscosity (cSt) 
400C 
1000C 
47.64 10.16 9.284 37.32 
12.59 3.287 2.676 20.13 
Pour Point (0C) 9 >-30 >-30 >-30 
Flash Point (0C) 320 170 160 330 
 
Specific gravity of RBDPO is 0.9163 at 600F and it is higher 
compared to the sample of Hyrax. Lowest the specific gravity 
better the flow of oil in transformer and it facilitates convection. 
The pour point of RBDPO is 90C and much higher than the 
sample of mineral oil value of -300C. The pour point should be 
as lowest as possible to achieve a good flow of oil during cold 
environmental condition. The operation of transformer generates 
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heat which results the temperature increase in oil. However, 
when the power supply is disconnected for a long time and re-
energizing the transformer in cold condition, RBDPO can 
solidify due to it high pour point. It may cause a failure in the 
transformer due to the creation of low creep age distance or 
voids [1]. 
Fig. 1 show the dissipation factor of RBDPO compared with 
other commercial mineral oil. The result shows that the sample 
of RBDPO has a lowest dissipation factor as compared to the 
sample of mineral oil. This shows that RBDPO is a good 
insulating liquid because of its low power losses. 
 
 
 
Figure 1. Dissipation factor of the samples 
 
Fig. 2 shows the increasing amount of water injected, reduce 
the dielectric breakdown voltage of insulating liquid. The graph 
shows that although the increasing of water is small but it give a 
great impact on insulation condition.  
According to the results obtained, RBDPO shows that it 
have their own better characteristics compared to mineral oil. 
However, RBDPO shows its weakness when their breakdown 
characteristic was greatly effected due to the water. Therefore, it 
is important to ensure that the insulating liquid is in good 
condition due to their physical, chemical and electrical standard. 
 
 
 
Figure 2. Breakdown Voltage (kV) 
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Abstracts: Nowadays, the uses of addictive filler in 
polymeric insulated cable are seldom in high voltage 
engineering for purpose of electrical treeing phenomena study. 
This paper describes the effects of nanofiller on electrical treeing 
phenomena in polymer nanocomposites. The polymer 
nanocomposites consist of epoxy resin as the base polymer and 
organic-montmorillonite (OMMT) as the nanofiller. The 
influence of these nanofiller on the electrical treeing breakdown 
resistance was investigated experimentally. The quantity of 
OMMT were added in epoxy resin (ER) based on weight 
percentage (wt %) where the weight percentage used in this 
experiment are 0 wt %, and 1 wt % respectively. All the samples 
were produced for electrical tree experiment in the form of leaf-
like specimens which were categorized into two parts: non-filled 
sample (0 wt %) and filled sample (1 wt %). Sample of point-to-
plane were made and tested under 0.5 kV/s HVAC ramp voltage. 
The data of tree inception voltage (TIV) and tree breakdown 
voltage (TBV) were collected and comparative results were 
made and presented. Electrical analysis shows that the existence 
of OMMT in ER can make significant improvement as an 
electrical tree retardant.  
 
I. INTRODUCTION 
Electrical treeing is one of the main factors for the long term 
degradation of polymeric insulation under continuously 
alternating current [1]. Electrical treeing is defined as a process 
of partial discharge electrical breakdown in a solid dielectric at 
very high electric field regions [2]. There are various type of 
electrical treeing such as bushed, branched, and bush-branched.  
The usage of nanocomposites as an insulating medium are quite 
common because of its excellent in thermal, chemical, 
mechanical, and electrical properties. Currently, nanocomposites 
based on epoxy resin and nanofiller are drawn much attention to 
the researchers because they are expected to have improved over 
the pure polymer base epoxy resin.  
 
II. RESULTS AND DISCUSSION 
Table 1 shows tree inception voltage of base epoxy resin 
with the average value of TIV is 23.1 kV. While in Table 2 
shows tree breakdown voltage of base epoxy resin with the 
average value of TBV is 28.15 kV. 
 
Table 1. Tree Inception Voltage of base epoxy resin. 
 
No. of Sample Tree Inception Voltage, TIV (kV) 
1 20 
2 21 
3 22 
4 22 
5 23 
6 23 
7 24 
8 24 
9 25 
10 27 
 
Table 2. Tree Breakdown Voltage of base epoxy resin. 
 
No. of Sample Tree Breakdown Voltage, TBV (kV) 
1 24 
2 27 
3 27 
4 27,5 
5 28 
6 28,5 
7 28,5 
8 30 
9 30 
10 31 
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Abstract: Based on the concurrent optical and electrical 
measurements and microscopic observations, surface flashover 
phenomena across solid dielectric in vacuum are investigated 
deeply. A pulsed high voltage is applied to probe the 
preflashover and flashover phenomana. A generalized model is 
proposed to explain the different experimental results. It is 
considered that there are two processed are closely related the 
flashover, i.e., a process occuring in the surface layer of a 
material, and a process occuring above the sample surface. Some 
effective methods are proposed to peomote the surface electric 
withstanding strength. Finally a kind of machinable ceramics is 
developed as a novel alternative with the both advantages of 
inorganic and organic materials.  
 
I. INTRODUCTION 
Surface flashover in vacuum is a great limitation of electrical 
and electronic system, since it typically takes place on the 
surface region of an insulating material at applied electric stress 
much lower than the bulk breakdown strength of the material, 
which is closely related to multiple factors such as the applied 
waveform, the included angle between electrode and the surface, 
the elements of desorbed gas, the kinds of material, the surface 
roughness, the temperature, the gas pressure, the electrical pre-
stress and so on.  
Essentially we consider it is a kind of complicated surface 
and interface physical phenomenon. In this paper, some recent 
research works in our group are reported.  
 
II. MATERIALS AND METHODS 
Alumina and polymers are used in our investigation. Each 
sample is placed on an organic glass substrate plate, and two 
circular stainless steel slices electrodes are butted on it with a 
gap spacing of 5 mm. Each electrode is fastened under an 
organic glass bar with a stainless steel cylinder. All samples are 
carefully cleaned with absolute acetone, alcohol and distilled 
water in ultrasonic cleaner before experiments.  
Based on the concurrent optical and electrical measurements 
and microscopic observations, the research works of our group 
concentrate on the relationship between flashover and 
surface/interface condition of insulating materials.  
 
III. RESULTS AND DISCUSSION 
There are some different optical phenomena detected from 
the sample surface, and we attribute the preflashover phenomena 
to the differences between the surfaces of different insulating 
materials. The experimental results reveal that, under low 
electric field, prior to field electron emission from the cathode 
triple junction, electroluminescence phenomena occur due to the 
radiative recombination of electrons and holes injected into the 
surface states from the electrodes.  
According to the results, the phenomena mentioned above 
are related to the trapping parameters in the surface layer of a 
material. This work is a contribution to the traditional secondary 
electron emission avalanche (SEEA) model, as shown in Fig. 1. 
 
 
Figure 1. Developed model to describe flashover 
 
A novel machinable ceramic is developed for vacuum 
insulation system, which has excellent machinable performance 
and good surface electrical capability. Moreover, different 
preparation technologies with doping and hydrofluoric acid (HF) 
etching treatment were investigated. The experimental results 
show that, the glass phase on the surface of machinable ceramics 
is an important factor for the largely existing shallow traps, and 
the shallow traps bring disadvantage in the flashover 
characteristics. By eroding off the glass phase in the sample with 
hydrofluoric acid treatment, the shallow traps can be reduced, 
thus its flashover stability can be greatly improved and its 
scattering phenomenon is significantly reduced.  
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Abstract: Low-temperature plasmas generated by dielectric 
barrier discharge (DBD) style at atmospheric-pressure are used 
to study the effects of plasma on biological cells. Different 
biological cells are chosen, such as the human lymphocytes, 
Candida albicans, Gram-positive S. aureus and Gram-negative 
E. coli, etc. Both the inactivation and proliferation effects of no-
thermal plasma on the activity and function of different cells are 
revealed. It is concluded that reactive species inside plasmas 
play a major role in bacterial inactivation process. Some future 
prospects and potential uses of nonthermal atmospheric-pressure 
plasmas in the fields of biological and medical science are 
presented.  
I. INTRODUCTION 
Low-temperature plasma, or called non-thermal plasmas, 
can be easily generated with different gas discharges. Recently 
these kinds of plasmas at or near atmospheric pressures have 
received increased attention because of their emerging novel 
applications in the fields of biological and medical treatment, 
material modifications, food industry, waste gas and water 
purification and so on. Especially in micro-organisms treatment 
fields, some research results have shown very promising 
prospects in recent years.  
In this paper, some recent research works in our group are 
reported.  
 
II. MATERIALS AND METHODS 
The low-temperature plasmas (LTPs) are generated with the 
dielectric barrier discharge (DBD) style at atmospheric-pressure. 
Different high-voltage power supplies are employed, e.g., the 
repetitive pulses, power frequency and medium frequency ac 
power sources, etc. Two kinds of typical DBD plasma reactors 
are presented, i.e., the parallel-plate electrode and the coaxial 
plasma jet. The electrical and optical characteristics of discharge 
and plasma generated under different conditions are reported, 
and the effects of power sources, electrode configurations and 
gas flow rate, etc., on plasma behaviors are discussed.  
The different plasma reactors above are used to study the 
effects of plasma on biological cells. Different biological cells 
are chosen, such as Candida albicans, Gram-positive S. aureus 
and Gram-negative E. coli, human lymphocytes, etc.  
 
III. RESULTS AND DISCUSSION 
Based on the inactivation kinetics analysis, as well as the 
morphology images of the bacteria before and after plasma 
treatment, the effects and mechanisms of plasmas on the chosen 
bacteria are analyzed. Figure 1 shows the survival number of S. 
aureus cell via plasma exposure time tt different gap spacing 
(GS). The cells decrease continuously as the exposure time 
increasing, and 6 orders reduction of S. aureus is detected within 
8 seconds. After 10s plasma treatment, the S. aureus cells are 
almost killed. The experimental results demonstrate that when 
the GS is at 3mm, the inactivation effect is better than the others. 
 
 
 
 
 Figure 1. Survival of S. aureus with LTP exposure  
 
Insights into the roles of UV radiation, electric field, active 
species, and charged particles, it is concluded that reactive 
species inside plasmas play a major role in bacterial inactivation 
process.  
Remarkably, the experimental results about the effects of no-
thermal plasma on the activity and function of human 
lymphocytes in vitro culture are exciting, and some possible 
activation phenomena are discovered, which provides a possible 
way to cure malignant tumors.  
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Abstract: Ferroresonance is a complex non-linear electrical 
phenomenon that can make thermal and dielectric problems to 
the electric power equipment. Ferroresonance causes 
overcurrents and overvoltages which is dangerous for electrical 
equipment. 
 
I. INTRODUCTION 
The first published work related to ferroresonance dates 
back to 1907 and it analyzed transformer resonances. The word 
ferroresonance was firstly used by Boucherot in 1920 to describe 
a complex resonance oscillation in a series RLCcircuit with 
nonlinear inductance . Nowadays, erroresonance is a widely 
investigated event in power systems including capacitors, 
saturable inductors and low losses. That is why it is a repeated 
event in electrical distribution systems, due to the transformers 
saturable inductance and the capacitive impact of the distribution 
lines. This capacitive effect is provided by several elements, 
such as protective elements (circuit breaker grading 
capacitance), power transmission elements (conductor to earth 
capacitance, cables capacitance, busbar capacitance, coupling 
between doublecircuit lines, capacitor banks), isolation elements 
(bushing capacitance) or measurement elements (capacitive 
voltage transformers)[1-4] 
In this paper Transient analysis was chosen in order to the 
changes in the conditions purported ،by the ferroresonance 
phenomenon can be simulated. For this purpose the 
Electromagnetic Transients Program (EMTP) had been utilized 
for all the simulation work carried out in this project. 
 
II. PHENOMENA RELATIVE TO FERRORESONANCE 
Although ferroresonance is a phenomenon with high 
prediction difficulties, some phenomena related to 
ferroresonance have been provided through the years. These 
phenomena can help to identify a ferroresonant situation. Some 
of them are[4-7] : 
• Overvoltage and overcurrent 
• Loud noise (magnetostriction) 
 
 
 
Figure 1. Simulation circuit to verify transformer model of series 
RLC circuit 
• Misoperation of protective devices 
• Overheating 
• Electrical equipment damage 
• Insulation breakdown 
• Flicker 
 
III.SERIES RLC EQUIVALENT CIRCUIT 
The simulation of series RLC circuit was shown in Figure 1. 
In this section the effect of the changing the value of resistance 
in magnetiing branch (Rc) is investigated. This circuit is 
supplied by AC source peak voltage of 26.94 KV with 50Hz 
frequency. Table 1 shows the output waveform for 10MΩ of Rc 
where ferroresonance has occurred. It is clear from the table 1 
that Rc must be atleast 10MΩ for ferroresonance to occur. 
 
IV. RESULTS AND DISCUSSION 
Ferroresonance is triggered to happen due to system 
disturbances such as overvoltages due to lightning or switching 
surges, voltage transients, supply frequency variations and 
etcetera. Under normal operating conditions, no ferroresonance 
can occur since the preconditions for ferroresonance are not 
fully met. 
 
Table 1. The effect of changing the value of resistance in 
magnetizing branch for series RLC circuit 
 
Rc 
(MΩ) 
Peak Voltage At 
Transformer (kV) 
Peak Current At 
Transformer (mA) 
Frequency Of 
System (Hz) 
Ferro-
Resonance 
Before After Before After Before After  
0.001 26.943 0.0123 26944.0 8.464 50 50 No 
0.1 26.944 0.988 269.45 8.462 50 50 No 
1 26.943 8.391 27.327 8.0489 50 50 No 
10 26.943 50.667 4.517 40.547 50 50 Yes 
160 26.942 80.977 3.860 83.683 50 50 Yes 
10000 26.942 112.28 3.859 125.39 50 50 Yes 
 
However, when disturbances occur, there may be changes in the 
circuit configuration in terms of capacitance, inductance (non 
linear) and critical frequency, all of which acting together lead to 
ferroresonance. 
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Abstract: Series compensation is a means of improving the 
performance of power transmission. As the protective device, 
spark gap is installed on both sides of series capacitor. When the 
lines is struck by fault, the gap can strike the arc and discharge 
to protect series capacitors from being burned up. If the spark 
gap breakdowns, the damping circuit should limit discharging 
current. This paper discussed the influence of circuit parameters 
i.e. parallel resistance, inductance and arc resistance, on the 
discharging current. With the increasing of inductance, 
discharging current went down and the harmonic during the 
discharge oscillation decreased. Discharging current fell and 
then increased up if the parallel resistance contiued growing. 
Besides, the energy consumption of arc resistance was 
disscussed.  
 
I. INTRODUCTION 
As a means of improving the performance of transmission, 
series capacitors is widely used in the grid because of the 
positive effects provided by series compensation such as 
improving circuit voltage profile, reducing voltage fluctuations 
and higher circuit capacity. The series capacitor equipment 
typically includes the capacitors, overvoltage protection 
equipment, a bypass switch. MOA and self-sparking gap form 
the overvoltage protection of the capacitors. Self-sparking gap is 
widely used in many electric devices and experimental 
equipments, e.g. arresters and impulse voltage generators. When 
a fault occurs in the power system, the voltage across the series 
capacitors increases and the spark gap act, resulting in 
conducting the current to the parallel bypass switch or breaker 
interruptting the current. In this paper, we discuss the influence 
of damping circuit on spark gap discharging. It is helpful to 
choose the correct damping circuit parameters for reducing the 
damage and ablation of self-sparking gap device when designing 
the overvoltage protection of the capacitors.  
 
II. MATERIALS AND METHODS 
 
 
Figure 1. Schematic of damping circuit when spark gap 
discharging  
 
When the spark gap discharges, the equivalent circuit model 
is built as Fig.1. Discharging gap channel is substituted by a 
small arc resistance. Eq.(1) presents the third order differential 
equation of the equivalent circuit. The paper studies the circuit 
and builds simulation model by using Matlab and ATP-EMTP. 
 
 
 
 
 
 
 
(1) 
 
 
 
III. RESULTS AND DISCUSSION 
The paper disscusses influence of circuit parameters on the 
discharging current and the consumption of resistance parallel 
and arc resistance, i.e. WR and WRS.  
 
Table 1. Influence of inductance on the discharging current and 
the consumption 
 
 C=200μF , R=5Ω 
μH 50 100 150 200 250 300 
Im1
 
/A 22000 17525 14909 13151 11873 10899 
Im1/Ic 110 87.625 74.545 65.755 59.365 54.495 
WR
 
/J 6201 11844 15390 17730 19370 20577 
WRS/J 22698 17055 13506 11170 9529 8322 
 
 
With the inductance Lm
 
growing and a cercain capacitor C 
and resistance, the first amplitude of currrent oscillation wave 
Im1
 
goes down. For reducing the damage and ablation of self-
sparking gap device, Im1/Ic
 
should be limited below 100, Ic
 
being 
the rated current. Consumption of arc resistance WRS
 
goes down 
while that of parallel resistance WR rising. In this paper, 
influence of parallel resistance on the discharging current and 
the consumption is also been studied. If the parallel resistance 
increases, Im1/Ic decreases and then goes up, indicating there 
being the minimum current value. Besides, oscillation of 
discharging currrent waves reducs with more inductance and less 
parallel resistance.  
 
IV. CONCLUSION 
The damping circuit parameters affects the the discharging 
current and the consumption of damping circuit. More 
inductance and less parallel resistance in a certain range can 
reduce the current and the damage or ablation of self-sparking 
gap. 
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Abstract: Electrical Discharge Machining is a controlled 
process where pulsed electrical discharge is used to erode metal 
in workpiece. A number of EDM power supplies utilizing 
different topologies have been widely developed mainly for 
manufacturing micro components. Recently, a demand in micro 
machining has also extended into biomedical applications. In 
this paper a current mode flyback converter is implemented for 
micro machining biomedical component. A 
MATLAB/SIMULINK modeling technique of flyback converter 
is presented and the effectiveness of the flyback converter 
topology on machining performance is evaluated by changing 
the input voltage.  
 
I. INTRODUCTION 
Electrical Discharge Machining (EDM) is one of the earliest 
non-conventional material removal manufacturing processes. It 
is a controlled process where thermal energy is used to generate 
heat that melts and vaporizes the workpiece [1]. In EDM 
process, power supply is one of the important elements in 
providing thermal action between the electrode and the 
workpiece [2]. Since EDM has been accepted for manufacturing 
micro scale products, the important factor need to be considered 
is the level of discharge energy during machining. For good 
quality micro products produce, the discharge energy supplied 
must be reduced. It is suggested to limit the magnitude of the 
energy in order of 10-5
 
J to 10-9
 
J [3]. Previously, RC power 
supply unit is widely used in Micro EDM due to its capability of 
generating low discharge energy [4-5]. However, this power 
supply gives low material removal rate due to time to charge the 
capacitor. Thus, due to evolution in advanced power electronics 
system, a number of power supplies have been developed for 
better machining performance.  
Machining products using micro machining not only become 
one of the important methods in manufacturing industrial part, 
but has also been introduced in biomedical field. A study by 
Tamaki et al. [6] shows that EDM able to produce sufficient 
surface roughness that help in improving implant lifespan. 
Therefore, in this study a new design of power supply will be 
explored in an attempt to develop a Pulse Power Generator 
(PPG) for machining the micro pits on hip implant which reduce 
the micro crack as well as eliminated the melted stray eroded 
material.  
Now, flyback converter is the most commonly used circuit 
for low output power application. It’s simple circuit topology 
and low cost makes it widely used for low output power range 
[7]. Thus, the power supply utilizes the flyback topology 
operated in current mode is implemented in this study for Micro-
EDM application. Since EDM process requires a current source 
that can be switch on and off for very short time periods, a pulse 
is applied to the system. A MATLAB/SIMULINK modeling 
technique is employed and simulation results are provided to 
demonstrate the efficiency of the proposed flyback converter 
model.  
 
II. METHODOLOGY 
In this paper, the circuit design as shown in Figure 1 of 
Flyback converter topology is first described and the behavior 
model technique as presented in [8] is adopted. Then, a 
MATLAB/SIMULINK model of the system is implemented. 
The model is based on the mathematical representation as in Eq. 
(1)~(2) when switch Q is on and Eq. (3)~(4) when switch Q is 
off. The simulated waveform of primary side inductance current 
and output voltage were then observed by varying the input 
voltage. The input voltage is varied from 340 to 100 V. The 
simulated results are provided to demonstrated the validity of the 
proposed flyback converter model. 
 
 
 
Figure 1. Flyback converter design with magnetizing inductance 
 
 
(1) 
 
 
 
(2) 
 
 
 When switch Q is off, the state equation can be written as: 
 
 
(3) 
 
 
 
(4) 
 
 
 
III. RESULTS AND DISCUSSION 
Figure 2 shows the MATLAB/SIMULINK block diagram. 
The switching frequency is 100 kHz with 30% duty cycle. The 
input voltage was varied as 340 V, 240 V and 100 V. Figures 3-
5 show simulated results by varying the input voltage. 
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Figure 2. Sub-block diagram of the flyback converter 
 
 
 
 
 
Figure 3. Primary inductance current, ILm and Vo with Vin 
=340V 
 
 
 
 
Figure 4. Primary inductance current, ILm and Vo with Vin 
=240V 
 
 
 
Figure 5 Primary inductance current, ILm and Vo with Vin 
=100V 
 
The simulated results are compared between three different 
input voltage to verify the efficiency of machining performance 
towards changing input voltage. The waveform pattern is similar 
but the time for the system to achieve steady state is different.  
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Abstract: Pekan are located at east of peninsular Malaysia 
which that like other tropical countries which experience very 
high cloud to ground (CG) density. Many members of public has 
lack information about lightning, therefore the website are 
responsible to publish the lightning real time data at this area. 
This thesis presents the real time lightning data for Pekan which 
detected by using LD-250 Boltex lightning detection hardware 
that connected to the computer and analyze the data using 
Lightning/2000 software. LD-250 is sensor that detect lightning 
using magnetic direction finder (MDF). Data collected by 
Lightning/2000 are compared with Tenaga Nasional Berhad 
Research Sdn.Bhd (TNBR) to avoid from forecast error before it 
can be publish to the website.  
 
I. INTRODUCTION 
Lightning is a common phenomenon in Pekan region which 
located at coast of Laut China Selatan. The populations in this 
area consist of fishermen who make a livelihood from the sea 
and industrial park which exposed to damage that cause by 
lightning. A few information about lightning occurrences at this 
region might help these people to buckle up during lightning. It 
is important to understand the phenomena and characteristic of 
the lightning because lightning cannot be prevented.  
This project is to develop a website for real time lightning 
data in Pekan region. The purpose of developing this website is 
to publish real time lightning data in 50km radius from the 
sensor coordinate which is located on the rooftop of UMP FKEE 
building. This website can contribute in safety and knowledge in 
lightning to people in this region as the purpose of this project.  
Malaysia meteorological department can broadcast the 
weather information to people around, but they are not focusing 
on lightning occurrence. Even in their website not mentioning 
the location of real time lightning data which is very important 
for some factory or organization for safety purpose. By 
implementing the real time lightning data for Pekan in the 
website, people will start take a serious precaution during storm 
which might bring lightning along.  
This project is collaboration with Tenaga Nasional Berhad 
Research (TNBR) to validate the data collected by LD-250 with 
data collected by TNBR using IMPACT ESP sensor which is 
located at eight difference location in Malaysia. TNBR also 
tracking the real time lightning data and estimating fault 
location. [1]  
 
II. METHODOLOGY 
1. Software and hardware installation  
Lightning/2000 is a software tool that cans be used to 
Replay “canned” lightning archive files created by 
Lightning/2000, or when used on a system that has the Boltek 
lightning detection hardware and antenna, detect and analyze 
real-time lightning data and can be displayed both textually and 
graphically. It is able to process all available sensor information 
in real time, and thus can compute a separate location for each 
individual stroke in the flash.  
Do the backgrounds map installations for Pekan after 
finished installed the software in the computer. This software 
can display more than 300km radius of lightning in that area, but 
only 30km radius were selected as limitation area of the 
forecasting station project.  
 
2. Validation data with TNBR  
Data validation is very important to make sure all the collected 
data is accurate. The LDN has made possible detection of lightning 
in the Peninsular Malaysia in real-time. Quantitative data on stroke 
locations, time and parameters have enabled accurate estimation of 
lightning severity in Malaysia. This information which never has 
been available before has provided TNB the opportunities to be more 
scientific and quantitative in their approach when dealing with 
lightning [2]. The LDN has become an invaluable resource for TNB 
to facilitate lightning mitigation actions.  
Historical data obtained from Tenaga Nasional Berhad 
(TNB) Research, Peak discharge current, location and time. 
After several weeks of collecting data, all the collected data 
must be validate with lightning TNBR before proceeding to the 
next step. Once the data had been validate, analyze on 
comparison between data and find the error percentage. Only 
accurate data will be publishing in the website. 
 
3. Data publishing  
Publishing data into the website include the process of:  
i. Domain registration - Register the domain name using 
lightningpekan.com which is the address and foundation of 
the website. 
ii. Web development scripts - The purpose of the scripts is to 
grab the Lightning/2000 data and display it and graph it on 
the web browser. Use Ajax tools for JavaScript to updates 
the data every minute so we don’t need to refresh the page to 
get new data. 
iii. Write custom summary language scripts - Write the custom 
summary scripts that control the behavior of system 
programs. In Lightning/2000, the scripting language is 
already provided during the installation but can be edited 
depends on what condition we want to display on the 
website. The custom summary script must be save in text file 
and give it a place to store the outputted data.  
iv. Data uploading - This is the process of sending data from a 
local system to a remote system which is a server. Use file 
manager in control panel to upload data from 
Lightning/2000 into the website. The entire database 
uploaded must be in the required file format so that it can be 
generate properly in the website.  
 
III. RESULT AND ANALYSIS  
1. Data validated with TNBR  
Data collected by Lightning/2000 are validate with TNBR 
lightning data by comparing the lightning amplitude and time 
occurrences of each lightning. Since LD-250 sensor cannot 
identify the type of stroke, all collected data in Lightning/2000 
for the amplitude are positive. Table 1 shows the validation data 
for March 2012. 
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Table 1. Validation data with lightning TNBR 
 
2. Website (http://lightningpekan.com/aninoquisi/wxl2k.php)  
Data was successfully uploaded to the website through file 
transfer protocol from Lightning/2000. Real time lightning 
display will automatically update every 60 second. Lightning 
map information is also provided for more detail information 
about the lightning occurrences. 
 
Figure 1. Real time lightning display on website 
 
Daily strokes data are also publish in the website with flash, stroke 
and noise rating. The graph at the bottom of the page indicates the 
total flash in last 60 minutes.  
 
CONCLUSION 
The lightning website enable the reader to estimate the lightning 
occurred for their particular locations. Factories and building around 
Pekan will be more aware of the lightning strikes. It is important to 
understand the phenomena and characteristic of the lightning for 
mitigation of lightning related problems. 
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Abstract: A surface potential measuring system was 
developed by utilizing Pockels sensor for measuring the 
potential distribution on the stress grading (SG) system of form 
wound motor coils. The spatial resolution of the system is 5 mm, 
and the system has a broad frequency response up to GHz-range. 
With this system, the surface potential distributions on a model 
bar coil were measured under the applications of 50 Hz-
sinusoidal, 1 kHz-sinusoidal and 1 kHz-rectangular AC voltages 
of 10 kVp. The The maximum potential gradient on the model 
bars under each cinditon were 0.34 kV/mm, 0.41 kV/mm and 
0.48 kV/mm, respectively. The surface temperature of the model 
bar was also observed by an infrared camera and it turns out that 
the temperature on the end of the CAT, where the electric field 
tends to concentrate, increases under higher frequency field. 
 
I. INTRODUCTION 
The importance of inverter fed drives to control high voltage 
motors has been increasing for energy saving and high 
efficiency recently. However, these drives using pulse width 
modulation (PWM) whose voltage waveform contains high 
frequency components, so the SG system to be less effective in 
linearizing the voltage along the coil surface. In such a case, the 
concentration of capacitive currents creates local heating of the 
insulation material, resulting in the acceleration of the thermal 
aging [1].  
The experimental information on the potential distribution of 
such SG system under the application of PWM voltage is 
essential for advanced designing of end-winding insulation 
system. However, it is difficult to apply a conventional 
electrostatic probe to the surface potential distribution 
measurement of such SG system due to the limitation of the 
response time.  
In this study, a surface potential measuring system is 
developed utilizing Pockels sensor in longitudinal mode and 
applied it to the potential distribution measurement on the SG 
system of a model bar-coil.  
 
II. MEASUREMENT METHOD 
One model bar-coil was designed and fabricated in reference 
to a form wound actual motor coil. The test voltages were 
applied between the strand conductors and the mock stator core. 
The BGO Pockels crystal was set 1mm away from the model 
coil and the  
 
 
Figure 1. Potential distribution on model coil 
 
induced potential on the BGO was monitored by moving the 
model coil along a longitudinal direction. Then, from the sensor 
output, the surface potential on the measuring object is inversely 
calculated. For the detailed test principle, see Ref [2].  
 
III. RESULTS AND DISCUSSION 
Figure 1 shows the potential distribution of the model coil 
under each condition when the values of the electric field 
maximize. The potential starts to increase sharply from the 
grounded level around at y = 45 mm, which is the center of the 
region where SGT and CAT are overlapped. The maximum 
potential gradient were 0.34 kV/mm, 0.41 kV/mm, and 0.48 
kV/mm under 50 Hz-sinusoidal, 1 kHz-sinusoidal and 1 kHz-
rectangular AC voltages, respectively. In addition, the surface 
temperature of the model bar was also monitored by a infrared 
camera. It was confirmed that the SG system becomes less 
effective and electric field tends to concentrate on the end of the 
CAT under higher frequency field, resulting in the surface 
temperature increase.  
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Abstract: High-temperature Superconducting (HTS) cable 
systems are expected to be a solution for improving the power 
grid. For insulation testing it is necessary to consider a partial 
discharge (PD) which is generated in butt gaps of the insulation 
layers. The electrical insulation system of HTS cables consists of 
liquid nitrogen (N2(l)) and polypropylene laminated paper 
(PPLP). N2(l) cooling system is installed in the power system 
and N2(l) will flow through the cables after their installation in 
the system. Filling the HTS cable with N2(l) in order to perform 
pre-shipment inspection is costly for cable manufacturers. 
Therefore, they are trying to find a cost effective method for pre-
shipment inspections. One alternative is to use high pressure 
gaseous nitrogen (N2(g)) instead of N2(l) for pre-shipment 
inspections. This article discusses PD characteristics such as 
partial discharge inception field (PDIE) and partial discharge 
elimination field (PDEE) in a butt gap of HTS cables in high 
pressure N2(g) composite insulation. The results are compared 
with PD characteristics in N2(l)/PPLP to find the difference 
between insulation material in PD characteristics.  
 
I. INTRODUCTION 
N2(l)/PPLP composite is adopted in the electrical insulation 
system of HTS cable because of their high insulation strength 
and low dielectric loss. N2(l) coolant will flow through cable 
after its installation in power system.[1] Before the shipment of 
cables, pre-shipment insulation test is usually performed in the 
manufacturer. For the HTS cable, inserting N2(l) through HTS 
cable by intention to perform pre-shipment inspection is not 
economically efficient and it is necessary to use more cost 
effective method for pre-shipment inspection.  
From the above background, the authors have focused on the 
alternatives such as inspection method in N2(g) instead of in 
N2(l).[2] In this paper, therefore, the PD characteristics not only 
of N2(l)/PPLP insulation system but also in N2(g)/PPLP 
isulation system are investigated.  
 
II. MATERIALS AND METHODS 
Q-V characteristics are measured under 0.1MPa to 0.3Mpa  
 N2(l) and 0.1MPa to 1.0MPa N2(g) environment with not only 
cable models but also sheet models, where three PPLP papers 
are piled and a hole simulating a butt gap is puctured on the 
middle paper. PDIE and PDEE for each sample were obtained 
from Q-V characteristic with increasing the application voltage 
and from that with decreasing the application voltage, 
respectively.  
 
II. RESULTS AND DISCUSSION 
Figure 1 shows the relation between PDIE and PDEE in 
N2(g) and those under 0.3MPa-N2(l). For any gas pressure, 
PDIE and PDEE in N2(g) are linearly correlated with those in 
N2(l), that is, PD characteristics in N2(l) can be estimated from 
the values in N2(g). In Fig. 1, regression line for each gas-
pressure also plotted and its slope increases with the pressure of 
N2(g). PDIE and PDEE in 1.0MPa N2(g) are approximately half 
of those in 0.3MPa N2(l). It indicates that if the inspection test is 
conducted in 1.0MPa N2(g) with the same applied voltage with 
that in 0.3MPa N2(l), it is roughly twice as severe as that in 
N2(l). 
 
 
 
Figure 1. Comparison of PDIE, PDEE under N2(l) and N2(g) 
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Abstract: This paper presents a research on the data 
transmission sytem of the REFM sensors. The main function of 
the proposed system is to transmit data from sensors and a 
computer wirelessly. For this purpose, microcontrollers and 
GSM modules are used to send the information from REFM 
sensors using GPRS technology. The information will be stored 
in a computer in data centre building for observation and 
analysing purpose.  
 
I. INTRODUCTION 
Lightning strike represented as one of the most important 
causes of deaths, injuries and property damage from 
environmental phenomena. Malaysia, a country with high 
atmospheric humidity and solar heating, result in higher 
lightning strike density. Kuala Lumpur, the country capital city 
is ranked fifth in the world with its high lightning strike density 
[1]. In addition, a typical lightning strike is able to last more than 
1 (one) second, and plenty of discharges occurred within the 
second. Therefore, both electrical and magnetic induction will 
occur even in significant distance from the strike location [2]. 
Magnetic coupling from lightning strike can induce high voltage 
surge to conductors and cause damages to devices. While the 
electric fields generated before lightning strike can go up to 
approximately 500 kV/m within 100 m range of strike [3].  
Thus, a specialized device for instance Rotating Electric 
Field Mill, (REFM) is needed to measure the atmospheric 
electric field and to predict time of lightning storm. REFM is 
electro-mechanical device which measures the relative strength 
of an electric static field.  
The REFM sensor, normally, will be installed in open area 
which is far from the data centre building. For that reason, in 
order to collect, record, and analyse the magnitude of 
atmospheric electric field from REFM sensor, a transmission 
system is required to send the data.  
There are mainly two types of data transmission methods, 
which are wired and wireless. For this work, wireless had been 
selected over wired technology due to the coverage range and 
mobility. Since most of the sensors located far apart in remote 
areas, global system for mobile communication (GSM) is the 
most suitable technology to be applied.  
GSM network is on the market for a long time and it is 
offering varieties of features and having users of more than 5 
billion people, more than 80% of earth population [5][6]. In 
addition, GSM is offering low cost ownership and worldwide 
coverage as this technology has been existed for more than 20 
years [6]. However, GSM has several shortcomings, which it is 
unable to perform transmitting and receiving data concurrently 
and the unsatisfactory real-time ability [7].  
With the shortcoming of the 2G network, then it further 
develop into 2.5G, which is the GPRS network. GPRS is a 
packet data technology based on GSM that support both Point-
to-Point Protocol, PPP and Internet Protocol, IP, it provide a 
shorter time for internet service provider connections and the 
charging will be based on amount of data sent instead of 
connection time. With the added packet-switching protocols, it 
will break the voice or data information into packets which only 
few kilobytes each. Then based on addressing data within 
packet, the information will be routed by network between 
different destinations. As compare to GSM, GPRS has high 
transmission rate, ability to transfer real-time data, supporting 
internet protocol, IP and having the ability to access the internet 
[15].  
Therefore, in this paper a wireless network data acquisition 
system using GPRS is advances. GPRS is a packet data 
technology based on GSM that support both Point-to-Point 
Protocol (PPP) and Internet Protocol (IP). In addition, GPRS has 
high transmission rate,ability to transfer real-time data [7]. By 
uisng this technology data collected from remote sensors could 
be transmitted a computer in data centre that is connected 
internet with a fix IP address.  
The objectives of this research are to develop an interface 
between REFM sensor and GSM module as well as to develop 
database system and an observation website. 
  
II. HARDWARE AND SOFTWARE DESIGN 
a. Hardware design and development  
The hardware arrangment for data transmission is shown in 
Fig. 2. The analogue output of REFM sensor is connected to a 
Analogue to Digital (A/D) converter input of the microcontroller 
(PIC 16F877A) [8]. Afterwards, between the microcontroller 
and GSM module (SIM300) a voltage driver (IC MAX232) 
should be located since the working voltage of the two 
hardwares are different [9]. The microcontroller working voltage 
is 5 V (CMOS signal) meanwhile the GSM module working 
voltage is 12 V (RS232 signal). The connection of the MAX232 
voltage driver is showned in Fig. 3 [10]. 
 
 
 
Fig. 2 Block diagram of the system. 
 
Finally, through the internet provider system the data will be 
transmitted to a PC (remote server) in data centre building. In 
here, the range of the wireless transmission system will be 
within the coverage of GSM signal provider−it is able to go up 
to few hundred or thousand of kilometres−all around the globe. 
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Fig 3. Connection between microcontroller and serial lines. 
 
In this work four units REFM data transmission system 
(REFM Datsys) have been developed to collect data of 
atmospheric electric field from four stations. Each stations will 
have their own set of hardware−consist of REFM sensor, 
microcontroller, IC MAX232 and GSM module.  
All the microcontrollers used in this work are incorporated 
with a LCD screen display. The main function of the LCD 
display is to show the status of the GSM module whether the 
connection is successful or fail. The complete connection of the 
4 (four) REFM Datsys(s) is shown is Fig. 4. 
 
 
 
b. Software development 
 
The project software is mainly on the programming of the 
hardware, which is putting instruction to the PIC microcontroller 
and the GSM module so that the hardwares able to execute the 
system automatically.  
At early stage of software development, MPLAB IDE will 
be familiarised by running with some C programming language. 
By using C language, the needed resources that are I/O ports, 
timers, USART module, and initialization of LCD will be 
configured [8][11][12]. Further programming will be done by 
sending the AT commands to the GSM module, as AT 
commands are the standardized coding used to control a modem 
[13].  
The program flow chart of the microcontroller to the GSM 
module is as shown in Fig 5. Initially, when the programs start to 
run, each module has to be initialised, the microcontroller and 
GSM module, by sending AT commands to the GSM module 
and the GSM module will reply its status to the PIC 
microcontroller. It is about transmitting and receiving progress 
whic is occurred in between these two hardware. Figure 5 below 
shows the programme code of the initialisation process. 
 
 
Fig 5. Process flow chart 
 
Besides of hardware programming, there will be 
programming for the webserver which offer the user to access to 
data collected from the sensor located at remote area. MySql, a 
relational database management system will be configure so that 
data sent from the GSM module will be stored at the database. 
Then programming language Hypertext Preprocessor, PHP will 
be used to generate web contents in the the web server. As 
shown in Fig 6., PHP will be in between of the MySql and the 
web browser, when there are page request from web browser, it 
will function to fetch the data stored from the MySql database 
[14]. Then it will send out the data dynamically as an HTML 
page for the web browser so that the user can read the data 
collected. 
 
 
Fig 6. Access diagram using PHP. 
 
III. RESULTS AND DISCUSSION 
The baud rate of the microcontroller can be obtained using 
the following equation[8]:  
Baud Rate = Fosc/ (16(X+1)), X= value in SPBRG      (1)  
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After calculated the X value, it will be included in the C 
program, so that the proper baud rate is set to the 
microcontroller. By setting the correct baud rate for the 
microcontroller and GSM module interface, the data 
transmission able to progressed at the most optimum rate and the 
maximum communication speed set is 115,200 bps. Throughout 
the whole implementation of the project, the main concern is to 
establish the access to the internet by using the GPRS network, 
so that the data can be transmitted from the EFM sensor to the 
remote server wirelessly. A GSM module with GPRS function 
and a SIM card that have applied the GPRS services are 
essential. Then the communication protocol in betweem will be 
AT command, part of the AT commands that used to permit the 
connection are shown in Table 1, the other AT commands can be 
found in [13].  
 
Table 1. AT commands 
 
AT+CGATT=1  This command indicated the state of GPRS 
attachment, where the value ‘1’ result in the 
activation of GPRS function. Once it 
response ‘OK’, the GPRS connection is 
established, else response ‘ERROR’ 
received showed that connection failed.  
AT+CDNSORIP=1  Sets the connection with IP address server 
or domain name server. By selecting value 
‘1’, indicates as selecting the remote server 
as domain name.  
AT+CIPSTART=’TCP’,’do
main name’,  
’80’starts up the ‘TCP’ or 
‘UDP’ connection.  
By setting ‘TCP’ is to establish a TCP 
connection and the ‘domain name’ is user’s 
remote server domain name. The value ’80’ 
is the remote server port selected, and this 
port value, is the server port for Hypertext 
Transfer Protocol, HTTP.  
AT+IPR=115200  This command is to set the baudrate of the 
GSM module manually.  
 
Then the experimental results collected from the EFM 
sensor that stored in the MySql database will be displayed as 
PHP page as shown in Fig 7. This allow the users to check and 
analyze the real time important information from the EFM 
sensor. 
 
 
 
Fig 7. Webpage to observe data transmitted from REFM 
network .  
 
IV. CONCLUSION 
This paper has been presented a development process of 
wireless data tranmission system that will be used for REFM 
sensor network. The wireless transmission system device has 
materialised a real-time data acquisiton for remote REFM sensor 
locations. All information about the atmospheric electricl field 
condition sensed by the REFM sensors will be stored in a 
database system that could be monitored online through the 
developed website.  
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High repetition pulse/ high frequency generators are of great 
interest for scientific and technological applications, including 
high voltage devices. The industrial environment for the 
application of high pulse generators to produce high voltage is 
currently expanding. Two different technologies have been 
developed in the past, in which the pulse is obtained directly 
through high voltage or the pulses are generated at the low 
medium link and then amplified for the pulse transformer [1]. 
The technique can be used to generate high voltages by 
implementing a combination of the microcontroller and 
semiconductor switching devices with the use of step up 
transformers such as a neon transformer, flyback transformer, 
ignition coil transformer, and others. Secondly, the transformer 
is used to further increase the voltage pulses which are limited 
due to the existence of parasitic elements that worsen the pulse 
shape [2]. 
In this paper the design and development of an automatic 
high repetition pulse generator using a PIC microcontroller (PIC 
16F877A) is presented. The PIC microcontroller was used to 
generate two PWM pulses to drive the IGBTs through the 
optocouplers, which can perform fast switching in high voltage 
devices with low switching losses. A Matlab Simulink model 
was also developed to simulate the system ,in which two types 
of transformer were introduced to predict its validity in real 
operation with high voltage devices. Details of the software and 
hardware of its design and operation have been discussed. 
The circuit was designed on a double layer printed circuit 
board (PCB) using Protel Advanced PCB software. The design 
must be precisely placed so that the components fit well. On the 
multiple layer board, the holes are plated internally with copper 
so that the bottom and top of the board are electrically connected 
at every hole. Most of the holes are for the fitted components but 
some holes exist just to connect the copper line known as the 
track or trace. These special holes are known as vias. Figure 5 
shows the project prototype. 
  
 
(a) 
 
(b) 
Figure 5. Project prototype 
 
The experimental results of the oscillograph for PWM1is shown 
in Figure 6.  
 
 
(a) 
 
 
(b) 
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(c ) 
 
 
(d) 
 
 
e) 
 
 
(f) 
 
 
(g) 
 
 
(h) 
 
Figure 6. Waveform observed in PWM1 oscillograph with a 
frequency of (a) 5kHz (b) 10kHz (c) 20kHz (d) 30kHz (e) 
50kHz (f) 80kHz (g) 100kHz (h) 200kHz 
 
The development of a high repetition pulse generator was 
successfully achieved. The effect of changing the frequency and 
duty cycle was observed in the waveform on the oscilloscope. 
The high voltage characteristic of the transformer of different 
iron core transformers was verified through simulation results, in 
which the ignition coil transformer is found to be a suitable 
transformer that can be used in this high frequency range. On the 
basis of the analysis of the test data it can be concluded that the 
applicable frequency range for this system is 2kHz< f <200kHz. 
This system is applicable for high voltage applications such as 
switching purposes.  
 
REFERENCES 
[1] L. Heinemann, Kjell Porle, Per Ranstad, “Design of a high pulse 
voltage generator for electrostatic precipitators using magnetic 
switching technique,” in Proc. 12th Ann. Applied Power Electronics 
Conf. Expo. (APEC '97), pp. 948–952, 1997. 
[2] D.M Goebel, “Chapter 8: Pulse technology,” in A. Anders (ed.), 
Handbook of Plasma Immersion Ion Implantation and Deposition, 
1st edition, New York: John Wiley & Son, 2000, p. 760, ISBN 0-
471-24698-0. 
 
 
 
 
 
 
 
16th Asian Conference on Electrical Discharge 
10-12 December 2012, The Zon, Johor Bahru, Malaysia 
 
100 
 
 
A065 
ATMOSPHERIC ELECTRIC FIELD DATA LOGGER SYSTEM 
 
Muhammad Abu Bakar Sidik
1, 2
, Che Nuru Saniyyati Che Mohd Shukri
1
, Hussein Ahmad
1
, 
Zolkafle Buntat
1
, Nouruddeen Bashir Umar
1
, Y. Z. Arief
1
, Zainuddin Nawawi
2
 
1
Insitute of High Voltage and Current (IVAT), Faculty of Electrical EngineeringUniversiti Teknologi Malaysia, 
81310 UTM Skudai Johor, Malaysia 
2
Department of Electrical Engineering, Faculty of Engineering, Universitas Sriwijaya, 
30662 Indralaya, Ogan Ilir, South Sumatera, Indonesia 
Email: abubakar@fke.utm.my 
 
Weather can be unpredictable as there are a lot of 
uncertainties in predicting thunderstorms. Most of our 
navigation systems, including those on air, land and water, as 
well as broadcasting systems, are directly affected by weather on 
a daily basis. The inconsistent and unreliable nature of storms 
brings out the importance of research in atmospheric electric 
field data logging systems.  
In investigations of electric fields using weather field 
instruments, the field in the clouds and the field gradients were 
recorded at the earth’s surface [1]. Changes in the electric field 
strength and polarity were detected using a real-time monitor for 
the local thunder cloud and an early warning was sent when 
there was a change in the atmospheric electric field [2]. 
This paper presents a study to develop a virtual instrument 
with the capability to analyse and store the magnitude (data) of 
atmospheric electric fields. In this research, three stages will be 
implemented. The first stage is to develop a programme 
flowchart to collect data and a Read File data logger system. The 
next stage is to programme the virtual instrument using 
LabVIEW. The last stage is to test the data logger system. This 
is important to verify the result obtained from the simulation. 
The investigation consists of several phases to achieve the 
objective of the research. The first phase is the study of the 
physics of cloud profiles, followed by the visualization and 
simulation of cloud profiles using LabVIEW programming and 
the DAQ instrument. The last phase is result validation through 
a simulation using LabVIEW programming.  
Figure 1 shows the programme flowchart for collecting and 
saving data using the LabVIEW software package. Initially, the 
analog input obtained from the DAQ USB-6216 or the 
simulation signal must be changed from AC to DC. A few tests 
were done to obtain the correct signal and thus the waveform. 
The waveform must be checked to get the most accurate one 
before the data is tabulated. Tabulation stops once all the data 
are carefully saved. The flowchart for data reading is shown in 
Figure 2. This data reading can be done using a specific front 
panel created in LabVIEW and it is important for future 
analysis. 
 
 
 
Figure 1. Programme flowchart for collecting and saving data 
 
 
 
Figure 2. Program flowchart for reading data 
 
The developed virtual instrument consists of waveform 
chart, tabulated data, and histogram for real time observation. 
Moreover, it has feature to save and recall data for further 
analysis.     
The data in Figure 3 is tabulated every second and saved 
every minute.  The files are saved in a TDMS file and can only 
be called back using read file programming by LabVIEW.  The 
programme is set to have a time interval of 100 ms or 0.1 s.  All 
the sensors (Sensors 1 to 6) are set to run the programme.  
Figure 4 shows the “select signal” front panel, which can be 
selected as preferred by the user.  The data is visualized using a 
waveform chart in terms of voltage (kV/cm) and time (s) in two 
different charts; all signals and select signal chart.  The “all 
signals” waveform chart displays all the waveforms obtained, 
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while the “select signal” waveform chart only displays the 
preferred signals.   
Figure 5 shows the histogram of the data.  The histogram 
obtained from the simulation shows the information where the x-
axis represents the measurement scale of results for the ambient 
electric field strength and the y-axis describes the frequency of 
the electric field strength, showing how often the results occur. 
After all the data are saved, the data will be recalled using the 
Read File programme, as shown in Figure 6, and can be 
displayed. 
 
 
 
Figure 3. Data tabulated 
 
 
 
Figure 4. Front panel of the waveform chart and “select signal” 
 
 
 
Figure 5. Histogram of the data 
 
 
 
Figure 6. Read file as data logger 
 
The LabVIEW programme that has been developed will give 
a notification in the form of a waveform chart to show the 
condition of the atmospheric electric field strength. 
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Abstract: Arrester is widely used to protect high voltage 
equipment or electric power lines from lightning strike or 
temporary overvoltage and is specially used in the power station. 
During lightning strike or overvoltage, there is a leakage current 
flows out and this leakage current can cause degradation or 
ageing to the arrester. The level of degradation and ageing of 
arrester can be measured by separating the third harmonic 
resistive leakage current. Nowadays, there is a method that 
separate resistive leakage current from total leakage current. 
This method has been used to detect the performance of zinc 
oxide (ZnO) surge arrester either it is in a good condition or in a 
bad condition. The increased in leakage current and power loss 
indicate the bad condition or the degradation of ZnO surge 
arrester. The aim of this paper is to find out the leakage currents 
at laboratory temperature on six samples of 132kV surge arrester 
with differents insulating house structure. The results are 
analyzed using compensation method and shifted current method 
(SCM).  
 
I. INTRODUCTION 
Surge arrester is a device that is used to protect the 
insulation on the power systems from lightning strike or 
temporary overvoltage. The arrester can limit overvoltage that 
occur across the terminals of the equipment below its withstand 
voltage to protect the equipment [1,8]. Its highly non linear 
voltage current characteristic is caused by electrical potential 
barriers involving thick grain boundary region between the 
successive ZnO grains [2,7]. The grain boundaries are highly 
resistive which show a non ohmic property. The arrester act as 
an insulator during normal operating voltage which shows it has 
very high resistance and it conduct current during overvoltage 
which shows it has relatively low resistance [3].  
During lightning strike or overvoltage, there is a leakage 
current flows out and this leakage current can cause degradation 
or ageing to the arrester. Total leakage current consists of 
capacitive and resistive component where it is the summation of 
both capacitive and resistive current.  
 
it = ic + ir                                         (1)  
 
Nowadays, the resistive component, in particular, the 
third harmonic resistive current component is used to measure 
the level of degradation or ageing of zinc oxide surge arrester as 
the resistive component varies with the degradation of arrester 
[4]. There are few methods to separate the resistive leakage 
current from the total leakage current in order to monitor the 
performance of arrester such as compensation method, point of 
wave technique, compensation circuit technique and shifted 
current method (SCM) [5].  
The most common method used to separate resistive 
leakage current from total leakage current is the compensation 
method. However, this method requires the value of voltage 
across the arrester terminal to obtain resistive leakage current 
and is difficult to measure applied voltage outside the laboratory 
especially in the substation. Another method used to separate 
resistive leakage current from total leakage current is shifted 
current method (SCM). This method does not require the 
knowledge of applied voltage and is basically using waveform 
manipulation to obtain resistive leakage current [1,4-6]. It makes 
this method suitable for both online and offline measurements. 
This paper present a few measurement of leakage current on six 
samples of 132kV surge arrester at laboratory temperature. 
Sample 1, sample 2 and sample 3 are polymeric arresters while 
sample 4, sample 5 and sample 6 are porcelain arresters. The 
experiment was conducted by using voltage divider 
measurement with 1kΩ resistance. The results are then analyzed 
by using compensation method and shifted current method 
(SCM) and verified if these methods are suitable to identify the 
level of degradation of arrester.  
 
III. RESULTS AND DISCUSSION 
The laboratory temperature while conducting the experiment 
is 30°C and the results from all six samples are plotted to show 
total resistive leakage current and 3rd harmonic resistive leakage 
 
 
 
Figure 1. Measurement of total resistive leakage current by using 
Compensation Method 
 
 
Figure 2. Measurement of total resistive leakage current by using 
Shifted Current Method 
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Figure 3. Measurement of third harmonic resistive leakage 
current by using shifted current method 
 
Figure 1 and Figure 2 show the measurement of total 
resistive leakage current on five samples by using compensation 
method and shifted current method. Figure 3 shows the 
measurement of third harmonic resistive leakage current on five 
samples by using shifted current method. For all figures, the 
values of leakage current of sample 1 and sample 3 are close by 
at voltage supply of 20kV. As the voltage supply increases, the 
leakage current for both sample become more different. The 
values of leakage current for sample 4, sample 5 and sample 6, 
are intercepting to each other at voltage supply from 20kV to 
90kV. Samples of polymeric arresters also have higher value of 
leakage current compared to samples of porcelain arresters. 
From this result, it shows that condition for porcelain arresters 
are better than polymeric arresters which indicate polymeric 
arresters are more ageing.  
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Abstract: This study shows the experimental analysis of 
streamer-to-leader transition in SF6/N2 gas mixture. The 
streamer to leader transition process were observed with a streak 
camera and a framing camera. In the gas mixture, a 'leader 
precursor' was clearly observed in the transition from a streamer 
to leader. The transient change in the potential distribution along 
a surface leader propagating in the gas mixture was also 
measured with a pockels measuring system. The electric field 
and charge distributions were calculated from the measured 
potential profile. The electric field and charge distributions were 
compared with ICCD images. These results indicate that 
streamer-to-leader transition can be explained by the precursor 
model. 
 
I. INTRODUCTION 
Surface discharge on a dielectric material has a great 
influence on the insulating performance of electrical apparatuses 
and electronic devices. The phenomena of leader inception and 
propagation have been studied extensively. Precursor and stem 
models have been proposed to explain the leader transition 
process in gaseous gaps, but there still remains many things to 
be clarified for quantitative discussion.  
This paper describes the experimental analysis of streamer-to-
leader transition of positive discharge in SF6/N2 gas mixture 
with high time resolution. The streamer to leader transition 
process were observed with a streak camera and a framing 
camera (Specialized Imaging : SIM) .  
 
II. RESULTS AND DISCUSSION 
Figure 1 shows streamer-to-leader transition in SF6/N2 gas 
mixture taken with a streak camera and a digital camera. A pin-
to-plate electrode was installed in a chamber filled with SF6/N2 
gas mixture, whose mixture ratio was 1 to 4. The impulse 
voltage of 94 kV was applied. Figure 1(a) is a picture of 
overview image by a dijital camera. Figure 1(b) is its streak 
images (sweep speed is 1.46μs/9.2mm). In Figure 1 (b), streamer 
occured around at t = 150 ns, and light-emitting chanel 
corresponding “precursor” occurred at t = 600 ns, and then 
leader occurred at t = 1.2 μs.  
A surface discharge in SF6/N2 gas mixture was also 
observed. A chamber was filled with SF6/N2 gas mixture, 
whose mixture ratio was 1 to 4. The impulse voltage of 15 kV 
was applied. Figure 2(a) timing of a framing camera. Figure 2(b) 
shows framing images of streamer to leader transition taken by a 
ultra-high-speed camera (Specialized Imaging : SIM). A 
streamer propagated radially from the electrode (Frame 1), and 
two weak light-emitting channels corresponding precursors 
appeared in the streamer (Frame 2 and 3), and then subsequent 
streamers were formed at the tips of right emitting chanel 
(Frame 4), respectively. These results indicate that streamer-to-
leader transition can be explained by precursor model. 
 
 
 
(a) Digital camera image (b) Streak camera image 
 
 
 
Figure 2. Surface discharge in SF6/N2 gas mixture  
(a)Voltage waveform, current waveform and capturing timing 
(1: 700 ns, 2: 200 ns, 3: 100 ns, 4:100 ns) (b) SIM pictures 
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Abstract: This paper describes the effects and the accelerated 
aging of polymer, ceramic and glas insulators under artificial 
tropical climate. A comparison of the surface leakage current of 
the polymer insulator with a ceramic and a glass insulator can be 
known if operated in tropical climatic environment.The methods 
used were making design concept of the chamber construction 
and its accessories, so it could be well functioned and useful. 
The tests carried out in several stages in the chamber. The 
exprimental results showed that the characteristic of the surface 
leakage current of silicone rubber polymer insulators is much 
smaller and more stable than ceramic insulator and glass 
insulator. The test under various artificial tropical climate 
stresses indicates that the surface leakage current of the silicone 
rubber polymer is very small. It showed that all types of the 
tropical climate impacts and the smallest comparison occurs 
when it is blown by the pollution of salty fog in which the 
average comparison achieves 1: 3.14 : 4.26 towards ceramic and 
glass insulator. The difference of the lowest leakage current 
reaches the average of 72.03 % towards the ceramic insulator 
and 58.21% towards the glass insulator. work. 
 
I. INTRODUCTION 
Polymeric insulators have been increasingly accepted by 
industry and utilities to replace porcelain and gelass insulators 
because of the well-known advantages that polymeric insulators, 
sucs as  light weight, ase of handling, reduced installtion and 
maintaenance costs, vandalism resisance, and improved 
contaminations performance. Although polymer insulators have 
some advantages over porcelain and glass insulators, they 
showed degradation due to climate stresses such as UV in 
sunlight, moisture, temperature, pollutants, etc., and the 
degradation may reduce the performance. This reduction is 
actually a result of leakage current leading to dry-band arcing is 
one of the main causes of aging in polymer insulators. [1,2]. 
In tropical regions, like Indonesia that consists of thousands 
islands, has a complex contamination and high rate of 
contamination-triggered insulators failure. External polymer 
insulators are subjected to extremely simultaneous severe 
tropical climate conditions such as the UV irradiation is always 
12 hours a day. As equatorial region solar radiation level in 
Indonesia can reach 1.250 W/m2 and contributes to warm air 
throughout the year, humidity approach 100% during the night 
and early morning, and temperature is always higher than 16oC. 
Annual rainfall is relatively large, of which parts of lrian Jaya 
prove to be the area with the highest rainfall (mean annual up to 
3185 mm), while Java-Madura regions (the most populated 
regions) have the mean annual rainfall of 2571 mm [3,4].  
High voltage electrical insulator which being used in 
Indonesia until now are insulators made of ceramic and glass 
because its aging resitance. Investigation on how to find 
polymeric insulating material which is suitable for high voltage 
outdoor application under the influence of natural tropical 
climate needs a long time research is needed. Therefore, this 
paper describes electrical characteristics of the insulator of silicone 
rubber polymer and porcelain/glass under multi stress condition in 
the aging test chamber. 
 
II. MATERIALS AND METHODS 
The materials test used are polymer insulator of silicone 
rubber (SIR), ceramics (CR) and glass (GL) insulator. The 
materials test were installed into the test chamber room, and then 
tested according to standard procedures and quality tests are 
non-ceramic insulators IEC1109 [3]. 
 The methods used were making design concept of aging 
chamber construction and it accessories, designing it, so it could 
be well functioned and useful. The aging test chamber was made 
of stainless steel sheets. The size of the chamber is size 
1.8x1.8x1.8 m3. In the chamber, the samples are subjected to 
ambient conditions (relative humidity 50%-100%, temperature 
20oC-47oC, UV-B radiation 59.6–159.2 lux, rain 0.05-1.0 
mm/min), salt pollution 1-19 mS, and ac high voltage 20 kV. 
Electrical characteristics that we test in the research of 
polymer insulators SIR is to know the characteristics of leakage 
current on polymer insulators SIR under the artificial tropical 
weather. Also aging test performed on ceramic and glass 
insulators to be used as a comparison. Period and the schedule 
that used in this research follow standard quality test non-
ceramic material is used by the IEC 1109.  
Instruments is used in the research of polymer insulators 
(SIR) is humidification, heating, demineralization rain, salt fog 7 
kg/m3, solar radiation simulation and high voltage 20 kV by 
taking samples of ceramic and glass insulators new which has 
been applied in tropical area for comparison. Constraints 
experienced in the use of ceramic insulators, especially in areas 
of high pollution become a factor in finding the best solution. 
Testing of polymer insulators with pollution, artificial weather 
and climate on the high voltage laboratory to test it conductivity 
and other electrical characteristics. 
 
III. RESULTS AND DISCUSSION 
In Figure 1. below we can see the recording pulse of the 
polymer insulator leakage current at the time of UV radiation are 
given 56.9 to 159.2 lux at 20 kV AC voltage, a frequency of 50 
Hz with a humidity of 80%, temperature 29 °C, with test 
duration of 120 minutes for each level of UV radiation are used. 
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Figure 1. Characteristic of the surface leakage current records 
under the influence of UV radiation  
 
These results indicate that the polymer insulator surface 
leakage current SIR with exposure to ultra violet radiation 56.9 
up to 159.2 lux was very small (excellent) in comparison with 
ceramic insulators and insulating glass. Aging in the ultra violet 
radiation level equal to the ratio of the average leakage current 
average 1:120.66:109.6. Percentage difference of surface 
leakage current on polymer insulator of ceramic insulators 
average is 98.91% and for glass insulators average is 98.91%. 
The polymer insulator surface leakage current SIR with 
exposure to thermal stress of 20 °C up to 47 °C is very small 
(excellent) in comparison with ceramic insulators and insulating 
glass in the ultra violet radiation level equal to the ratio of the 
average leakage current 1: 2.45: 4.44. Percentage difference of 
surface leakage current on polymer insulator of ceramic 
insulators average is 59.30% and for glass insulators average is 
76.55%. 
The surface leakage current of silicone rubber with exposure 
to humidity 50% up to 100% is very small (excellent) in 
comparison with ceramic insulators and insulating glass in the 
ultra violet radiation level equal to the ratio of the average 
leakage current is 1: 2.81: 4.92. Percentage difference of surface 
leakage current on polymer insulator of ceramic insulators 
average is 63.65% and for glass insulators average is 79.07%. 
Aging under exposure to rainfall intensity 0.05 mm/min up to 
1.00 mm/min (simulated rain from drizzle to rain cats and dogs) 
showed the leakage current of insulator SIR are very small 
(excellent) in comparison with ceramic insulator comparison of 
leakage current with an average of 1: 4.11. Percentage difference 
of surface leakage current on polymer insulator of ceramic 
insulators average is 73.35%. 
The recording pulse of the polymer insulator leakage current 
when exposed to salt fog pollution conductivity of 1 mS/cm until 
the conductivity of 17 mS /cm at 20 kV AC voltage, frequency 
50Hz, temperature 28 °C, with a test duration of 60 minutes at 
each level of the conductivity of salt fog pollution. These results 
indicate that the surface leakage current of polymer insulator 
SIR pollution exposure to salt fog with conductivity 1 mS /cm 
up to of 17 mS / cm is very small (excellent) in comparison with 
ceramic insulators and insulating glass with a comparison of the 
average leakage current is 1: 3.45: 4.68. Percentage difference of 
surface leakage current on polymer insulator of ceramic 
insulators average is 56.86% and for glass insulators average is 
54.03%. 
When the fog conductivity of salt (NaCl) to be increased 
greater than 12.58 mS/cm or 7 kg/m3, insulators SIR showed 
increased surface leakage current exceeds the surface of ceramic 
insulators and glass insulators, even seen a slight discoloration 
on the surface of the insulator SIR. But after testing was stopped 
for a week, then testing continued discoloration and leakage 
current SIR insulator surface normal. This indicates that the 
insulator SIR does not cause permanent aging due to exposure to 
salt pollution 
Based on the characteristics of the surface leakage current 
under artificial accelerated multi stress is known that the leakage 
current is very small polymer insulator SIR for all kinds of the 
tropical climate influences compared with ceramic and glass 
insulators. 
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Abstract: The classification of partial discharge (PD) 
signals is a key criterion in the evaluation and diagnosis of the 
performance of insulation systems in power equipment, as it is a 
good indicator of the severity of the partial discharge. Either 
time or frequency domain features can be extracted from a PD 
signal for PD classification. This paper investigates a filter-bank 
based approach to extract frequency domain based features to 
represent a PD signal. The filter-bank comprises N band-pass 
filters, and the energy corresponding to each band-pass filter is 
calculated in order to obtain N dimensional features to represent 
the PD signal. These filters can be organized in either equal or 
octave frequency sub-bands, and in this paper, both are analyzed 
with the use of a Support Vector Machine (SVM) classifier. 
Results show that the proposed features are robust and provide a 
strong classification accuracy of PD signals that can be used in 
online condition monitoring systems.  
 
I. INTRODUCTION 
The insulation systems of power equipment are susceptible 
to the occurrence of voids, cavities and other defects that are a 
result of factors as flaws in the initial manufacturing process or 
subsequent ageing/deterioration due to electrical, mechanical 
and thermal stress, and environmental impact. These defects 
give rise to the occurrence of partial discharge (PD) and if 
unaddressed, they can propagate through the insulation and 
cause a breakdown of the power equipment, which has safety 
and economic implications. The monitoring of PD is therefore a 
vital part of the asset management of power equipment [1]. In 
general, there are 3 key types of PD including corona discharge, 
which occurs at sharp points that protrude from electrodes in 
gases or liquids, surface discharge that can occur along the 
interface between a solid and either gas or liquid dielectric and 
internal discharge which occurs in gas or oil filled cavities.  
One of the challenges in condition monitoring of PD signals 
is that they are often corrupted by noise from the environment in 
a substation and surrounding areas, and this results in the 
recorded PD signal being completely buried in noise. De-noising 
algorithms have been developed in both the time [2] and 
frequency domains [3] for use prior to extracting features from 
the PD signal for classification. Methods of extracting these 
features are an ongoing area of interest. The discriminatory 
qualities of the features that are chosen determine the dimension 
of the features required for successful classification of the PD 
signal.  
This paper looks at a filter-bank approach, consisting of N 
sub-bands (band-pass filters), to extract these features in the 
frequency domain. These features are used as an input to a 
Support Vector Machine (SVM) classifier and the results are 
analyzed in this paper.  
 
II. FEATURE EXTRACTION 
Discrete Fourier Transform  
The PD signal is sampled at a frequency of 100MHz over an 
AC cycle of 20ms, resulting in 2 million time samples. After the 
Fast Fourier Transform (FFT) processing, there are 2 million 
frequency bins, and the frequency resolution, Δf = 50 Hz. In the 
FFT processing, the analysis window length used was 20ms, 
which implies that the window shift does not occur, as the AC 
cycle is also 20ms.  
The frequency bins in the FFT domain need to be grouped 
such that they form N sub-bands (filter-bank). Once the filter-
bank is formed, the next step is to de-noise the signal in each 
sub-band.  
 
Frequency domain based features  
The log average energy corresponding to each sub-band is 
calculated, producing an energy vector (E1, E2, …., EN) which 
can be used as a feature. Smoothing these energy vectors using 
the Discrete Cosine Transform (DCT) to obtain transformed 
coefficients (C0, C1, C2,….CN-1) can also be used as features 
[5]. However, this paper will only look at energy vector based 
features.  
A PD based classification system is shown in Figure 3 and 
there are two distinct stages. The training phase in this system 
has 3 steps: de-noising the signal, extracting features from the 
de-noised signal and then using these features to train a 
classifier. 
 
 
 
Figure 3. PD classification system - outlining the training and 
testing phases 
 
The testing phase for the system also has 3 steps: the signal is 
de-noised, features are extracted and based on the classifier 
input, a decision is made. There are a variety of classifiers that 
could be used, including Probability Neural Network (PNN), 
Support Vector Machine (SVM) and the Sparse Representation 
Classifier (SRC), however this paper will focus on the SVM 
alone [6].  
 
PD Data collection  
A PD measurement circuit that complied with the IEC 60270 
standard [8] was set-up and comprised a PD-free high voltage 
transformer, that could step up to 50kV, was connected to the 
various laboratory models created for corona, surface and 
internal discharges. When the partial discharge was produced by 
the test object, Cx, a small current flowed through the blocking 
capacitor, Cb, and this current was sensed by a High Frequency 
Current Transformer (HFCT) with upper cut-off frequency of 
~50MHz. The output of the HFCT was sent to the digital 
oscilloscope for recording of the PD data at that instant. In 
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parallel, the PD magnitude and activity was also monitored via a 
quadripole measuring impedance Z and a commercial PD 
measurement system. Figure 7 shows the circuit for measuring 
PD signals. 
 
 
Figure 7. Partial discharge measurement circuit 
 
For each type of PD, the applied voltage was steadily 
increased; this data recorded was used as training data for the 
classifier. The applied voltage was also steadily decreased for 
each PD type and this recorded data was used as classifier test 
data. The applied voltage ranged between 2.5kV to 8kV. Table 1 
shows the details of the training and test data collected for the 
experiments in this paper.  
 
Table 1. Details of test and training data for corona, surface and 
internal partial discharge for 3 classes 
 
Class Type 
Training 
data 
Test data 
Class 1: Surface discharge 22 16 
Class 2: Corona discharge 19 13 
Class 3: Internal discharge 13 9 
Class 4: Corona discharge with 
polarity reversed 
13 5 
Class 5: Surface discharge with 
polarity reversed 
21 13 
 
IV. RESULTS AND EVALUATION 
In order to train a Support Vector Machine (SVM) classifier, 
the energy features discussed in Section 2.3 of this paper, were 
extracted for both training and test data, as in Table 1. For each 
feature, both equal and octave frequency sub-bands were used, 
to determine which of the two had robust feature extraction. 
Classification accuracy results of the 5 class problem using 
energy features are presented in Table 2.  
 
Table 2. Classification results for a 5 class problem using energy 
features 
 
Class Type Equal sub-bands 
Octave frequency 
sub-bands 
Classification 
accuracy 
7 bands 100 100 
5 bands 98.2 100 
3 bands 91.07 96.42 
 
V. CONCLUSION 
This paper investigated a filter-bank based approach for 
extracting frequency domain based features to represent a PD 
signal. The filters can be organized in either in equal or octave 
frequency sub-bands. Three types of partial discharge were 
analyzed and tested. A Support Vector Machine classifier is 
trained and the preliminary results shows that the octave 
frequency sub-bands performed better than equal sub-bands 
when energy vectors are used as features.  
Future research will look at collecting more data to create a 
larger data set and to further analyze the differences and 
robustness of the octave and equal frequency sub-bands. Other 
methods of dimensionality reduction can also be investigated.  
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EXTENDED ABSTRACT 
 
Abstract: In the last three decades, pulsed high voltage 
discharge technology has offered promising techniques possible 
to be used to treat wastewaters, which are supposed to be 
released to the environment by industries. A significant effort 
has been directed to understand the processes, which occur 
during the discharge of solution for variety of reactor 
configurations. This review presents the disadvantages and 
advantages of different reactors based on discharge phase. 
Detailed information is also provided on the principals used in 
each technique, advantages and disadvantages associated with 
each method. Finally a discussion on the different discharge 
areas is proposed.  
 
I. INTRODUCTION 
Polluted water with phenol has concerned a lot of scientists 
due to its harmful impacts on human life as they easily can 
penetrate through natural membranes, cause a broad spectrum of 
genotoxic, mutagenic, and hepatotoxic effects [1]. Conventional 
methods of wastewater treatment, which are based on chemical, 
physical and biological processes posses some defects such as 
dissipation of cost and time, difficulty in decomposition of some 
pollutant and need for large facilities, which makes the need for 
more advance technologies unavoidable. Research began from 
1980s [2] showing unique characteristics of pulse discharge 
plasma as one of the advanced oxidation process (AOP) 
compare to conventional methods. Advantages of this 
technology such as removal of several pollutants at the same 
time, operation at ambient pressure and temperature, high 
efficient destruction and no selection for contamination made it 
high potentially suitable as a new method to meet the needs of a 
more efficient and complete water purification system. The non-
thermal plasma produced in water and aqueous solutions by 
pulsed high voltage discharge efficiently causes a variety of 
effects like ultraviolet radiation, shock waves, high electric field, 
and generation of chemically active species. Decomposition of 
phenol in aqueous solutions was studied by Sharma et al. [3] 
using pulsed streamer discharge. Highly active species formed in 
the solution to be treated completely oxidize the organic and 
oxidizable inorganic materials to water and carbon [4]. 
Degradation of phenol in water using electrical discharge has 
been studied in a lot of works [5-8] demonstrating different 
abilities of purification for variety of reactors. However, a 
review on the effectiveness and efficiency of different types of 
discharging area for contaminant removal has never been done. 
Generally discharging area can be expressed into three 
categories based on different configuration of reactors and 
electrodes arrangement, which are: The gas-phase electrical 
discharge [9], the liquid-phase electrical discharge [10] and gas-
liquid electrical discharge [11]. This review presents the 
disadvantages and advantages of different reactors based on 
discharge phase. Detailed information is also provided on the 
principals used in each technique, advantages and disadvantages 
associated with each method. Finally a discussion on the 
different discharge areas is proposed. 
Electrical discharge in liquid or gas-liquid phases has higher 
efficiency due to direct contact with the solution to be treated 
but the amount of generated plasma is affected by conductivity 
and uniformity level of gas-liquid phase [12,15]. Conductivity of 
industrial wastewaters is very high, leading to reduction in 
discharge current and energy efficiency and increment in 
conduct current. Hence, liquid-phase reactors could not 
decompose contaminant effectively [15]. Unlike Wang and 
Quan [12] and Chen et al. [15], Solution conductivity variation 
has little effect on the decomposition rate in gas and gas-liquid 
phase electrical discharges. 
 
 
  
Figure 1. Effect of solution conductivity on decompostion rate of 
gas and gas-liguid reactors [13, 14]. 
 
Figure 1. shows a comparison between decomposition rates 
of gas and gas-liquid phase reactors. It can be seen that variation 
in solution conductivity has a little effect on decomposition rate 
of both gas and gas-liquid phase reactors but it can be found that 
decomposition rate of gas-liquid phase reactor is much higher 
than gas-phase reactor. 
Figure 2. depicts the change of decomposition rate for both 
gas and gas-liquid reactors under different pH values. It can be 
deduced from the plot that decomposition rate was lower in the 
acidic condition than in the basic condition with pulse discharge 
[16]. The reason for such this result is that in basic condition the 
ozone produced in the solution can be easily transformed into 
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•OH, which possess stronger oxidation capability than ozone 
leading to higher decomposition efficiency [17].  
 
 
 
Figure 2. Effect of solution conductivity on decompostion rate of 
gas and gas-liguid reactors [13,14]. 
 
Increasing population and consequently increment in 
production of wastewater by different human activities caused 
clean water to be critically important for our planet survival. 
Drawbacks in current water purification systems demand more 
cost effective, compact and efficient technologies. The present 
study reviewed the development of previous and current reactor 
electrode configuration that can be used to decompose phenol 
within the aqueous solutions. 
New technologies effectively replace traditional concepts. 
Gas-liquid phase electrical discharge produces hydrogen 
peroxide in water and ozone in the gas phase. Generated ozone 
in gas phase results in higher concentration of reactive species in 
the liquid phase. Comparison of data show higher efficiency for 
hybrid gas-liquid phase discharge than was seen previously for 
gas and liquid phase electrical discharge. Various key issues and 
challenges need to be addressed for better understanding of 
mechanism in such reactors. 
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Abstract: An argon atmospheric pressure plasma jet (APPJ) 
is used to generate low-temperature plasma (LTP) for the 
treatment of B16 murine melanoma cells cultured in vitro. 
Experimental results reveal that, the LTP significantly decrease 
the cell viability, melanin synthesis and tyrosinase activity of 
melanoma cells in a time/dose-dependent manner. Based on the 
detection of emission spectroscopy of LTP, it is found there are 
NO, OH radical and excited-state oxygen atom existing in Ar 
APPJ. Examination of cell apoptosis shows that LTP can induce 
cell apoptosis and cell necrosis of melanoma cells. Our results 
suggest that, NO, OH radicals and excited-state oxygen atoms 
generated in LTP might decrease cell viability, melanin content 
and tyrosinase activity of melanoma cells via inducing cell 
apoptosis and cell necrosis.  
 
I. INTRODUCTION  
In recent years atmospheric pressure plasmas have been used 
to treat live cells and tissues, including cell proliferation, cell 
detachment，cell attachment, cell apoptosis, cell necrosis, blood 
coagulation ,wound healing and tumor therapy[1][2].LTP is an 
alternative method for tumor treatment, which has been proven 
to have less side effects and high efficiency [3]. LTP treatments 
offer the possibility of removaling tumor cells without 
inflammation and excessive damage to the body.  
In this paper, a sinusoidal alternating voltage was applied to 
the electrodes to generate Low-temperature plasma jet in 
atmospheric pressure argon. Mouse Melanoma Cells were 
chosen as model and were treated by the low-temperature 
plasma jet. The purpose of this study is to investigate the effect 
and mechanism of low-temperature plasma on inactivation of 
mouse melanoma Cells cultured in vitro.  
 
II. MATERIALS AND METHODS 
A Generation of low-temperature plasma jet  
An experimental setup of coaxial DBD plasma jet was 
designed to operate at atmospheric pressure in Ar, as illustrated 
in Fig. 1. The coaxial DBD reactor consisted of a central copper 
wire of 0.94 mm in diameter covered with 
polytetrafluoroethylene (PTFE) of 1.03 mm in thickness as the 
high voltage electrode, a quartz glass tube of 6 mm in inner 
diameter and 1 mm in thickness, a copper strip of 10 mm in 
width wrapped around the surface of the tube as the ground 
electrode. And the argon at a controllable rate flowed through 
the glass tube from the inlet.  
The two electrodes is applied with a 37 kHz AC sinusoidal 
power supply. The applied voltage was measured by a high 
voltage probe (Tektronix Tek6015A, with a band width of 75 
MHz and a dividing ratio of 1000), and the discharge current 
was measured by an inductance-free resistor of 100 Ω connected 
in series into the circuit. And the waveforms are recorded by a 
digital oscilloscope (Tektronix TDS 4034, with a band width of 
350 MHz, a sampling rate of 2.5 GSa/s). In all the experiments, 
the flow rate of Argon is fixed at 11.80 m/s, and the voltage at a 
peak value of 3 kV. Then an atmospheric plasma jet is generated 
around the outlet of the glass tube.  
The components of plasma jet were determined by detecting 
its emission spectra. 
 
Figure 1. Experimental setup of DBD plasma jet 
 
B Plasma Treatment and related medical detection  
Before plasma treatment, cells are suspended in 200 μL 
culture media(1×105/mL) in a 96-well plate. When the 
experiment is conducted, the lid of 96-well plate is opened and 
the cells are treated for 2, 4, 6 and 8 s with plasma jet, which is 
just in contact with the liquid surface. After plasma treatment, 
the plate is covered and immediately placed in CO2
 
incubator at 
37 °C for 72 h.Then cell viability, melanin content, tyrosinase 
activity were respectively measured. And transmission electron 
microscopic (TEM) observation, examination of cell apoptosis 
were performed to explore the inactivation mechanisms of 
plasma jet on mouse melanoma cells.  
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III. RESULTS AND DISCUSSION 
Detection of emission spectroscopy of plasma jet found NO, OH 
radical and excited-state oxygen atom exist in plasma jet. And it 
found that plasma inhibited the cell proliferation, melanin 
synthesis and tyrosinase activity of mouse melanoma cells in a 
time/dose-dependent manner. When the treatment time is more 
than 8s, there are even no cells alive.  
TEM examination found that plasma treatment resulted in 
melanin particles decreased, endocytoplasmic reticulum and and 
swollen mitochondria destroyed, cell membranes broken and 
cytoplasm leakage. Examination of cell apoptosis shows that 
LTP can induce cell apoptosis and cell necrosis of melanoma 
cells.  
 
IV. CONCLUSION 
The inactivation effects of DBD plasma jet in atmospheric 
pressure argon on the B16 murine melanoma cell in vitro culture 
are investigated. Results indicate that LTP treatment can 
decrease the cell viability, melanin content and tyrosinase 
activity of melanoma cells. Analysis of emission spectra of the 
argon plasma jet and examination of cell apoptosis revealed that, 
NO, OH radical and excited-state oxygen atom generated in LTP 
might play a dominant role in the process of decreasing the cell 
viability, melanin content and tyrosinase activity of melanoma 
cells. It suggests that low-temperature atmospheric pressure 
plasma jet may provide a novel approach that can be used to 
treat melanoma.  
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Abstract: A strong magnet permanent may cause damage to 
some electronic instrument placed close to it. That is why 
usually a permanent magnet is not transported, but it is 
magnetized at the place where it will be used. In this research, it 
was an impulse current generator that was used to do the job. 
The impulse current generator has five high voltage capacitors, 
which can be connected in parallel in order to provide higher 
peak impulse current. To obtain longer value of the impulse 
current front time, an inductor was inserted to the impulse 
current circuit. The inductance of it could be varied according to 
the value of impulse current front time that was going to be 
created. The impulse current successfully changed a concrete 
nail to be a permanent magnet  
 
I. INTRODUCTION 
When an electric current flows through an electrical power 
lines, around the lines it will be created electromagnetic field. 
When the line is in the form of a coil, the electromagnetic field 
will also exist in the core of the coil. In the case of an iron core, 
the coil produces higher value of the electromagnetic field 
strength due to that the iron core has higher permeability value 
than an air core. Futher, the air core inductor has smaller 
inductance compared to that of an iron core one.  
Fossil fuel energy based on oil and coal, which are used as 
the main fuel nowadays for electrical generation, will be more 
and more decrease in number and finally no more can be found. 
Oil will be quickly end as it is being used for air, sea, and land 
transportation system and other purposes. Therefore, it is 
suggested to also use renewable energy sources, forinstance 
hydro power, wind power, geothermal energy, sea wave energy, 
ocean thermal different energy and solar energy for electrical 
power generation. Most of renewable energy usage is in small 
capacity resulting in the use of small electrical generation. Small 
electrical generation, commonly, can be found in the form of 
small electrical generation capacity, which operates based on 
permanent magnet.  
In the current condition, at least in Indonesia, electrical 
generator are imported from other countries, so that local 
country industry contributes only in the assembling process of 
the electrical generator.  
To support the growing program of small scale electrical 
power industry in the usage of renewable energy, it is important 
to make permanent magnet. If strong permanent magnet is able 
to be self made, then the industry of small scale permanent 
magnet generator will fastly grow. Therefore, the cost for 
producing renewable energy based for electrical power 
generators can be much reduced. So, a research to find a simple 
method for producing permanent magnet is needed.  
The following research result was the effect of magnetic 
material variation to magnetic quality. This needed relevance 
knowledge related to chemical one.  
When a curent flows through a coil having metal or 
non metal core, magnetic fields is produced in the core. The 
higher the current makes the bigger value of the magnetic field 
strength.. However, there is a limit in magnitude of the current 
flowing, above which the magnetic field strength cannot be 
increased anymore as the saturation condition has been reached. 
For Neodymium-Iron-Boron material. If Hs > 40000 Oersteidt, 
Br cannot been futther increased. After reaching this point, if Hs 
is reduced, the return path will not use the same path. Instead, 
the path that is used, is the upper path resulting in the Br ≠ 0 for 
Hs = 0. Then the value of Br is called residual magnetic. This 
shows that permanent magnet is produced. 
  
II. MATERIALS AND METHODS (when applicable) 
An impulse current generator being able to produce a peak 
current of 8663.79 A with front time of 5.37 μS and tail time of 
24 μS was used to make permanent magnet.  
A NYA cable having the diameter of 1.5 mm wound 
surrounding a PVC pipe having inner diameter of 17 mm with 
it’s length of 100 mm was used as magnetizer’s coil. Several 
number of turn coils were produced, each of which has 5, 10, 20, 
35, 46, and 86 turns.  
In order to produce longer front time and tail time of the 
impulse current obtained, two different inductors consisting of 
86 turns and 100 turns surrounding E-I core was made and was 
connected in series to the magnetizer’s coil.  
Material to be magnetized was in the form of 7 concrete 
nails, Fig.1, that were inserted in the PVC pipe performing as the 
coil core. 
 
 
 
Figure 1. Concrete nails. 
 
III. RESULTS AND DISCUSSION 
Using 7 concrete nails as the core of the coils, each of which 
having 5, 10, 20, 35, 46, and 86 turns, with the implementation 
of impulse current produced by 7 kV capacitor voltage charging, 
it could be obtained permanent magnets. The permanent magnet 
strength produced by the central of the nails up to 10 days 
measurement can be seen in Figure 2, and the permanent magnet 
strength produced by concrete nails surrounding the central ones 
for 10 days are easily seen in Figure 3. 
 
 
Figure 2. Magnetic field strength of central concrete nail under 
the capasitor voltage of 7 kV 
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Abstract: Power generation is a business that both satisfy 
industrial and consumer needs. Power generation technologies 
had emerged from conventional power plant which is denoted by 
conventional steam plant and evolved all the way to nuclear 
plant. While mechanical arrangements are usually unique and 
differ from a type of power plant compared to another, electrical 
assemblies are almost the same. Much anticipating factor is 
sizing of the electrical equipment. Among fundamental 
equipment that is a must have in a power plant is an electrical 
generator. In principle, generator is crucial equipment that needs 
a proper maintenance in order to produce a steady output stream. 
The objective of this study is to investigate partial discharge 
characteristics of 3 unit generators stator winding at Tanjung Bin 
Power Plant, Johor, Malaysia. We will compare the partial 
discharge characteristics of unit 10, 20 and 30 generators stator 
winding, respectively. Software designed by Iris LP will be used 
throughout these processes. The software-PDView will 
demonstrate graphical view of the partial discharge occurrence 
in the generator stator winding. Compiled data will be analyzed 
using Microsoft Excel in order to establish an evaluation of the 
generator stator winding. The analyzed results showed that all 
generators are in good condition.  
 
I.INTRODUCTION 
The rule of thumb when a conductor is moved across a 
magnetic field or vice versa, current is generated inside the 
conductor. A generator produces electricity. In a generator, 
whenever something initiates the shaft or armature to spin, 
electricity is generated. Generator is the heart of electricity 
production where pure electrical reactions occurr and effectively 
produce massive amount of currents that is beneficial for the 
industrial and home uses.  
Competent electricians are aware of the role played by a 
generator in the power generation business. A generator must be 
well kept, maintained and monitored. Among maintenance 
activities that should be carried out are carbon brush 
measurement, slip ring cleaning and shaft voltage cleaning. 
These activities are normally carried out on monthly basis or 
during shutdown.  
Failure to do a proper maintenance will result in devastating 
event. All maintenance histories are documented and audited 
periodically. While all these kind of maintenances are performed 
on generator, there is one more maintenance action that should 
be taken into consideration. Partial discharge in stator winding is 
a kind of slow deterioration process occuring on winding 
insulation. Measurements of the partial discharge in stator 
winding could be done on-line or off-line.  
Studies show that most stator windings are very reliable 
(about 95%) at any given time [4]. Knowing this, it is important 
for users of large machines to know or at least have an idea if 
their machine is one of the 5%. There are advantages to knowing 
that there are no problems. Some machines are known to be 
more reliable than others because of their design and how they 
are operated. However, eventually these machines will fail, if for 
no other reason, due to gradual thermal aging of the stator 
winding insulation. Users of the partial discharge test will be 
able to find problems while on line and also identify machines 
that are in good condition enabling them to extend the time 
between major outages.  
 
II. MATERIALS AND METHODS 
Partial discharge data can be collected using many different 
techniques, the important criteria for any measurement made 
during normal generator operation is the ability to deal with 
electrical interference or noise. With the machine in operation 
and connected to the power system, many sources of noise are 
present including power system corona, slip ring sparking, poor 
electrical connections external to the stator winding, local power 
tool or arc welding equipment operation, and many more. All of 
these can generate pulses with characteristics similar to partial 
discharge, which can often be orders of magnitude larger than 
the actual partial discharge levels in the winding[5].  
This study will focus on the predominant on-line partial 
discharge measurement technique in use today, which detects 
the voltage pulse that is created when a partial discharge occurs 
via either a high voltage capacitor connected to the machines 
stator winding; or a stator slot coupler (SSC) which is a type of 
antenna installed in stator slots. Fig. 1 is a sample of SSC 
installed in on line partial discharge system. 
 
 
 
Figure 1. Stator Slot Couplers (SSC)[5] 
 
Each generator monitored requires a data acquisition 
unit(DAU) to be installed nearby and within 30cm of the PD 
termination box. Size appropriatecoaxial cables connect the PD 
termination box to the DAU[5]. The DAU measures the partial 
dischargesactivity from all of the partial discharge sensors 
installed on the machine, separates the partial discharge from 
noise, and counts the number, magnitudeand phase position of 
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the partial discharge. The DAU contains a computer and 
memory to temporarily store the data, and to enable 
communications with a system controller via a number of 
communication methods. The DAU also accepts analog inputs to 
measure the generator operating information such as active 
power, reactive power, temperature, voltage, and hydrogen 
pressure. 
 
III. RESULTS AND DISCUSSION 
Partial dischargesplots were obtained from system 
controller.  Graphs were generated using PDViewSoftware 
provided by IrisPower.  Each graph will consist of bipolar slot 
totaland bipolar endwinding. Generator Unit 10, 20 and 30 are 
equipped with six sensors per unit.  They are named RS40, YS8, 
BS24, RS9, YS25 and BS4, respectively.  Every sensor is 
positioned at 30, 150, and 270degree according to the respective 
phases. For the ease of analysis, we group the sensors into two 
groups.  The first group is denoted by RS40-YS8-BS24 and the 
latter would be RS9-YS25-BS41.  Examples of bipolar slot 
totaland bipolar endwindingwereshown in Fig.2. 
 
 
Figure 2.  Bipolar Slot Total 
 
In order to establish a 5-year trending for respective unit, we 
took three measurements per year for every unit. We decided to 
take measurement in January, June and December each year for 
every unit for five consecutive years. All measurements taken 
were from 2007 until 2011.  Somehow, not all months are 
available within the data range.  Unavailable data that is missing 
due to anonymous problem was replaced with nearest month 
available. Clarification will be made in the affected unit. From 
graphs generated by PDViewsoftware, we tabulatedthe 
maximum PD occurrence of each graph. The trending 
wasplotted using Microsoft Exceland illustrated further in the 
respective section.  
 In order to establish a 5-year trending for respective unit, 
we took three measurements per year for every unit. We decided 
to take measurement in January, June and December each year 
for every unit for five consecutive years. All measurements 
taken were from 2007 until 2011.  Somehow, not all months are 
available within the data range.  Unavailable data that is missing 
due to anonymous problem was replaced with nearest month 
available. Clarification will be made in the affected unit. From 
graphs generated by PDViewsoftware, we tabulatedthe 
maximum PD occurrence of each graph. The trending 
wasplotted using Microsoft Exceland illustrated further in the 
respective section.  
Throughout five years, we obtained eighty-percent 
measurements that followed our default time of measurement 
namely January, June and December for each year. Slight of 
changes were done on measurement on June 2010, June 2011 
and December 2011. The data were replaced with July 2010, 
May 2011 and November 2011, respectively.  However, the 
plotted graphs denoted default date as January, June and 
December. For example, red phase graph for Generator Unit 10 
were illustrated in Fig. 3. 
 
 
 
Figure 3.  Sensors RS40 Bipolar Slot Total 
 
Fig. 4showsthe maximumPD pulse magnitude for generator Unit 
20. Thisindicates the RS40-YS8-BS24 sensors. 
 
 
Figure 4.  Maximum PD Pulse Magnitude for Generator Unit 20 
(RS40-YS8-BS24) 
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Abstract: This paper investigates the existence of distinctive 
features of initial breakdown process between ground (CG) and 
cloud (IC) discharges. 10 ground discharge and 10 cloud 
discharge waveforms have been selected from a collection of 
waveforms measured using fast broadband antenna system. The 
measurements were carried out in Uppsala, Sweden from June to 
August 2010. Major distinctive features are discovered between 
the initial breakdown process of ground and cloud discharges. 
Within the first 1 ms duration, the initial breakdown process of 
CG has more than twice number of pulses, more bipolar pulses 
than unipolar pulses, and shorter inter-pulse duration when 
compared to IC. 
 
I. INTRODUCTION 
Any lightning discharge must start with an electrical 
breakdown process. Such breakdown process is known as initial 
or preliminary breakdown (PB) process. However information 
regarding the initiation of the breakdown process is still not 
really well understood. Two famous hypothetical mechanisms 
have been proposed to explain the inception of breakdown 
process namely conventional breakdown mechanism and 
runaway breakdown mechanism [1]. The initial breakdown 
process could be grouped into 2 categories. Initial breakdown 
process associated with ground and cloud discharges is the most 
common and well-studied category. The second category is an 
isolated breakdown process that doesn’t lead to any subsequent 
activity. Such breakdown process has both polarities as 
explained in details in [2]. In this paper we focus only on the 
first category of initial breakdown process. In this paper, more 
distinctive features are investigated with the aim to observe any 
difference that may exist between ground and cloud discharges. 
The investigated distinctive features are the total number of 
pulses, total number of unipolar and bipolar pulses, average of 
normalized amplitudes, and average of interpulse duration 
(IPD). 
 
II. MATERIALS AND METHODS 
The measurements were done in the shielded mobile 
lightning research station in the premise of Ångstrom 
Laboratory, Uppsala University, Sweden (59.8ºN and 17.6ºE) 
during summer thunderstorm between June and August 2010. A 
broadband antenna system equipped with parallel flat-plate and 
whip antennas was used to capture fast and slow vertical electric 
field changes respectively. Zero-to-peak rise time of the 
broadband antenna system was less than 30 ns for the step input 
pulse. The decay time constant values were fixed at 15 ms and 1 
s for fast and slow field measurements respectively. The data 
presented in this paper were recorded at 20 MS/s (50 ns time 
resolution) with 300 ms delay. 
 
III. RESULTS AND DISCUSSION 
Ten waveforms each were chosen from ground and cloud 
discharges. The analysis focuses on the pulses found in the 
initial breakdown process for the first 0.5 ms and 1 ms durations. 
The maximum number of pulses in ground discharge is more 
than twice higher than in cloud discharge with 79 ground 
discharge pulses compared to 29 cloud discharge pulses. 
Following the same characteristic, the minimum number of 
pulses recorded 30 ground discharge pulses, more than twice 
higher in comparison to 11 cloud discharge pulses. We observe 
that the same characteristic also true for the 0.5 ms duration. We 
observe that the number of bipolar pulses is always higher than 
unipolar pulses in 8 waveforms from the total of 10 observed 
waveforms for ground discharge. However the cloud discharge 
shows different feature where in 0.5 ms duration case, the 
number of unipolar pulses is almost equal to the number of 
bipolar pulses. Since it is insignificant to compare the 
amplitudes between waveforms (strength is relative to the 
distance from the discharge source), we adopted a categorization 
method used in [3] to level the amplitudes to the same reference 
level. Then, we introduced a normalization method by selecting 
the largest intensity from the large pulse group and labelled as 
the main pulse and the other pulses amplitudes were normalized 
to the main pulse. 
We observe that the average of the normalized electric field 
intensity for both ground and cloud discharges is almost the 
same. The variations are between 0.2 to 0.4 and 0.3 to 0.6 for 1 
ms and 0.5 ms respectively. We observe that the inter-pulse 
duration of cloud discharge is longer compared to ground 
discharge. 
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Abstract: Ferroresonance as one of EMI phenomena in 
power system often causes severe damage to power system 
equipment. Although it usually occurs for duration of several 
seconds which is much shorter than the duration of current 
faults, yet explosion of instrument transformers and melting of 
power transformer lamination can occur due to the 
ferroresonance effect. Most of previous researches focus on 
power system stability aspect and magnetizing characteristics of 
the iron cores. There is minimal study on the ferroresonance 
damping solution for power system. In this paper, mitigation of 
ferroresonance is carried out by applying FACTS devices which 
can change the power system topology at ferroresonance point. 
While voltage and current waveform are between normal value 
before switching and maximum point after in ferroresonance 
time, this phenomenon can be mitigated. The simulation results 
prove that if FACTS devices are applied before the 
ferroresonance threshold, the overvoltage and overcurrent values 
significantly reduce and become tolerable for equipments.  
 
I. INTRODUCTION 
Ferroresonance is a resonance situation with nonlinear 
inductance, so the inductive reactance not only depends on 
frequency, but also on the magnetic flux density of the iron core 
(such as the transformer iron core). The inductive reactance is 
represented by the saturation curve of a magnetic iron core. 
Theoretically, this nonlinear inductance could be represented by 
two inductive reactances, according to the situation on the 
saturation curve.  
 Linear zone  XL−linear = ωLlinear  
 Saturation zone  XL−sat = ωLsat  
 
Like resonance, depending on the connection between the 
capacitance and the nonlinear inductance, the ferroresonance 
equivalent circuit may be in series or parallel [1]. 
 
E = VC + VL                                                             (1) 
 
 
 
Figure1. Series Ferroresonance circuit 
 
The magnetizing branch of transformer is modeled by 
Preisach type model as a nonlinear inductance in parallel with a 
nonlinear resistance and these represent the nonlinear saturation 
characteristic:  
(2) 
 
and nonlinear hysteresis and Eddy current Characteristics [2]:  
 
(3) 
 
For Analysis the iron core saturation characteristic is giving by:  
 
(4) 
 
Where depends on degree of saturation.  
The core loss is described by a third order power series whose 
coefficients are fitted to match the hysteresis and eddy current 
nonlinear characteristic as: 
(5) 
 
 
 
Figure 2. Equivalent circuit for modeling Ferroresonance 
 
II. SIMPLIFIED FACTS DEVICES AND EFFECT ON 
TRANSIENTS STABILITY 
FACTS devices are equipments used in power transmission 
network to overcome power quality problems. As the FACTS 
device is switch off, the VSC source is in the charging process 
and its effect on the settled line is minimum. Yet, when the 
device senses any power quality problem, switch on and inject 
or absorb power to mitigate this problem. It is clear that, by 
switching on any FACTS devices, system topology at 
connection node will change [3]. FACTS devices are sensitive to 
any change in current or voltage; moreover, these devices are 
connecting to the network in the partial of time, so we expected 
that these devices can mitigate Ferroresonance. In this novel the 
effect of STATCOM and UPFC is considered. The Unified 
Power Flow Controller is the most versatile FACTS controller 
for the regulation of voltage and power flow in a transmission 
line. It consists of two voltage source converters (VSC) one 
shunt connected and the other series connected. The DC 
capacitors of the two converters are connected in parallel. Yet, 
the STATCOM is just the shunt part of figure 3.1, while the 
interconnection switches areoff. Although STATCOM ability to 
mitigate transients is less than UPFC, this FACTS device has 
faster response. 
Table 1. Yield of Applying FACTS on Peak of voltage 
FACTS 
UPFC
-1 
Ferro. 
UPFC-
2 
Ferro. STATCOM Ferro. 
ON 
1.57 
p.u 
2.42 
p.u 
0.96 
p.u 
2.2 
p.u 
1.3 p.u 
1.9 
p.u 
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Yield 35% 56% 31.6% 
OFF 
1.22 
p.u 
2.1 
p.u 
1.16 
p.u 
1.78 
p.u 
1.25 p.u 
1.81 
p.u 
Yield 41.9% 34.8% 30.9% 
 
III. RESULT AND DICUSSION 
In Figure 3 portrays the different between ferroresonance 
and 3 FACTS devices that applied to mitigate ferro-resonance. It 
is shown that circuit breaker switch off at 0.15 sec, and entire 
network back fed by coupling capacitance. When ferroresonance 
occur the voltage peak rises to 3.5 times more than normal 
condition. Yet by applying UPFC in mode-1 at 0.18 sec, after a 
transient, it shows good damping during UPFC in mode-1 is 
switch on. Switching off the UPFC in mode-1 at 0.38 sec 
slightly distort the voltage waveform. In the third subplot, effect 
of UPFC in mode-2 is shown. When the circuit breaker switches 
off, the ferroresonance voltage peak is more than normal 
condition of ferroresonance. Moreover, switching on the UPFC 
in mode-2 reduced the voltage to half of normal condition (after 
a transient). Furthermore, after switching the UPFC in mode-2 
off, the voltage increase, yet it’s containing upper harmonics 
which are dominant and distort the waveform considerably. The 
last subplot portrays the STATCOM yield of ferroresonance. 
When the STATCOM switch on, by a transient it reduce the 
ferroresonance. Furthermore, turn off the STATCOM slightly 
changes the voltage waveform.  
From the work carried out in this research, the following 
conclusions can be made:  
 The THD during ferroresonance increases significantly. 
When the FACTS devices switch on, UPFC in mode-1 
portrays better mitigation compared to STATCOM. The 
UPFC in mode-2 increases the THD. Furthermore, while 
FACTS are switched off, the STATCOM illustrates better 
damping compared to UPFC in both mode-1 and mode-2. 
 The 1st harmonic falls down by using FACTS devices. 
When FACTS are switched on, although UPFC in mode-1 
and STATCOM reduce 1st harmonic, yet 1st harmonics is 
more than 1 p.u after damping. But, The UPFC in mode-2 
over damps the 1st harmonic. Moreover, while the FACTS 
switched off, all FACTS have close range in damping to 
each others. 
 The mitigation of UPFC in mode-1 on the 2nd harmonic is 
better than STATCOM and UPFC in mode-2 when they are 
switched on. Furthermore, while switching the FACTS off, 
the effect of UPFC in mode 1 is better than UPFC in mode-2 
and STATCOM. 
 When FACTS are switched on, the effective device is UPFC 
in mode-1, UPFC in mode-2 and STATCOM, in order of 
merit. But, while the FACTS are switched off, the UPFC in 
mode-1 and STATCOM portrays better damping than UPFC 
in mode-2. 
 When FACTS devices are switched on, UPFC2 reduces 
ferroresonance better than others, yet when they become 
switched off UPFC in mode-1 has better damping than 
others. 
 Generally, when the FACTS are switched on, the UPFC in 
mode-1 has the best mitigation effect. But, when FACTS are 
in off mode, the best device can be STATCOM and UPFC in 
mode-1. Moreover, the UPFC in mode-2 illustrates the 
uncontrollable and unreasonable damping compared to 
others. 
 Table 1 portray that, when FACTS devices are switch on, 
UPFC2 reduces ferroresonance better than others. Its 
effectiveness is 56%, yet UPFC1 and STATCOM are 35% 
and 31.6%, respectively. When the FACTS are turn off, 
UPFC1 shows better mitigation by around 42% effective 
damp. Yet UPFC2 and STATCOM mitigation effect is 35% 
and 31%, respectively.  
 
 
Figure 3. Compare between voltages 
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Abstract: When a dc voltage is applied to an insulating 
spacer, the electric field distribution around it is determined by 
the resistivity of the material. Consequently, charges are 
accumulated on the surface of the insulator, and the breakdown 
voltage of it can become low. For designing a highly reliable 
electric power apparatus, it is indispensable to get information 
on such accumulated charge distribution. In this paper, the 
charge density distribution of the downsized model spacer was 
measured. Charge measurement was conducted with the spacer, 
on which low-resistance coating was applied and surface 
resistivity was changed. The results indicate that the surface 
resistivity nonuniformity is the main factor of charge 
accmulation in this experiment.  
 
I. INTRODUCTION 
In this paper, the charge density distribution of the 
downsized GIS disc spacer made of epoxy resin, the relative 
permittivity of which is 5.93, was measured. A dc voltage was 
applied to the spacer, and after the removal of a dc voltage, the 
charge density on the surface was measured using an 
electrostatic probe. Voltage application and charge measurement 
were conducted in an experimental chamber filled with 0.1-MPa 
SF6 continuously without opening the chamber. The applied 
voltage was set at 30kV and the spatial resolution of the 
measurement system is 5.4 mm. As pointed out in the preveous 
research[1], the charge accumulation is affected by the surface 
resistivity nonuniformity on the spacer. Therefore, the charge 
measurement was conducted with the spacer, on which low-
resistance coating was applied. With the low-resistance coating, 
the surface conductivity changed. The experiment was 
conducted with two spacers, the one of which was concentrically 
coated with low-resistance coating shown in figure 1(a). The 
other one was full-coated on the spacer shown in figure 1(b).  
 
II. RESULTS AND DISCUSSION 
The charge distribution of the concentrically-coated spacer 
after 100 hours voltage application is shown in figure 2(a). 
Charges were accumulated along the boundary of the coated 
region concentrically and no radial charge patterns were 
appeared. The maximum charge density was over 160pC/mm2. 
On the contrary, the maximum charge density was below 
40pC/mm2 on the full-coated spacer, shown in figure2(b), which 
is much lower than that in the case of the concentrically-coated 
spacer. This is because the resistivity of the spacer was 
uniformized by the low-resistance coating. The experimental 
results verify the assumption that the surface resistivity 
distribution is the main factor of the charge accumulation. 
 
 
 
Figure 1. Coating region of disc spacer 
(a) Concentrically coating (b) Full coating 
 
 
 
Figure 2. Charge density distribution after 100 hours of voltage 
application (a) Concentrically coating (b) Full coating 
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Abstract: Surface discharge is a common electrical 
discharge that normally occurs on the surface of outdoor 
insulators and also causes the failure in the electrical insulation 
system. One of the causes of surface discharge was the presence 
of high voltage stress. The experimental work was carried out to 
examine the surface discharge characteristics on polymers as an 
insulation material. The IEC (b) electrode configuration had 
been used to investigate the surface discharge phenomenon of 
different types of polymeric materials with controlled of relative 
humidity. In this experimental work, there are three types of 
polymer that have been selected which are high-density 
polyethylene (HDPE), ethylene-vinyl acetate (EVA), and 
polystyrene (PS). The characteristics of the discharge are 
critically depending on the types of polymer. The surface 
discharge characteristics observed through surface morphology 
which is examined by stereo microscope (SZM Series). 
Moreover, surface discharges intensity and occurrence of each 
polymeric material are investigated. The data analysis was done 
to compare the surface discharge characteristics between those 
samples. From the results, it is discovered that EVA have the 
severe degradation on its surface compared to HDPE and PS.  
 
I.INTRODUCTION 
Surface discharges can occur in a gas, liquid, or a vacuum in 
close to a solid dielectric surface. Even though the magnitude of 
such discharges is usually small, they can cause progressive 
deterioration and leads to failure. Therefore, it is important to 
investigate these surface discharge characteristics to find the 
solutions for the problem occurs in application of the solid 
dielectrics. Solid dielectric materials are used in all kinds of 
electrical apparatus and devices to insulate one current carrying 
part from another when they operate at different voltages. A 
good dielectric should have low dielectric loss, high mechanical 
strength, should be free from gaseous inclusions, and moisture, 
and be resistant to thermal and chemical deterioration. Solid 
dielectrics have higher breakdown strength compared to liquids 
and gases. Solid insulating materials, which are generally used 
in practice, are of two types, namely the organic materials, such 
as paper, wood, rubber, etc and the inorganic materials, such as 
mica, porcelain, etc, and synthetic polymers such as perspex, 
high-density polyethylene (HDPE), polypropylene (PP), 
polyvinyl chloride (PVC), ethylene-vinyl acetate (EVA) and 
polystyrene (PS).  
The objective of this study is to examine the surface 
discharge characteristics on such polymers as an insulation 
material. The IEC (b) electrode configuration had been used to 
investigate the surface discharge phenomenon of different types 
of polymeric materials with controlled of relative humidity.  
The surface morphology due to partial discharge activities 
are also examined in order to confirm the correlation of ageing 
time and degradation on polymers surface. 
  
II. MATERIALS AND METHODS 
2.1 Sample 
In this experimental study, three types of polymeric 
materials used was high-density polyethylene (HDPE), 
polystyrene (PS) and ethylene-vinyl acetate (EVA). Each 
material has its own characteristics. EVA is copolymer of 
ethylene and vinyl acetate. It’s an extremely elastic material that 
can be sintered to form a porous material similar to rubber, yet 
with excellent toughness. It is three times as flexible as LDPE. 
PS is a vinyl polymer. Structurally, it is a long hydrocarbon 
chain, with a phenyl group attached to every other carbon atom. 
HDPE is the high density version of polyethylene (PE) plastic. It 
is harder, stronger and a little heavier than LDPE, but less 
ductile.  
 
2.2 IEC(b) Electrode Configuration 
IEC(b) electrode configuration (IEC 60343:1991) is a 
recommended standard test method for determining the relative 
resistance of insulating materials to breakdown by surface 
discharges. According to this method, we can also observe the 
discharge intensity as an electrical parameter for this 
experiment.  
In this experiment, the IEC (b) electrode configuration will 
be a closed condition. This experiment will be conducted to 
control the relative humidity of the air inside the IEC (b) 
electrode configuration during the experiment.  
 
2.3 Experimental Procedure 
The experiment done used HVAC supply to test the 
polymeric material samples. The test was used the closed 
condition IEC (b) configuration and the relative humidity in the 
closed chamber of IEC (b) was fixed at medium range of 25-
49%. The relative humidity in the chamber was controlled by 
using the silica gels. The percentage reading of relative humidity 
was taken used hygrometer. The tests are made using 8kVrms 
AC voltage and frequency of 50Hz. The samples were tested 
with constant ageing time, 1 hour.  
Three test samples have been used in this experimental 
study. They are from polymeric materials group which are high-
density polyethylene (HDPE), ethylene-vinyl acetate (EVA), and 
polystyrene (PS) .  
 
III. RESULTS AND DISCUSSION 
Figure 1 shows the picture of each sample for unaged and 
aged images. 
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Figure 1. Picture of HDPE sample; (a) before and (b) after 1h of 
ageing time 
 
Figure 2 showsthe average peak voltage of surface discharge 
for each sample during 1h ageing time.As can beseen clearly 
from the figure, EVA sample hashighest average surface 
discharge voltage compared to HDPE and PS.  It alsoobserved 
that there is a trend of discharged voltages which rise and fall 
within minute 0 to minute 50. 
 
 
Figure 2. Average peak voltage onsurface dischargesfor HDPE, 
EVA and PS during ageing time. 
 
Each of polymers has their own characteristics and 
properties.  The arrangement of the electron and molecule 
bonding greatly influences chemical and physical properties of 
the polymer.  The stronger the chemical bonding, the harder the 
surface degradation to occurs.  So when a high voltage stress 
applied on the surface of polymer, it will be affected the 
arrangements of its electron and some chemical process occur. 
It is observed that there is a trend of discharged voltages 
which rise and fall during 1 hour experiment.  This might be due 
to the discharge voltages have become source of energy used in 
breaking the covalent bond within the polymeric molecular 
structure that causes electrochemical degradation of polymeric 
structure.  Later, energy is releasedin form of heat and this heat 
will roughen the surface and cause erosion to form surface 
cavities. 
Degradation occurs when the electrons in a polymeric bond 
are so strongly attracted to another atom or molecule (called a 
“foreign” atom or molecule) outside the bond that the polymer 
bond breaks.  The foreign molecules are often part of the 
environment surrounding the polymeric material and for this 
experimental study it being effected through source of high 
voltage.  The most common foreign molecule that has significant 
effects on polymer is oxygen.  The process of reaction with 
oxygen is called oxidation [5]. 
As time passes, these cavities eventually lead to treeing and 
possible of insulation failure.  High humidity and contamination 
such as dirt will speed up the process of breakdown.  Dirt 
contamination and moisture film foamed on the insulation 
surface due to high humidity in an open-air arrangement cause 
increased electrical conductivity which might be increasing the 
frequency of the partial discharges.  So that, dry and clean 
surface may help to minimize or eliminate the ageing time effect 
of partial discharge on polymeric insulator. 
In summary, surface discharges of polymeric material under 
high voltage ac causes severe polymeric sample’s surface 
deterioration as time passes. The prolonged operation under high 
voltage stress cause tracking and treeing as two of the ageing 
time effects which gradually lead to permanent insulation failure 
or breakdown.  
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Abstract: Reliability of power transformers is most 
important for a safe and economic operation of electrical 
networks. Condition monitoring of the transformers is an 
important issues since many transformers in electrical industries 
and utilities around the world are approaching the end of their 
design life. Many testing and monitoring techniques have been 
used by power utilities to detect failures occur in power 
transformers as a results of the degradation of the liquid and 
solid insulation due to various stresses. In the last decade, 
several dielectric diagnostic methods in time and frequency 
domain were widely discussed and occasional used to assess the 
condition of the insulation systems of power transformers. This 
paper presents the pattern and analysis results of dielectric 
response in time domain known as polarization and 
depolarization current (PDC) on mineral insulating transformer 
oil under arcing fault conditions. 
 
I. INTRODUCTION 
Power transformer is one of the most important and 
expensive components in electrical transmission and distribution 
system. Faults in transformers can cause interruption of power 
supply and results to revenue losses to power utilities. The 
minimization of the time needed for transformer fault diagnosis 
and repair is an important task for electric utilities, especially in 
cases where the continuity of supply is crucial. Thus, preventive 
tests and diagnosis are of benefit to predict fault in the 
transformer, optimize maintenance and increase reliability of 
this strategic units. 
Many testing and monitoring techniques have been used by 
power utilities to detect failures occur in power transformers. 
They can be separated into traditional diagnostic methods such 
as dissolved gases analysis, oil quality analysis, dielectric loss 
angle, insulation resistance, turn ratio and winding resistance 
that have seen widespread use for many year and non-traditional 
methods such as frequency response analysis and dielectric 
response measurement. Some of these non-traditional methods 
are starting to be used and some methods are still in the research 
stage [1-3]. 
Dielectric response measurement in frequency and time 
domain are one of the modern electrical testing techniques. 
Dielectric characteristics of material are related to the molecular 
properties of the material. Different faults and ageing in the 
power transformer will influence the material properties like 
conduction and polarization and identified easily on dielectric 
response. The breaking of hydrocarbon chain of mineral 
insulating oil under arcing fault in power transformer was found 
influence the conductivity of the oil and observed at the initial of 
time domain response [4-6]. 
In this paper, the dielectric response in time domain known 
as polarization depolarization current (PDC) was used to analyse 
faults occur in power transformer. The dielectric response of 
mineral insulating transformer oil with known faults was 
measured and finally analysed. 
 
II. EXPECTED RESULT 
PDC pattern of mineral insulating oil after experince arcing 
fault is expected to have sligtly different response from mineral 
oil in healty condition. It will be proven by the result of the 
statictical analysis run on the PDC measurement data and pattern 
that will be plot. 
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Abstract: Polymer nanocomposites materials have recently 
emerged as dielectric and electrical insulation. Polyethylene has 
long been used as extruded cable and HV insulation. Currently, 
this material has received significant attention because of its 
ability to enhance electrical insulation properties by addition of 
nano-filler. Polarization and Depolarization Current (PDC) 
measurement is an efficient and effective diagnostic technique 
based on time domain measurement for evaluating and condition 
monitoring of polymer nanocomopsite for HV insulation. 
Electrical conduction for polymer nanocomposites has been used 
widely as a tool to monitor the dielectric behaviour. This paper 
focuses on application of Polarization and Depolarization 
Current (PDC) testing method to evaluate and determine the 
performance of LLDPE nanocomposite for high voltage 
insulating material. The experiment was conducted to find PDC 
pattern of the material when added with nano-filler (silicon 
oxide) as well as to find its conductivity values at different 
percentage of nano- filler. PDC values and DC conductivity 
exhibits significant reduction with addition of nano-filler at 
different %wt of concentration. This was due to the decreasing 
of initiation probability of short circuit treeing in the insulation. 
The result shows that the addition with certain percentage of 
nano-filler into the LLDPE based material could improve HV 
insulation properties of the material by using PDC method.  
 
I. INTRODUCTION 
The oriented structure of polymers has been extensively 
investigated owing to its enhancement in many properties. 
Polymer composites are important commercial materials with 
various applications. As known, polymers filled with nanoscale 
fillers are recognized as polymer nanocomposites. Apparently, 
with addition of nanoscale fillers into polymers, robust materials 
can potentially be produced due to the synergistic effects 
(cooperating for enhanced effects) arising from the blending 
process[1]. Nano-silicone oxide (SiO2) with huge surface area is 
widely used in polyolefin composites. Its application is now 
mainly focused on the improvement of mechanical and electrical 
properties [2-4]. Among all non-destructive monitoring 
techniques, the Polarization and Depolarization Current (PDC) 
measurement is gaining popular due to its ability to assess the 
conductivity of HV insulations within the initial periods after a 
DC step voltage application. PDC Analysis can easily identify 
whether the cause of insulation trouble is due to conduction such 
as free water or ageing process caused by temperature effects. 
The dielectric properties of an insulating material change with 
moisture, ageing and contamination[5]. In this paper, PDC 
technique is used to monitor the conductivity variations due to 
its polarization and depolarization current values. Different types 
of nano-filler can give different variations.  
II SAMPLE AND MATERIAL PREPARATION 
LLDPE used in this study is a commercial linear low density 
polyethylene from Titan Chemical, Malaysia. It has a density of 
0.918 g/cm3, a melt index of 25g/10 min. Nanoparticle of silicon 
oxide is made from China with a particle size of about <50nm 
was used as filler. This nano scale filler has a nearly spherical 
shape with a specific surface area of about 100 m2/g. The filler 
was dried before use. Natural rubber grade SMR CV 60 supplied 
by Taiko Plantations Sdn Bhd was used for blending and mixing 
with LLDPE and nanofiller. Polyethylene nanocomposites were 
prepared by melt mixing at 1650C using a Brabender type model 
835201.041 mixer with chamber size of 50 cm3. The mixer has 
a high shear force and the screw speed was controlled at 35 rpm 
with the mixing time of 2 min. The polymer nanocomposites 
were finally prepared into square shape of 10cm x 10cm with the 
thickness of 3 mm by hot melt pressing at 1 tone pressure at 170 
0C for 10 min. Four types of polyethylene nanocomposite square 
shaped with a diamension of 10 cm x 10 cm were prepared with 
concentrations of nanofiller of 0, 1, 3, 5 and 7 wt %, 
respectively.  
 
III PDC MEASUREMENT FOR LLDPE NANOCOMPOSITE 
INSULATION 
The polarization currents measurement was performed by 
applying a DC voltage step on the dielectric materials and 
depolarization current is measured by removing the dc voltage 
source incorporating with a switch which turn on to short circuit 
the tested objects. The dc voltage applied was 1000V for about 
10,000 seconds for polarization and depolarization time. Figure. 
1 shows the polarization and depolarization current 
measurement. The test cell that has been used is three terminal 
electrode types. 
 
Figure. 1. PDC measurement setup for solid insulation. 
 
IV EXPECTED RESULTS 
Diffferent types of nano-filler and percentage of 
concentration will give different values of polarization and 
depolarization current values. It can be observed, changes in 
insulation polarization and depolarization current values tend to 
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affect the value of conductivity. From the results, it can be 
concluded that adding nano particles into LLDPE 
nanocomposite can reduce the PDC values. However, different 
amount of nano-fillers will give different results. By reducing 
the conductivity to the lowest value, it can be known that a small 
amount of nano-fillers is separated inside the dielectric with a 
certain wide distance, which can be known as 'extra traps' for the 
dielectric, and therefore improve the insulation property. 
However, if more nano particles adding into the LLDPE, for 
example 5% wt has showed a better insulation property than the 
pure samplewith the conductivity is higher compared to the 
samples of 1% and 3% wt. This is because that some of the 
nano-fillers are too closed to each other, and each nano particle 
has an interaction zone around it that resulting some overlap of 
interaction zones. For higher contents of nanofiller, the 
probability of interaction zones overlap is getting higher, and 
therefore, the nano particles may aligned together which helps 
the charges moving across the dielectric. The results from PDC 
measurements can be used to determine the insulating condition 
properties of LLDPE nanocomposite..Higher values of 
polarization and depolarization currents contribute to higher 
conductivity of the materials. The trends of the conductivity 
variation were found to be dependent on the polarization and 
depolarization currents values.  
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Abstract: Polymer nanocomposites for HV insulation have 
been extensively researched in recent years because of the 
unique properties and the ability to enhance electrical 
performance. Electrical conduction for polymer nanocomposites 
have been used widely as a tool to monitor the dielectric 
behaviour. This paper reviewed, analyzed and compared DC 
conductivity patterns of polymer at various nano-filler 
concentration percentage. Results from previous researches 
studies and experiments have been compiled and analyzed to 
find the patterns and trends of DC conductivity. DC conductivity 
exhibits significant reduction with addition of any types of nano-
filler at right amount, however the right percentage added is 
different from one to another. This was due to decreasing of 
initiation probability of short circuit treeing in the insulation. 
The results found that addition of nano-filler into the polymer 
nanocomposites material will improve electrical insulation 
properties of the material.  
 
I INTRODUCTION 
Recently, nano-composite material had attracting many 
researchers’ attention in the field of dielectric and electrical 
insulation. Polymer nanocomposite materials have been given 
much attention as a new insulation material because the 
properties of the original material can be drastically improved by 
adding a few percent of nano-sized filler. Polymer 
nanocomposite insulating materials are widely applied to power 
apparatuses and cables. Traditionally, additive agents and fillers 
are often used for improving insulating and mechanical 
properties[1]. A nanocomposite polymer is composed of nano-
filler, of which diameter is as small as a few tens to a few 
hundreds of nanometers, and a polymer as a matrix. 
Polyethylene or epoxy resin are widely used as insulators in 
industrial applications and are the object of many recent studies, 
while SiO2, Al2O3, MgO, TiO2 or layer silicates (LS) and nano 
clay are typical nanofillers. Many researchers have been 
conducted to determine the electrical properties such as 
dielectric breakdown strength, partial discharge resistance, space 
charge and conduction current measurement of polymer 
nanocomposite insulator[1-6].  
It is well known that the two phenomena which determine 
the response of a dielectric to an electric field are the electric 
conduction and the electric polarisation. Even though the two 
phenomena coexist in a dielectric, they are essentially separate 
and, for the most part, independent processes: the polarisation is 
the result of a finite displacement of charges in a steady electric 
field, while the conduction is the result of a finite average 
velocity of motion of charges in a steady electric field[7].  
A lot of research had been done on electrical properties of 
polymer nanocomposite as insulating material. This paper shows 
the comprehensive reviewed and analysis based on the studied 
done by previous researchers to identify and compared the DC 
conductivity patterns and trends for different types of nano- 
filler of the polymer nanocomposite insulating materials.  
 
II METHODOLOGY 
Figure 1 shows the electrode configuration and the 
experimental setup for the conduction current measurement [5, 
6]. A gold electrode of 40 mm in diameter was formed by 
vacuum evaporation on one side of the film. On the other side, a 
gold electrode of 26 mm in diameter was formed as the main 
electrode and a gold electrode of 32 mm in inner diameter and 
40 mm in outer diameter was formed as the guard electrode. The 
conduction current measurement was performed at 303 K. The 
conduction current at 10 min after the DC voltage application 
was employed to determine the volume resistivity. 
 
 
 
Figure 1.Conduction current measurement system [5, 6] 
 
The DC conductivity test was done in the oven, with a 20 mm 
diameter gold electrodes on both sides at 6.5 kV for 1 hour. The 
testing temperature was fixed at 30°C to avoid the influence of 
small temperature fluctuation in the room on measured 
current[8]. 
 
III RESULTS AND ANALYSIS 
 
 
Figure 2. Current for TiO2 based polyimide nanocomposite at 
different % amount added [8] 
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From the results above, it can be concluded that adding nano 
particles into dielectrics can improve its electrical properties. 
However, different amount of nano-fillers will give different 
results. As 1 % and 3% samples reduce the conductivity to the 
lowest point, it can be known that a small amount of nano-fillers 
is separated inside the dielectric with a certain wide distance, 
which can be known as 'extra traps' for the dielectric, and 
therefore improve the insulation property.  
However, if more nano particles adding into the dielectrics, 
for example, 5% sample has a better insulation property than the 
pure sample, but its conductivity is higher than 1% and 3% 
samples. This is because that some of the nano-fillers are too 
closed to each other, and each nano particle has an interaction 
zone around it, which results some overlap of interaction zones. 
For 7% sample or higher amount nano dielectrics, the 
probability of interaction zones overlap is getting higher and 
higher, and therefore, the nano particles may align together, 
which helps the charges moving across the dielectric.  
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Abstract: A case study of ageing on XLPE conductor 
insulation of 20kV primary distribution feeder is presented in 
this paper. The insulation degradation mainly occurred around 
conductor tie where the conductor is attached to the post 
insulator. A section of distribution feeder with defects on the 
conductor insulation has been examined for this study. Potential 
losses due to presence of discharges have been investigated by 
measuring the difference current at locations of the affected 
conductor. Temperature measurements of the insulation surface 
have also been carried out. Provisional maintenance procedures 
were introduced to eliminate the discharges. Measurements of 
current and surface temperature were repeated nine months after 
completion of the maintenance work. Results indicated that the 
discharges have been completely disappeared. 
 
I. INTRODUCTION 
Recently, the utilisation of AAAC-S (all aluminium alloy 
conductor – sheathed) for distribution network has been 
broadened, particularly in South and East part of Bali. In these 
parts of the island, most of the distribution networks are 
supplying consumers at tourism areas near beaches. It is well 
known that the utilisation of the AAAC-S has a number of 
advantages compared to that of the bare conductors. The AAAC-
S has an ability to protect the distribution network from 
temporary disturbances which are mainly caused by falling kite 
and nearby tree contacts. Direct contact of airborne pollutants 
with the conductor strands may also be avoided. 
Nevertheless, after a few years of utilisation, problems 
began to appear on the insulation of the AAAC-S. It was found 
that the XLPE sheath degrade rapidly, particularly near the 
insulator tie. Tiny sparks at the degraded sheath section can be 
observed clearly at night, indicating the occurrence of 
discharges. Visual observation of the conductor insulation 
during day time showed burnt sections around the conductor tie. 
At some sections, the XLPE sheath has been completely 
disappeared. This situation obviously requires immediate 
attention and appropriate maintenance measures. 
The occurrence of discharges on the distribution network 
absolutely causes energy losses. The amount of energy loss very 
much depends on the characteristics of discharges occurred on 
the conductor. This paper discusses the potential losses due to 
degradation of the AAAC-S conductor insulation applied to 
distribution network. Investigation was carried out on a section 
of 20kV primary distribution feeder. The section consists of 12 
poles at which insulation defects were preliminary identified. 
Flowing current and surface temperature of the conductor were 
measured around the conductor tie for each pole. The 
measurements of current and surface temperature were carried 
out during dry season to reduce risk of being electrified. A 
comparison of measurement results before and after planned 
maintenance operation is also discussed in this paper. 
 
II. MEASUREMENT OF CURRENT AND TEMPERATURE 
The effects of the insulation defects on potential power 
losses have been investigated on a series of twelve poles with 
impaired conductor sheath. The poles support conductors that 
are part of a 20kV primary distribution feeder. The feeder lied 
adjacent to a main road and is approximately 500m from coast 
line. There are no electrical loads within the twelve poles. 
Two medium voltage clamp meters were used to measure 
potential loss due to the presence of defects. One clamp meter 
wasplaced before the conductor tie, while the other was placed 
after the tie, in referred to the current flow. The difference of 
current measured between the two is considered as the 
difference current. The difference current indicates potential 
power losses at the defect location. Measurements of the 
difference current were carried out for the three phases and for 
the twelve poles. 
Following the identification of the insulation damage, a life 
maintenance procedure was carried out. This work was aimed to 
prevent further defect on the conductor strand due to high energy 
discharges. The work includes tie changed and removal of the 
affected conductor sheath. Consequently there are some parts of 
the lines became completely bared at the tie points. 
An infrared thermo vision camera was utilised to examine 
the conductor surface temperature before and after maintenance 
process. For each location of the degraded insulation, images 
were taken before and after maintenance works were completed. 
Results of the two measurements then can be compared and 
analysed. A reduction of surface temperature is expected when 
the sparks at the degraded insulation are diminished. 
 
III. RESULTS AND DISCUSSIONS 
1. Current Measurement 
The current measurement results of the red phase for the 
twelve poles before maintenance are presented in Figure 1. Bars 
with darker colour indicate incoming current (I0), while those 
with lighter colour indicate outgoing current (I1). It is clear that 
the difference current exists which is indicating the potential 
power loss at most of damaged insulation sections. 
 
 
 
Figure 1. Measured current of red phase 
 
The measured quantity of flowing current on the conductor 
depends on the load of the remaining part of the feeder at the 
time of measurement. The magnitude of difference current 
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varies from point to point of measurements, with an average 
value of 0.108A for the red phase and of 0.117A for the yellow 
and the blue phases. 
Potential power loss at all phases was identified at seven out 
of twelve explored poles, while potential power loss at only one 
phase was discovered for one pole. This fact indicates that the 
insulation damage occurred around conductor tie at all the 
investigated twelve poles. The results also designate that at 91% 
of the total number of poles, the insulation ageing involves two 
or more phases. 
Following the identification of defects on the XLPE 
insulation, immediate life maintenance works were carried out to 
prevent further defects on the conductor. Measurements of the 
flowing current were repeated after completion of the 
maintenance. There was no indication of difference current 
during the second measurement. 
 
2. Temperature Measurement  
As complement of current detection, measurements of 
surface temperature of the XLPE sheath were also carried out. 
The temperature of the insulation surface may provide 
information of existence of discharges. Note that the measured 
temperature does not indicate the temperature of sparks appeared 
on some locations of the insulation defects. The indicated values 
are the average temperature of insulation surface near damaged 
points. Similar to that of current measurement, the temperature 
measurement was also carried out before and after the 
completion of the maintenance works. 
The average temperature of the XLPE sheath surface near 
defect locations (before maintenance) is slightly above 30°C. In 
contrast, after completion of the maintenance works, the 
approximate average XLPE sheath surface temperature became 
26.5°C. There was a reduction of about 3.5°C in surface 
temperature of the XLPE sheath after maintenance process was 
completed. 
 
IV. CONCLUSIONS 
Investigation of ageing on XLPE insulation of a 20kV 
primary distribution feeder has been carried out. Initial 
measurement results indicated that there are high potential losses 
due to the presence of discharges. Measurements of the XLPE 
sheath surface temperature confirmed the situation. 
It is not clear however; whether the fast ageing process of 
the XLPE insulation was caused by production imperfection of 
the conductor or due to improper installation and application of 
the conductor. The fact that most discharges that promote ageing 
on the XLPE sheath were located on the conductor tie exhibit 
that advanced explorations are required. Further investigation 
has been planned to look at this issue in the future. 
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Abstract: This paper investigates the effect of design 
parameters on the induced voltages on a distribution power line. 
This investigation is based on perfect ground conductivity, 
single stroke lightning and lightning without branches. The 
design of the parameters includes, d, the striking distance of the 
lightning, h, the height of the conductor, and r, the diameter of 
the conductor, all of which are elements that produce the 
variation in the induced voltage on a distribution power line with 
respect to a vertical or an inclined lightning channel. Thus, the 
outcomes of this investigation can act as a guide for the utility 
companies or other power engineers in order to plan an 
appropriate protection scheme for a distribution power line.  
 
I.INTRODUCTION 
Lightning is a discharge phenomenon. The discharging of 
lightning from cloud to ground with a negative discharge occurs 
more frequently than positive discharges and accounts for 90 % 
of the lightning strikes. The negative discharge contributes to the 
most damage, injuries and death [1-4].This is because the 
negative discharge gives rise to a higher peak current for the first 
stroke as compared to the subsequent lightning strokes [5-6]. 
Moreover, backflashover, shielding failure and induced 
overvoltage in power lines are the main result when lightning 
strikes to the ground [7-8]. However, the induced overvoltage in 
the power lines is more due to an indirect strike (striking to the 
ground or a nearby object) which has a greater effect on a 
distribution power line [9-10].  
Apart from that, the induced voltages on distribution power 
lines are affecting by the parameter designs [11-15].Its includes 
the lightning parameters such as the velocity of the lightning, the 
height of the lightning channel, crest, front time, maximum 
current steepness, and duration. Further, the line parameters also 
have to be considered when determining the affecting factors 
that give rise to induced voltages on a power line. The line 
parameters include the height of the conductor line, the diameter 
size of the conductor, the gap distance between the three-phase 
conductor and the associated matching impedance. The other 
design parameters such the substation parameters, tower 
parameters and lightning protection parameters are the main 
parameters which should be considered when studying induced 
voltages. However, most of parameter designs evaluate the 
induced voltage with respect to a vertical lightning channel only 
[9-15]. It should be noted that in reality, the lightning channels 
are not vertical but strike at a certain inclined angle at the 
surface of the ground [16-19]. Therefore, for the evaluation of 
the lightning induced overvoltage (LIOV) it should be evaluated 
using an inclined lightning channel with specific inclined angle. 
These inclined angles have a few percentage differences on the 
effect of the parameters on the induced voltage as compared to a 
vertical lightning channel [16-21]. Thus, this paper will provide 
information concerning induced voltages which are affected by 
the parameter designs with respect to vertical and inclined 
lightning channels by using a fast and simple determination 
method.  
 
II. METHODS 
In order to investigate the effect of parameter design on the 
induced voltage on distribution power lines in Malaysia, the 
work is divided into two parts, namely the determination of the 
parameter design and the determination of induced voltages on 
the distribution lines. Both of these determinations are 
implemented through programming. Injected lightning current of 
10 kA with an inclined angle set at 10 degree is used in this 
work.  
Evaluating the induced voltages on a distribution power line 
involves several steps as depicted in Fig 1.This figure shows that 
there are two types of lightning channel, which are the vertical 
and the inclined lightning channel. The phenomena of a 
lightning channel is referred to as ‘neutralization’ which occurs 
when the negative charges inside a cloud are travelling down 
and at the same time positive charges from the ground are trying 
to attach to these negative charges. This phenomenon is 
completed in around 20 ms [1]. Therefore, the step of evaluating 
induced voltages begins when the lightning channel strikes the 
surface of the ground. 
 
Figure 1. Voltage induced on power lines due to vertical and 
inclined lightning channel [22]  
 
In this paper, the channel base current is selected to be the 
step current and the TL model as a return stroke current. The 
Hybrid method is selected to serve as the numerical evaluation 
of the electromagnetic field and the Agrawal model for the 
coupling model evaluation. The selection of these models should 
provide for a fast calculation of the induced voltage.  
 
IV. CONCLUSION 
In this paper, the effects of parameter designs will be 
investigated. Based on the result, full consideration should be 
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given when setting up an appropriate protection scheme for the 
distribution line, particularly related to the BIL and the Critical 
Flashover voltage (CFO) of the line, where the striking distance 
may influence the induced overvoltage of the line. In this case, 
perhaps the Lightning System Detection Network (LSDN) can 
be used to map the lightning occurrence with respect to the 
distribution line which can help the utility to plan for a proper 
protection scheme of the line.  
 
V. ACKNOWLEDGEMENT 
The authors gratefully acknowledge the financial support 
from Universiti Putra Malaysia under Research University Grant 
Scheme (Project No: 05-02-12-2016RU).  
 
REFERENCES 
[1] V. Cooray, ‘‘The lightning Flash’’, The Institution of Engineering 
and Technology, London, United Kingdom, 2010  
[2] J. Kuffel., ‘‘High Voltage Engineering Fundamental’’, Second 
Edition, Butterworth-Heimann,2000  
[3] P. Chowdhuri, J.G. Anderson, W.A. Chisholm, T.E. Field, M. Ishii, 
J.A. Martinez, M.B. Marz, J. McDaniel, T.R. McDermott, A.M. 
Mousa, T. Narita, D.K. Nichols, T.A. Short, ‘‘Parameters of 
Lightning Strokes: A Review’’, IEEE Transactions On Power 
Delivery, Vol. 20, No. 1, January, 2005  
[4] Interim Report on the Performance of the Electricity Supply Services 
in Malaysia for the First Half Year of 2010.  
[5] V.A. Rakov , ‘‘Lightning Parameters for Engineering Applications 
(Keynote Speech)’’, Asia Pacific International Symposium on 
Electromagnetic Compatibility, Beijing-China, April 12, 2010  
[6] V.A. Rakov, ‘‘Lightning: Phenomenology and Parameters Important 
for EMC ’’ CEEM’2006/Dalian 3A1-01 283.  
[7] H.M. Ariff, ‘‘Insulation Coordiantion Studies on HV Substations’’, 
MSc thesis, Oct, 2009.  
[8] N.A. Abd Rahman, ‘‘Study on Lightning Performance Improvement 
of the 33kV Tanjung Batu-Rompin Overhead Distribution Line’’, 
TNB Research, 2008.  
[9] C.A. Nucci, ‘‘Lightning-Induced Voltages on Distribution 
Systems:Influence of Ground Resistivity and System Topology’’, 
Journal of Lightning Research, Volume 1, pp 148-157, 2007  
[10] P.D. Kannu, M.J. Thomas, ‘‘Lightning Induced Voltages on 
Multiconductor Power Distribution Line ’’IEEE Proc.-Gener. 
Transm. Distrib., Vol. 152, No. 6, November 2005  
[11] M.Z.A Ab Kadir, H. M. Ariff. A.M. Azmi, ‘‘Modelling 132 kV 
Substation for Surge Arrester Studies’’, International Journal of 
Emerging Electric Power Systems, Volume 9, Issue 5, 2008  
[12] P.P. Barker, T. A. Short, A.R. E-Berard and J.P. Berlandis 
‘‘Induced Voltage Measurements on An Experimental Distribution 
Line During Nearby Rocket Triggered Lightning Flashes’’, IEEE 
Transactions On Power Delivery, Vol. 11, No. 2, April 1996  
[13] M.Z.A. Ab Kadir, M. H. Mohamad Ariff, R. Mesron, M. T. 
Salahuddin, ‘‘Substation System Simulation Models for 
Transformer Risk Assessment Analysis’’, European Journal of 
Scientific Research, , Vol.23 , No.1, pp.141-148 ,2008  
[14] S.M.A. Razzak, M.M. Ali, M.Z.I. Sarkar, H. Ahmad, ‘‘Lightning 
Induced Over Voltages on Overhead Distribution Lines Including 
Lossy Ground Effects’’, 3
rd 
International Conference on Electrical & 
Computer Engineering (ICECE), 2004  
[15] P. Durai Kannu, M. Joy Thomas, ‘‘Lightning Induced Voltages on 
Overhead Conductors At Different Heights’’, IEEE Bologna 
PowerTech Conference, 2003  
[16] J. Schoene, ‘‘Analysis of Parameters of Rocket-Triggered Lightning 
Measured During the 1999 and 2000 Camp Blanding Experiment 
and Modeling of Electric and Magnetic Field Derivatives Using the 
Transmission Line Model’’, MSC, University of Florida, 2002.  
[17] R. Hill, ‘‘Analysis of Irregular Paths of Lightning Channels’’, 
Journal of Geophysical Research, vol.73, pp 1897-1906, 1968.  
[18] R. Hill, ‘‘Electromagnetic Radiation from Erratic Paths of 
Lightning Strokes’’, Journal of Geophysical Research, vol.74, pp 
1922-1929, 1969.  
[19] A.Sakakibra, ‘‘Calculation of Induced Voltages on Overhead Lines 
Caused by Inclined Lightning Strokes’’, IEEE Transactions on 
Power Delivery, Vol.4, No.1, January 1989.  
[20] R. Moini, S.H.H. Sadeghi,B. Kordi, F. Rachidi, ‘‘An Antenna-
Theory Approach for Modelling Inclined Lightning Return Stroke 
Channels’’, Electric Power System Research, pp 945-952, 2006  
[21] A. Andreotti, U. D. Martinis, C. Petrarc, V. A. Rakov, L.Verolino, 
‘‘Lightning Electromagnetic Fields and Induced Voltages: Influence 
of Channel Tortuosity ’’, General Assembly and Scientific 
Symposium, 2011 XXXth URSI, pp 1-4, 13-20August 2011  
[22] N.A. Abd. Rahman, N. Abdullah, M.F. Ariffin, ‘‘Influence of 
Earthing Resistance on the Performance of Distribution Line 
Lightning Arrester’’ Asia-Pacific International Symposium on 
Electromagnetic Compatibility, Beijing, China, April 12 - 16, 2010 
16th Asian Conference on Electrical Discharge 
10-12 December 2012, The Zon, Johor Bahru, Malaysia 
____________________________________________________________________________________________________ 
*Nor Asiah Muhamad, Fakulti Kejuruteraan Elektrik, Universiti Teknologi Malaysia, 81310 Skudai, Johor Malaysia, norasiah@fke.utm.my, +607-5535263 
 
131 
 
A085 
EARLY PREVENTION SYSTEM FOR ELECTRICAL FLASHOVER 
DISCHARGE IN GAS INSULATED SWITCHGEAR 
  
M. F. Agos & N. A. Muhamad*  
Institute of High Voltage & High Current,  
Universiti Teknologi Malaysia, 81310 Skudai, Johor, Malaysia  
 
Keywords: Flashover, Gas Insulated Switchgear, Particle, Computer Vision, SF6 Gas. 
 
Abstract: The phenomenon of metallic particle 
contamination in gas insulated switchgear is a major problem for 
triggering electrical flashover discharge. The breakdown 
chances can be reduced by improving better quality checks on 
the cleanliness of the enclosure from foreign metallic particle 
during assembly. By introducing computer-aided particle 
detection system, it is expected to improve the deficiency caused 
by human fatigue during the construction of the switchgear. The 
particle detector prototype is consists of borescope and program 
with image processing algorithms. The scope of the detection is 
particle size range from 1mm and above, coaxial and round 
shape. This paper will present the assessment on accuracy of the 
prototype in detecting the particles and analysis on the efficiency 
of the system.  
 
I. INTRODUCTION 
Gas insulated switchgear (GIS) has been widely used in 
power electrical system in Malaysia. The perks that GIS offered 
are much superior compared to other type of insulation of 
switchgear. However, practical GIS suffer from metallic 
particles contamination. Long metallic particles can affect the 
performance of gaseous insulated because they can migrate to 
critical regions. For example, a horizontal switchgear 
arrangement. A particle lying on the surface of the enclosure 
will obtain a charge which is proportional to the local field, will 
experiences an electrostatic force. The particle will lift off and 
float in the gas space when applied voltage is sufficiently high. 
Under 60Hz ac excitation, a particle does not fall down when the 
voltage is near its zero crossings, but will, due to inertia, respond 
in a time-averaged manner. It will acquire a slow (compared to 
60 Hz) bouncing movement. The bounce height increases with 
the applied voltage. At a sufficiently high voltage, the particle is 
able to cross the gap between the conductor and the grounded 
enclosure and initiate breakdown.  
The existence of metallic particle contaminations inside GIS 
enclosure is usually caused by the construction works during the 
first assembly process of the switchgear. Poor quality control 
can be caused by human fatigue and other human limitation 
factor.  
This paper aims to develop a new approach on controlling 
the quality control to minimize the existence of metallic particle 
during the assembling works by using computer-aided system. 
This system used a computer vision technique in order to 
achieve the desired objective. The accuracy and the efficiency of 
the system are also presented.  
 
 
 
 
 
 
 
 
 
II. MATERIALS AND METHODS 
 
 
Figure 1. Experimental arrangement 
 
Figure 1 shows the experimental arrangements. Simulated 
GIS was used for the experiments. The conductor rod are taken 
out to simulate the condition of GIS during assembly before the 
enclosure is seal off and fill with SF6
 
gas. The particle detector 
system consists of borescope and a program made using 
MATLAB. Various length of size wire particles range from 
1mm to 10mm are put on the inner surface of the GIS enclosure. 
The borescope is inserted into the enclosure to test the particle 
detector system efficiency. The experiments will be conducted 
few times using different quantity and different particle size.  
 
III. RESULTS AND DISCUSSION 
The particle detection system will detect and highlight the 
particle inside the enclosure in real-time mode. The accuracy 
and the efficiency of the system will be presented by comparing 
the data from the experiments. 
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Abstract: Nowadays, photovoltaic (PV) system is one of the 
popular green technologies. PV arrays are usually installed on 
the roof-top of houses in residential areas, which enables the 
electrical energy to be generated. However, these arrays are 
risking from direct lightning strikes and can be affected by the 
nearby flashes. The lightning strikes may damage the electrical 
equipment connected to the PV arrays and can cause power 
outage. In this paper, the effect of lightning strikes on 
photovoltaic system was studied through simulation model using 
PSCAD software. The relationship of the lightning current and 
the voltage magnitude produced by the photovoltaic module and 
inverter were studied. From the results obtained, further 
investigation can be done to solve the problem caused by the 
lightning strike such as the lightning protection for photovoltaic 
system in order to reduce the impact on the photovoltaic system.  
 
I. INTRODUCTION 
Nowadays, green technologies are very popular and having 
high demand from consumers. One of the green technologies 
that is very promising as a future energy technology is the 
Photovoltaic (PV) system [1]. PV system converts sunlight 
directly into electricity in a quiet, clean and reliable way. PV 
cells are wired together in modules or panels with a specific 
power output. The most widely used PV cells are single-crystal 
silicon, multi-crystal silicon and amorphous silicon. However, 
the most efficient cell at converting sunlight to electricity is 
single-crystalline. PV cell technologies have operating lives of 
over twenty years [2].  
PV system can be divided into two categories; stand-alone 
and grid-connected PV systems. These two systems can be 
classified as Building Integrated Photovoltaic (BIPV) if the PV 
is integrated into the building [3]. The grid-connected system is 
mostly used in urban areas. The number of BIPV installations in 
home systems is increasing in the world, including in Malaysia 
[1]. The PV system at the residential area enables the electrical 
energy to be generated from home. The house is also connected 
to the utility. Therefore, when the energy produced by the PV 
system is less than the demand, the house can draw extra energy 
from the utility. A conventional PV system is shown in Fig. 1. 
The PV array produces a DC voltage and the voltage passes 
through an inverter, which converts it into an AC voltage. 
 
 
 
Figure 1. Grid-connected PV system topology 
A photovoltaic system consists of PV generator (solar 
module), inverter, meter, grid connection and DC and AC 
cablings. This system is installed on the roof-top of buildings for 
BIPV [4-5]. However, the PV arrays located outdoor are risking 
from direct lightning strikes and can be affected by the nearby 
flashes. This may cause damage to the electrical equipment 
connected to the PV arrays. Consequently, this results in a power 
outage, production losses and the whole component needs to be 
repaired and replaced. In this paper, the impact of the lightning 
strike on the photovoltaic system was studied through simulation 
using PSCAD software. The results obtained may increase an 
understanding of relationship between the lightning current with 
the voltage produced by the photovoltaic module and inverter.  
 
II. SIMULATION RESULTS 
A. Photovoltaic System Before Lightning Strike  
A photovoltaic system has been implemented in PSCAD 
software. PV array is connected to the grid through the five-level 
inverter and the filter. The grid system is set to 240 V since this 
system is a single phase photovoltaic grid-connected. The 
inverter produces an AC voltage after converting the DC voltage 
from the photovoltaic output.  
 
B. Photovoltaic System After Lightning Strike  
A lightning current was injected into the photovoltaic system 
to observe the effect of the photovoltaic module after a lightning 
strike. Since the peak current amplitude related to the lightning 
stroke in Malaysia is between 2 kA and 200 kA, the lightning 
current amplitude in the simulation was varied between these 
values [6]. A complete diagram of the whole model is shown in 
Fig. 2. 
 
 
 
Figure 2. Complete simualtion model including lightning 
current model  
 
The lightning current was varied from 2kA to 200 kA and 
the output voltage from photovoltaic module and inverter were 
observed. The waveform of the output voltage is similar when 
different values of lightning current were injected, except that 
the magnitude of the output voltage is different. Table 1 shows 
the value of the output voltages for different lightning current 
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injected in the simulation model. When the magnitude of the 
lightning current is increased, the output voltage is higher.  
 
Table 1. Lightning strike effect 
 
Lightning current 
(kA) 
Photovoltaic output 
voltage, Vdc (V) 
Inverter output 
voltage, Vac (V) 
0 450.0 337.8 
8 462.7 349.6 
20 491.3 367.6 
80 655.6 484.9 
120 769.2 588.3 
150 854.4 667.0 
200 1016.9 795.3 
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Abstract: Zinc oxide(ZnO) gapless surge arrester are a 
protective device of an electric power system. Various methods 
have been applied to determine the aging level of surge arrester 
using leakage current of a surge arrester. However, leakage 
current of a surge arrester is found to be dependence on ambient 
temperature. In this study, leakage currents three 120kv metal 
oxide arrester with polymeric housings were evaluated in 
different ambient temperature. In severe condition the results 
shown difference effects the leakage current up to 20.69%. 
Therefore, based on the results, ambient temperature should be 
closely observed while taking the reading of leakage current of 
surge arrester. This paper will explain the effect of surrounding 
temperature on surge arrester.  
 
I. INTRODUCTION 
Surge arresters have been playing an important rule on 
power systems since the beginning of ac transmission. 
Overvoltages usually occur in a power system due to lightning, 
fault and switching operation. Surge arresters are often used to 
protect power and electronic from the destructive transient 
overvoltage. In order to protect power system equipments and 
guarantee an economic and reliable operation, surge arresters are 
applied in almost all types of electrical network[1].These 
devices are used to limit the overvoltage to a level which is 
sufficiently safe for the equipment being protected by diverting 
the large current to be ground [2].  
The impedance of metal oxide arresters at voltages below 
the rated voltage is so high that the resulting current is in the 
milliampere range. During over voltage events the metal oxide 
surge arrester limits the voltage to an almost constant value, 
even if the discharge current increases extremely. The direct 
consequence of this low current consumption was the possibility 
of constructing surge arresters with no series gaps [3, 4].  
However, because these arresters contain no gaps, a leakage 
current flows through the material at working voltages, which 
causes power losses and heating of the ZnO elements. This can 
be dangerous to the stability of the arrester, particularly in the 
low conduction regime (0-0.001A) where the voltage-current 
characteristic of ZnO material is very sensitive to temperature 
[4]. The thermal stability of ZnO surge arresters is affected by 
ambient temperature and and heat dissipation capability, impulse 
degradation and ageing [5, 6].  
If the temperature exceeds the certain temperature of 
particular arrester, the arrester will break down. Therefore, surge 
arrester must operate properly in both normal operating voltage 
and fast transient condition [7]. In the case of ambient 
temperature, although ambient temperature cannot exceed the 
temperature limit which will cause the arrester to break down, 
but it has affected the measurement of leakage current.  
There were some experiments has been done to show the 
thermal characteristic of a complete surge arrester and zinc 
oxide element, but the correlation between the temperature and 
total leakage current is not yet developed[8, 9]. Therefore, this 
research aims shows that the correlation between the 
temperature and total leakage current is determined.  
 
II. MATERIALS AND METHODS 
The gapless metal oxide surge arrester will be installed 
inside a canvas with controlled environment, and their thermal 
and electric properties will be analyzed. Canvas is specially 
design for temperature insulation, and the volume is 3x3x3m 
with surge arrester in the middle of the canvas. Canvas was 
designed in such a way that big enough to make clearance for 
high voltage to connect to surge arrester without any 
unnecessary discharge happen.  
In order to measure the leakage current of the metal oxide 
surge arrester, a digital oscilloscope, a current probe, and a 
designed signal amplified was used.The minimum value that 
current probe of this experiment manages to get is 100mA. 
Therefore, we need an amplified and filter circuit to amplify the 
signal and at the same time filter all the noise, which is not 
necessary to get the measured data. In order to avoid the electric 
field interference to the signal amplifier, a completed grounded 
seal steel box has been used.  
Before the real measurement is determined, the current 
probe and the signal amplifier need to be caliberated. Therefore, 
the caliberation experiment is carried out with three signal 
generators and two ammeters, and two digital oscilloscopes were 
needed to make the caliberation possible.  
Finally, the temperature will be recorded together with 
amplified total leakage current. The measurements recorded was 
analyzed to compare the effect of temperature on total leakage 
current.  
 
III. RESULTS AND DISCUSSION 
This experiment is carried out in johor bahru, Malaysia, the 
ambient temperature of malaysia usually range from 30°C to 
40°C. Therefore it is important to focus on these temperature if 
we need to measure the ageing of ZnO arrester with leakage 
current method. 
For sample 1, the temperature increase around 5°C, the 
leakage will change around 16-84μA. This will definitely affect 
the result of determining whether the arrester already aged or 
still can provide its service.  
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Table 1. Sample 1: Percentage difference of leakage current for 
each temperature compared with 30°C 
 
Voltage 
(kV) 
 
Ambient Temperature (°C ) 
 30-35°C 30-40°C 30-45°C 30-50°C 
20 9.31% 10.30% 13.07% 16.97% 
30 9.15% 8.94% 11.69% 15.75% 
40 9.05% 10.70% 14.11% 16.34% 
50 10.08% 10.84% 12.74% 16.36% 
60 9.94% 11.38% 13.47% 15.55% 
70 10.81% 11.36% 13.72% 17.46% 
80 10.00% 12.29% 14.94% 19.16% 
90 11.17% 12.12% 16.86% 19.50% 
 
From this table, it can be conclude that the leakage current 
of surge arrester is highly affected by ambient temperature 
which can be as high as 19.50% difference. In Malaysia ambient 
temperature cannot goes up to 50°C, however comparing 30°C 
to 40°C, we can see there is leakage current difference up to 
12%. This definitely can affect our analysis regarding the 
degradation of ZnO arrester especially leakage current is 
measure in μA which is a small unit. If the amient temperature 
affect the leakage current, our analysis on degradation of surge 
arrester will not be accurate.  
In conclusion, any leakage current measurement techniques 
will need to take into account of temperaturre effect before 
determining the surge arrester aging level.  
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